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ABBREVIATIONS

AB
ABV

ACT
ACP
ADDM
ADJ
AFF
AFG
AFS
AGGR
AL

BU

BUR

CAB

CEM PLAST
CER TILE
CFE

FURN

ANCHOR BOLT

ABOVE

ASPHALTIC CONCRETE
ACOUSTICAL TILE
ASPHALTIC CONCRETE PAVING
ADDENDUM

ADJACENT

ABOVE FINISHED FLOOR
ABOVE FINISHED GRADE
ABOVE FINISHED SLAB
AGGREGATE

ALUMINUM

ALTERNATE

AMBIENT

AMPERE

AMOUNT

ANTENNA

ARCHITECT
ASSOCIATION
ASSEMBLY

AUDIO VISUAL

AVENUE

BALLED AND BURLAPPED
BALANCE

BATTERY

BOARD

BITUMINOUS

BASE LINE

BUILDING

BLOCKING

BALLAST

BELOW

BOULEVARD

BENCH MARK

BEARING

BRITISH THERMAL UNIT
BRITISH THERMAL UNITS
PER HOUR

BUILT—UP

BUILT-UP ROOF
CABINET

CEMENT PLASTER
CERAMIC TILE
CONTRACTOR FURNISHED
EQUIPMENT

CHANNEL

CAST IRON
CONSTRUCTION JOINT
CENTER LINE

CEILING

CEILING HEIGHT
CORRUGATED METAL PIPE
CONCRETE MASONRY UNIT
COUNTER

CLEAN OUT

COLUMN

COMBINATION
CONCRETE
CONFERENCE
CONSTRUCTION
CONTINUOUS
CONTRACT(OR)
COORDINATE

CARPET

COLD ROLLED STEEL
DATUM

DEMOLITION

DETAIL

DRINKING FOUNTAIN
DIFFERENCE

DIMENSION

DISPENSER

DEAD LOAD

DOWN

DRAIN

DRAWING

EXISTING MASONRY
ELEVATION

ELECTRICAL

ELEVATOR

ERECTION

ESTIMATE

EXCAVATE

EXTERIOR

FIRE ALARM

FOOT CANDLE

FLOOR DRAIN
FOUNDATION

FIRE EXTINGUISHER CABINET
FIRE HOSE CABINET
FLAT HEAD MACHINE SCREW
FLAT HEAD WOOD SCREW
FINISH

FINISH FLOOR

FINISH GRADE
FLASHING

FLOOR(ING)

FLOOR FINISH

FACE OF CONCRETE
FACE OF FINISH

FACE OF MASONRY
FEET PER MINUTE
FLOOR SINK

FOOTING

FURNITURE

TEMP
THRU

GAS

GAUGE
GALVANIZED
GALVANIZED IRON
GENERAL CONTRACTOR
GLUE LAMINATED
GYPSUM BOARD
HOSE BIB
HEAVY DUTY
HARDBOARD
HARDWOOD
HOLLOW METAL
HORIZONTAL
INSTALLATION
INSULATION
INVERT
ISOMETRIC
JUNCTION

JOIST
KNOCK—-OUT
LAMINATION
LAVATORY
LENGTH

LIVE LOAD
MAINTENANCE
MANUAL
MASONRY
MATERIAL

BUCKEYE FIRE STATION

No. 705
at Tartesso

Buckeye, Arizona
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A1

SITE DETAILS

A1.2 SITE DETAILS
A1.3 SITE DETAILS

A2.1

ANNOTATION FLOOR PLAN

A2.2 DIMENSION FLOOR PLAN
A2.3 ENLARGED FLOOR PLANS
A2.4 WALL TYPES PLAN

A2.5 WALL TYPES DETAILS
A2.6 CONCRETE JOINTING PLAN

A3.1

DOOR SCHEDULE & DOOR DETAILS

A3.2 DOOR DETAILS
A3.5 DOOR DETAILS
3.4 DOOR HARDWARE SCHEDULE

A3.5 DOOR HARDWARE SCHEDULE
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.1 WINDOW TYPES & DETAILS
A4.2 WINDOW DETAILS

A5.1

REFLECTED CEILING PLAN

A5.2 RCP DETAILS

AB.1

FINISH SCHEDULE AND DETAILS

A6.2 FFE PLAN

A7

ROOF PLAN

A7.2 ROOF DETAILS

AA7.3_ROQF DETAILS

MAXIMUM
MECHANICAL

MEMBRANE

METAL

MANUFACTURING

MANHOLE

MALLEABLE IRON

MINIMUM

MISCELLANEOUS

MOUNTING

NEGATIVE

NOT IN CONTRACT

NUMBER

NOMINAL

NOT TO SCALE

OVERALL

OUTSIDE DIAMETER
OUTSIDE DIMENSION
OPENING

OPPOSITE

PAINT

PERIMETER

PERPENDICULAR

POST INDICATOR VALVE
PLASTIC LAMINATE
PLASTER

PLYWOOD

PAIR

POUNDS PER SQUARE FOOT
RADIUS

ROOF DRAIN

RECESSED

REFERENCE

REINFORCE(D) (ING) (MENT)
ROUND HEAD MACHINE SCREW
ROUND HEAD WOOD SCREW
RAILING

ROUGH OPENING

RAIN WATER LEADER
RUBBER BASE

SANITARY

SCHEDULE

SECTION

SHEET(ING)

SIMILAR

SPECIFICATION

SQUARE

SQUARE FOOT

SANITARY SEWER

SOUND TRANSMISSION CLASS
STANDARD

STEEL

STRUCTURAL
SURFACE

SUSPENDED

TOP AND BOTTOM
TONGUE AND GROOVE
TELEPHONE
TEMPORARY
THICKNESS

THROUGH

TOLERANCE

TYPICAL

UNIVERSAL

URINAL

VINYL COMPOSITION TILE
VERTICAL

VESTIBULE

VOLUME

WITH

WITHOUT

WATER CLOSET
WIDTH

WOOD

WINDOW

WATER RESISTANT
WEIGHT
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PROJECT INFORMATION

ALL CONSTRUCTION WITHIN THE CITY OF BUCKEYE, ARIZONA SHALL COMPLY WITH
THE FOLLOWING CODES AND AMENDMENTS PER THEIR ADOPTING ORDINANCES.

2012 INTERNATIONAL BUILDING CODE (IBC)

2012  INTERNATIONAL MECHANICAL CODE (IMC)

2012  INTERNATIONAL PLUMBING CODE (IPC)

201 NATIONAL ELECTRICAL CODE (NEC)

2012  INTERNATIONAL ENERGY CONSERVATION CODE (IECC)

2012 INTERNATIONAL FIRE CODE (IFC)

2010  ADAAG

BUILDING AREA — GROSS: 13,251 SQ. FT.
COVERED / PROJECTION AREAS: 1,085 SQ. FT.
TOTAL: 14,336 SQ. FT.

OCCUPANCY CLASSIFICATION: (CHAPTER 3)

ASSEMBLY — A (SECTION 303):

BUSINESS — B (SECTION 304):

RESIDENTIAL — R—2 (SECTION 310):
STORAGE — S—1 (SECTION 311):
OCCUPANCY SEPARATION (SECTION 508.3.3):

CONSTRUCTION TYPE:

(SECTION 602.5 / TABLE 601)
AUTOMATIC SPRINKLER SYSTEM:

(SECTION 903.3.1.1.)
FIRE ALARM SYSTEM:
EMERGENCY LIGHTING:

ALLOWABLE BUILDING HEIGHTS AND BUILDING AREA: (CHAPTER 5 — TABLE 503)

COMMUNITY ROOM

PUBLIC AREAS

CONGREGATE LIVING AND DORMITORIES
APPARATUS BAY

NON—SEPARATED OCCUPANCIES

V-B

YES

YES

YES WITH STAND—BY GENERATOR

ALLOWABLE HEIGHT:

(BASED ON MOST RESTRICTIVE

OCCUPANCY A-3)
ALLOWABLE BUILDING AREA:

(BASED ON MOST RESTRICTIVE OCCUPANCY

A—3)

HEIGHT INCREASE:

AUTOMATIC SPRINKLER SYSTEM INCREASE:

(SECTION 504.2)

AUTOMATIC SPRINKLER SYSTEM INCREASE:

(SECTION 506.3)

AREA MODIFICATION: (SECTION 506.1)
FRONTAGE INCREASE: (SECTION 506.2)

OCCUPANCTS PER CLASSIFICATION:

50'-0" / ONE STORY

6,000 SQ. FT.

MAX. HEIGHT IS INCREASED BY 20’-0" AND THE MAX.
NUMBER OF STORIES IS INCREASED BY ONE STORY.
ALLOWED: 60°—0" / TWO STORIES

PERMITTED TO BE INCREASED BY 300% FOR SINGLE STORY BUILDINGS.
ALLOWED: 6,000 SQ. FT. + (6,000 SQ. FT. X 300% = 18,000 SQ. FT.) = 24,000 SQ. FT.

NOT USED
NOT USED

(BASED ON EXITING PLAN)

GROUP S.F.
A-=3: 978
B: 950
R-2: 5,882
S—1: 5,505

# OF OCC.
55 OCC.

6 OCC.
8 OCC.
27 OCC.

96 OCC.

PROJECT TEAM

OWNERS

CITY OF BUCKEYE FIRE DEPARTMENT
21699 W. YUMA ROAD, SUITE 100
BUCKEYE, AZ 85326

623.349.6815

CONTACT: BOB COSTELLO
bcostello@buckeyeaz.gov

ARCHITECT

PERLMAN ARCHITECTS OF ARIZONA
4808 N 24TH STREET, SUITE 100
PHOENIX, AZ 85016

480. 951.5900

CONTACT: KEN POWERS
kenp@perlmanarchitects—az.com

STRUCTURAL

SIMPLY STRUCTURAL INC.

730 N. 52ND STREET, SUITE 105
PHOENIX, AZ 85008
602.443.0303

CONTACT: DAVID SCHOTT
dschott@simplystructural.com

MECHANICAL and PLUMBING
ASSOCIATED MECHANICAL ENGINEERS
1121 WEST WARNER, SUITE 107
TEMPE, AZ 85284

480.966.3996

CONTACT: GEORGE JOSEPHS
george@am—engineers.com

FIRE PROTECTION

HUNTER DESIGN & CONSULTING
35634 BEHRS CIRCLE DRIVE E.
WARRENVILLE, IL 60555
560.689.9324

CONTACT: GARY MCDANIEL
gary@hunterdesignl.com

ELECTRICAL

AKRIBIS ENGINEERING L.L.C.

3231 S. COUNTRY CLUB WAY. SUITE 102
TEMPE, AZ 85282

602.393.0201

CONTACT: SHELDON MCINELLY
sheldon@akribiseng.com

CIVIL

CIVIL DESIGN SOLUTIONS, LLC
10910 W. PALM LANE
AVONDALE, AZ 85392
602.214.4854

CONTACT: BILL GASQUE
bgasque®@cdsllc—az.net

LANDSCAPE

LOGAN SIMPSON DESIGN, INC.
51 W. 3rd STREET SUITE 450
TEMPE, AZ 85281
480.967.1343

CONTACT: JERRY MOAR
jmoar@lsdaz.com

STRUCTURAL

S0.1 GENERAL STRUCTURAL NOTES (GSN)
S0.2 GSN CONT

S1.0 SCHEDULES

S1.1 FOUNDATION PLAN

S1.2 ROOF FRAMING PLAN

S1.3 HIGH ROOF FRAMING PLAN
S2.1  TYPICAL DETAILS 01-20

S2.2 TYPICAL DETAILS 21-40

S2.3 TYPICAL DETAILS 41-60

S2.4 TYPICAL DETAILS 61-80

S3.1  FOUNDATION DETAILS 101-120
S4.1 FRAMING DETAILS 201-220
S4.2 FRAMING DETAILS 221-240
S4.3 FRAMING DETAILS 241-260
MECHANICAL

M2.1 MECHANICAL PLAN

M2.2 MECHANICAL ROOF PLAN

M3.0 MECHANICAL SCHEDULES

M4.0 MECHANICAL DETAILS

M4.1 MECHANICAL DETAILS

M4.2 MECHANICAL DETAILS
PLUMBING

PO.1  PLUMBING SPECIFICATIONS
P2.1 PLUMBING PLAN SANITARY SEWER

P2.2 PLUMBING PLAN DOMESTIC WATER

P3.1
P32_P
PA.1

ELECTRICAL

ELECTRICAL SYMBOL LIST
ELECTRICAL SITE PLAN

EOC.1
E1.1

PLUMBING SCHEMATICS
BING, SCHEMATICS
PLUMBING DETAILS

E1.2 SITE PHOTOMETRIC PLAN
E1.3 PHOTOMETRIC DETAILS

1.4 P
E2.1

TOMETRIC CUTSHEETS
LIGHTING PLAN

=
©CON OO GWN =

=X
=0

=
IS

EXTERIOR ELEVATIONS
EXTERIOR ELEVATIONS
BUILDING SECTIONS
BUILDING SECTIONS
BUILDING SECTIONS
WALL SECTIONS

WALL SECTIONS

WALL SECTIONS
INTERIOR ELEVATIONS
INTERIOR ELEVATIONS
INTERIOR ELEVATIONS
INTERIOR ELEVATIONS
INTERIOR ELEVATIONS
INTERIOR ELEVATIONS
INTERIOR ELEVATIONS
INTERIOR ELEVATIONS
INTERIOR ELEVATIONS
DEVICE MOUNTING HEIGHTS
MILLWORK DETAILS
MILLWORK DETAILS
MILLWORK DETAILS
GENERAL DETAILS
GENERAL DETAILS

E2.2 LIGHTING FIXTURE SCHEDULE AND IECC CALCS

E3.1

POWER PLAN

E3.2 MECHANICAL EQUIPMENT POWER PLAN

E4.1

CARD READER SYSTEM PLAN

E4.2 USDD DISPATCH SYSTEM PLAN / LAYOUT

ES.1

ES5.2 PANEL SCHEDULES
ES.3 SYMBOLS AND DETAILS

FIRE PROTECTION

FA1.0 FIRE
FA2.0 FIRE
FP1.0 FIRE
FP2.0 FIRE
FP2.1 FIRE
FP3.0 FIRE

ALARM NOTES

ALARM FLOOR PLAN
PROTECTION SITE PLAN
SPRINKLER PIPING PLAN
SPRINKLER RCP

SPRINKLER SECTION & DETAILS

CALCULATIONS AND ONE LINE DIAGRAM

***UNDER SEPARATE SUBMITTAL***

LANDSCAPE

CIVIL
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These drawings are instruments of service
and are the property of Howard Perlman, AA.
Howard Perlman expressly reserves its common
law copyright and other property rights to
these plans. These plans are not to be
reproduced, changed or copied in any form
or manner whatsoever, nor are they to be
assigned to any third party, without first
obtaining the expressed written permission and
consent of Howard Perlman, AIA. Written
dimensions on these drawings shall have
precedence over scaled dimensions.
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318009
Buckeye FS 705

GENERAL NOTES | Perlman

1. GENERAL CONTRACTOR TO VERIFY EXACT Architects of Arizona
LOCATION OF RAPID ACCESS BOX(ES) WITH 4808 N. 24th Street Ste, 100
THE FIRE MARSHAL PRIOR TO INSTALLATION. Phoenix, Arizona 85016

2. EVERY ROOM OR SPACE THAT IS AN 480.951.5900 480.951.3045 f
ASSEMBLY OCCUPANCY SHALL HAVE THE perlmanaz.com

OCCUPANT LOAD OF THE ROOM OR SPACE
POSTED IN A CONSPICUOUS PLACE, NEAR THE
MAIN EXIT OR ACCESS DOORWAY FROM THE
ROOM OR SPACE. POSTED SIGNS SHALL BE
OF AN APPROVED LEGIBLE PERMANENT DESIGN
AND SHALL BE MAINTAINED BY THE OWNER OR

AUTHORIZED AGENT. (2012 IBC SEC. 1004.3).

COVERED I II@ LEGEND
PATIO C POLICE ‘ kn
COVERED @ TOTAL OCCUPANTS PER SPACE —
n B OCC. _ PATIO D ‘ 2012 IBC TABLE 1004.1.2 EXPIRES: 12-31-2021
— e —— 305 SF. / COMMON PATH OF EGRESS TRAVEL —

100 GROSS ()

IBC TABLE 1014.3

WITH SPRINKLER SYSTEM
GROUP S = 100'-0"
GROUP R-2 = 125'-0"

These drawings are instruments of service
and are the property of Howard Perlman, AA.
Howard Perlman expressly reserves its common
law copyright and other property rights to

DRINKING FOUNTAINS:
0.114+0.06+0.08+0.027 = 0.277
SERVICE SINK

1 TOTAL) 318009

PER BLDG.

___________________ these plans. These plans are not to be
------------------- reproduced, changed or copied in any form
'''''''''''''' EXIT ACCESS TRAVEL DISTANCE or manner whatsoever, nor are they to be
i d t third rty, without first
PAN TRY (TRAVEL DlSTANCE) - g;’zi?\?neg th: :xr;]));esselg wFr)ii(:]ter? p:’rlmi:slijon :’:d
| 5 : — IBC TABLE 1016.2 consent of Howard Periman, AIA. Written
NO OCC SPRINKLER SYSTEM dimensc;ons on these drcllwcijngds‘ shqlllhqve
(AR = A CASTE GROUP R—2 AND S—1 — 250)_011 preceaence over scaie Imensions.
" © COPYRIGHT 2019, HOWARD PERLMAN, A.LA.
EH:‘ — COMBINED OCCUPANTS / 1
— @ CONTRIBUTORY OCCUPANT LOAD
FROM ADJACENT SPACES
=
NUMBER OF OCCUPANTS PER EXIT — L
O m /2012 IBC TABLE 1004.1.2 o
('
o
w2 — REQUIRED EGRESS WIDTH PER +
>t OCCUPANT (0.2 INCHES) — c | =
8 o \ 2012 IBC SECT. 1005.3.2 EXCEPTION. S|
]
Q.
PROVIDED EGRESS WIDTH (INCHES) 5 g
(72} Lol
Q EXIT SIGN LOCATION, SEE ELECTRICAL 0| =
FOR ADDITIONAL INFORMATION Q=
(@)
>_
=
(@)
5 | O
1
PLUMB. FIXTURES @ | =
CODE: o
MINIMUM NUMBER OF REQUIRED PLUMBING FACILITIES PER 2012 o | —
IBC TABLE 2902.1 =
Q| ~
DECON. REQUIRED: A—3 OCCUPANCY (55 OCC.)
(145} 55/2 = 26.5 s
S—1_OcCC. <
10 SF ) WATER CLOSETS: -
200 GROSS. (M) 1 PER 125 27.5/125 = 0.22
(F) 1 PER 65 27.5/65 = 0.42
LAVATORIES:
(M) 1 PER 200 27.5/200 = 0.14
(F) 1 PER 200 27.5/200 = 0.14
SCBA DRINKING FOUNTAINS:
FILL 1 PER 500 55/500 = 0.11
TI5 SERVICE SINK: 1 PER BLDG.
S—1_0cCcC.
171 S.F./ REQUIRED: B OCCUPANCY (6 0CC.) .
300 GROSS 6/2 = 3 m -
WATER CLOSETS: (@) <
(M) 1 PER 25 3/25 = 0.12 ()] v ©
(F) 1 PER 25 3/25 = 0.12 N o))
LAVATORIES: >N al
(M) 1 PER 40 3/40 = 0.075 d, . ™
(F) 1 PER 40 3/40 = 0.075
DRINKING FOUNTAINS: ¢ ° O
1 PER 100 6/100 = 0.06 z N 0O
STOR EXAM SERVICE SINK: 1 PER BLDG. O (7))
. 105
[44] B_OCC. REQUIRED: R-2 OCCUPANCY (8 0CC.) - O N
s—1 occ. _ o SF. /| 8/2 = 4 meSeES <«
132 S.F. / 100 GROSS | o
300 GROSS d STOR. 1/;)3SOFCC/ HE WATER CLOSETS: - (4
1071 Fo /A (M) 1 PER 10 4/10 = 0.4 L]
s TTTNA 300 GROSS (F) 1 PER 10 4/10 = 0.4 ° Wt = O
< = | LAVATORIES: (4v] .
WORK— : (M) 1 PER 10 4/10 = 0.4 e )
SHOP p (F) 1 PER 10 4/10 = 0.4 A\
dvilvg = HE BATHTUBS OR SHOWERS: > )
S—1 OCC. E 1 PER 8 8/8 = 1.0 e - O
107 SF. / 7 I DRINKING FOUNTAINS: - — Vo) -3
200 GROSS Q 1 PER 100 8/100 = 0.08
3 0]
|2 SERVICE SINK: 1 To)
g COMMUNITY — 2=
ROOM : REQUIRED: S—1 OCCUPANCY (27 0CC.)
JAN. /FIRE | 99 T [0] 272 = 135 L.
| Ay ———
A—3 OCCUPANCY
0421 ! / | 786 SF. / 15 NET WATER CLOSETS:
s—1_occ. — / COVERED (M) 1 PER 100 13.5/100 = 0.135
92 SF. / PATIO A (F) 1 PER 100 13.5/100 = 0.135
300 GROSS I \ N LAVATORIES:
=] =] "@ (M) 1 PER 100 13.5/100 = 0.135
I_ N I o= o= (F} 1 PER 100 13.5/100 = 0.135
—— (55— (35— ‘rl DRINKING FOUNTAINS:
o 1 PER 1,000 27/1,000 = 0.027 1IST SUBMITTAL
SERVICE SINK: 1 PER BLDG. Drawn/Checked By
TOTAL REQUIRED: (96 OCCUPANTS) JLC / JRS
m] m} m] m}
WATER CLOSETS:
(M) 0.224+0.12+0.4+0.135 = 0.875 (1 TOTAL) Date
. (F) 0.424+0.1240.4+0.135 = 1.075 (2 TOTAL)
e LAVATORIES:
T (M) 0.14+0.075+0.440.135 = 0.75 (1 TOTAL) 07.17.19
(F) 0.14+0.075+0.4+0.135 = 0.75 (1 TOTAL)
SHOWERS: Project Number
1.0 = 1.0 (1 TOTAL)
(
1

Sheet Number
PROVIDED EXITING PLAN

WATER CLOSETS:

6
LAVATORIES: 6
G |
EXITIN PLAN SEICI)\IV&EI\ITS FOUNTAINS: % (PUBLIC HI/LO) -

SCALE: 1/8" = 1'-0" SERVICE SINKS: PER BLDG.

N—EXIT



ARCHITECTURAL SITE PLAN

ADJACENT USE
SINGLE FAMILY RESIDENTIAL
ZONING: PC

PROPOSED FIRE STATION
13,239 S.F.

(1—STORY
31'—2"+ AF.F)

ADJACENT USE
SINGLE FAMILY RESIDENTIAL
ZONING: PC

80

. “
‘/“

ADJACENT USE
CITY PARK
ZONING: PC

ADJACENT USE
CITY PARK
ZONING: PC

SCALE:

1))

30,—0"

60’

LEGEND

==mmmmmm [NDICATES ACCESSIBLE ROUTE.

RUNNING SLOPE TO BE 1:20 MAX.
CROSS SLOPE TO BE 1:48 MAX.

I:> DIRECTION OF TRAFFIC FLOW

#  PARKING COUNT PER ROW

KEY NOTES

@

DESCRIPTION

—_

© Noo kU

- O
-O.

1.
12.

14.
15.

16.
17.
18.

19.
20.
21.
22.

23.

24.
25.
26.
28.
29.
30.
31.

32.

33.
34.

35.

AREA OF PROPOSED MEDIAN DEMO AND
ROADWAY PATCH, SEE CIVIL DRAWINGS

NEW MEDIAN CURBING AS REQUIRED

NEW DRIVEWAY, WIDTH AS NOTED

NEW CONCRETE SIDEWALK/ RAMPS, WIDTH TO
MATCH EXISTING

EXISTING CONCRETE SIDEWALK TO REMAIN
CONCRETE WALKWAY — WIDTH AS NOTED
LOCATION OF FLAGPOLE W/ (2) GROUND
MOUNTED LIGHTS, SEE DETAIL (4/A1.2)

BIKE RACKS (3), SEE DETAIL (3/A1.2)
LANDSCAPE AREA, SEE LANDSCAPE PLANS
DECORATIVE WALL W/ WROUGHT IRON PANELS
BETWEEN COLUMNS — HEIGHT: 3'—4”, SEE
DETAIL (7/A1.2)

PARKING SCREEN WALLS — HEIGHT: 3'—4”,
SEE DETAILS (9 & 10/A1.2)

PARKING AREA, ASPHALT PAVED

CONCRETE PAVED DRIVEWAY

6'—0” HIGH CMU SITE PERIMETER WALL, SEE
DETAIL (6/A1.2), PIERS WHERE SHOWN ON
SITE PLAN

6°—0” HIGH ROLLING GATE, SEE SHEET A1.1
FOR MORE INFORMATION/DETAILS, SEE CIVIL
AND ELECTRICAL DRAWINGS

LOCATION OF NEW ELECTRICAL TRANSFORMER,
SEE ELECTRICAL PLANS

LOCATION OF SAND/OIL INTERCEPTOR, SEE
PLUMBING PLANS

LOCATION OF SPLIT 3,000 GALLON ABOVE
GROUND FUEL TANK AND DISPENSERS (SPLIT
DIESEL AND UNLEADED EQ.) 8/A1.2

TRASH ENCLOSURE LOCATION, SEE SHEET A1.3
FOR MORE INFORMATION

NEW POST HYDRANT (TRUCK—FILL), SEE CIVIL
DRAWINGS

HARDSCAPE AREA, SEE CIVIL AND LANDSCAPE
DRAWINGS

LOCATION OF EMERGENCY GENERATOR, SEE
ELECTRICAL PLANS, PROVIDE CONCRETE PAD
AS REQUIRED, SEE STRUCTURAL TYP. DETAILS
LOCATION OF COMMUNICATIONS 'MONOPOLE’ —
80’ HEIGHT, SEE ELECTRICAL PLANS. OBTAIN
FOUNDATION DESIGN FROM MONOPOLE
MANUFACTURER AND PROVIDE TO ARCHITECT
FOR REVIEW / COORDINATION W/ OTHER SITE
ELEMENTS

LOCATION OF ELECTRICAL SERVICE ENTRANCE
SECTION EQUIPMENT

15" WIDE DOUBLE GATE (FULLY SCREENED)
FOR PARK ACCESS SEE DETAIL (5/A1.2)

SITE LIGHT POLE

LOCATION OF UTILITY CONNECTION POINTS
NEW FIRE HYDRANT, SEE CIVIL DRAWINGS
UNDERGROUND ROOF DRAIN PIPE, SEE CIVIL
DRAWINGS

HANDICAP PARKING SIGNAGE, SEE CIVIL
DRAWINGS

GATE OPERATOR KEYPAD, SEE DETAIL
(10/A1.2)

LOCATION OF FUTURE GATE KEYPAD (SHOWN
FOR REFERENCE) — REFER TO ELECTRICAL
PLANS FOR ROUGH—IN REQUIREMENTS FOR
FUTURE GATE OPERATOR AND GATE KEYPAD
CONCRETE ACCESS PAD, SEE CIVIL DRAWINGS
GUNITE DRAINAGE PAD INTO PARK, SEE CIVIL
DRAWINGS

ADD—ALTERNATE: DASHED LINE DENOTES
PRE—FAB COVERED PARKING AREA —
LOCATION OF PHOTOVOLTAIC PANELS, SEE
ELECTRICAL PLANS

SITE DATA
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CARD READER DEVICE

DUAL—NECK SECURITY
PEDESTAL— CHASE SECURITY
SYSTEMS, INC. MODEL CPDN
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DRAWINGS

ANCHOR BOLT ATTACHMENT
PER MFR RECOMMENDATION
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FLAGPOLE MANUFACTURER TO
PROVIDE A SEALED AND
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INFORMATION NOT SHOWN

CONCRETE SIDEWALK

SEE ELECTRICAL DRAWINGS
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SEE PLANS
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CONCRETE SLAB

OVER 4" A.B.C.
BASE

FIBER JOINT

MATERIAL

\—BUILDING SLAB

JOINT SEALANT
BACKER ROD

3/8" SAW
CUT JOINT

JOINT SEALANT—TOOLED
1/8" BELOW ADJACENT
SURFACE WITH CLOSED CUT
BACKER ROD

\— CONCRETE SLAB OVER

4" A.B.C. BASE

@ CONTROL JOINT (CJ)

CONCRETE JOINTS

SCALE:

3” — 1 ,—O”

CONRETE JOINTS
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GATE FRAME. » = perlmanaz.com
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|
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EACH GATE. and are the property of Howard Perlman, AA.
Howard Perlman expressly reserves its common

law copyright and other property rights to
these plans. These plans are not to be

reproduced, changed or copied in any form
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SCALE: 1" = 1"=0" Al.
ENCLOSURE GATES— precedence over scaled dimensions.
) ) ) WELDED STEEL TUBE © COPYRIGHT 2019, HOWARD PERLMAN, A.LA.
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clad ] il " TO MATCH ROLLING
4, N . — SECURITY GATE. o
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NOTE: g
1. ALL CELLS AND COURSES WITH REINFORCING
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2 ! . o o 5 fo) o (4) GALVANIZED STEEL o (40 .
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WELD TO COLLAR | METAL DECKING, . , > w
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PLATE AND CLIPS i : / 4” DIA. X 8—6" STEEL =°|° o =°|o u 0 lO =
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WELD BOTTOM 1 GALVINIZED, FILL WITH CONCRETE AT BOTH THE W < CMU WALL CONSTRUCTION, . W o
COLLAR TO = £ |4 ~ GROUT — PAINTED o OPEN AND CLOSED POSITIONS Sa SEE ELEVATIONS FOR e
BOLLARD, TYP. o % YELLOW. 0 TO RECEIVE DROP PINS % ADDITIONAL INFORMATION LL A
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PRAME. TvP B . . 1/2” BITUMINOUS TYPE
T RE o EXPANSION JOINT
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o FIN. GRADE _ — A GROUT AND CROWN TOP, PAINT Drawn/Checked By
_4— 1X2X3/16 STEEL .|z IR BRI T I %
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BOLLARD BASE TO BE FRAME,/ PANEL L e g, PIN. GATE, HINGES AND MOUNTING AND. MOUNTING. HARDWARE SHALL NOT Date
. AT e |4 ] CONTINUOUS UPON MINIMUM NET ENCLOSURE OPENING AT THE OPEN POSITION
16 GA. FLUTED e N e S OPENING AT THE OPEN POSITION 07.17.19
FITTING, DRILL AND 1X6 STEEL. PLATE, T BEvoND Y Project Number
TAP HOLE, TYP. WELD TO COLLAR . A0 o
AND GATE FRAME ki 141 ALTERNATE 318009
- N (W 2
@ SECTION © [ Sheet Number
SITE DETAILS
r-10" -0’

TYPICAL HINGE POST TRASH ENCLOSURE WALL TRASH ENCLOSURE PLAN A1_3

SCALE: 3/4"=1-0" SCALE: 1/4” = 1'-0"
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| | Phoenix, Arizona 85016
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r— _ INT. ELEV. KEY
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2 @B (REQUIREMENT PER 2012 IBC SECTION
& " §420.2 AND 708.3 EXCEPTION 2) A
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T 130 B PATIO D WINDOW TYPE — SEE WINDOW SCHEDULE SHT. A4.1
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(10 <:>B S’ — INDICATES BLACK OUT SHADE These drawings are instruments of service
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=— 6, 5 kP KEYPAD — PROVIDE WRING PER MFR'S Consent, of Howara.Peniman, AR, Written
@ ® 13 @ = SPECS & SEE ELECTRICAL DWGS. dimensions on these drawings shall have
| hLAU. s precedence over scaled dimensions.
——— I =8l GB HB HOSE/GAS BIBB, SEE PLUMBING © COPYRIGHT 2019, HOWARD PERLMAN, ALA.
I— [slel="%
IT: —: L_jngkg—@"‘ll] I | T T DRAWNGS FOR MORE INFORMATION I
(L ___, - L -
I oo ool co (2) HALL ¢c | 15" X 1.5” X 48"H. BRUSHED S.S. 16 GA.
w1 KITCHEN | - = oz === DORM HB o CORNER GUARD, ADHESIVE APPLIED, =
AT I 32 CG_ o N vl 1CGI @ =221 MOUNTED ABOVE SCHEDULED BASE. o
= 1I ¥ =
Om — 1l I 15 @s FEc  FIRE EXTINGUISHER CABINET o
X o 0 1] 1 \ [ COORDINATE TYPE AND LOCATION W/ —
W= U 3 : T I E2d GWNER.  SEE DETAL 13/A12.1 c | 2
Q E I 0 : (W I _g |
o ] ! a
N | N | HALL ! DORM gL
I 0| =
SIDE OF APP BAY | I : I @ 13 @s (&) |DESCRIPTION Q=
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B/T 2N N G [T25] I DORM 3 |LEADS FROM ROOF DRAINS, DISCHARGE AT
! [ 1 i@ I o) GRADE. SEE PLUMBING DRAWINGS.
CR ! ! ! @B/T DINING 23/ \123/ | @ 4 |SQUARE BOLLARD, SEE DETAIL 10/A12.1 AND 2 <
| | | TRANSOM ROOM | ! = STRUCTURAL DRAWINGS =
I | | I @ I / @S 5 |STAINLESS STEEL SINK WITH DRAIN BOARDS
! i i = [ ON EACH SIDE. SEE PLUMBING DRAWING FOR o
| : | | . % %y L REQUIREMENTS. o | —
| ! dl ! ! dl - —-----‘ e 6 |S.E.S. COORDINATE WITH ELECTRICAL AND -
! ! ! o e . OWNER FOR FINAL LOCATION. al~
5 .l |IDECO @ | | | = r " 7 | WALL—MOUNTED STEEL LADDER. PROVIDE
s ! ! ! HALL ACCESS CONTROL. SEE ROOF PLAN FOR ROOF| 5
4 13 (®)
N ) } } } ol (119) s HATCH INFORMATION o <
==1 7| Do = b = R R N h S\ ATH @ DORM 8 |FIRE SPRINKLER RISER. REFER TO FIRE o
) , PROTECTION DRAWINGS.
6 3 /ZG—\ ko 24 KN 9 |UNDERCOUNTER REFRIGERATOR, SEE
i ELECTRICAL
e S 10 [STAINLESS STEEL SINK, SEE PLUMBING
32 9 (33) = DAY N B 11 |MOP SINK, WITH MOP HOLDER AND STAINLESS
:%f) @ ROOM /r - STEEL WALL CLADDING. SEE PLUMBING
X _ @ COMM. T35 -\1/ v ‘ 13 @ DRAWINGS
= T / CAPT. 7] ap’ s 12 |ELECTRICAL PANELS, SEE ELECTRICAL
11N /SCBA OFFICE N UBAT DORM 13 |MILLWORK, SEE INTERIOR ELEVATIONS
L N/ E E E
B EMS 5 14 |CUSTOM STAINLESS STEEL BASE CABINET .
= —  mx FILL o HALL (L7 M4 = AND/OR SHELF ABOVE, SEE INT. ELEVATIONS 0 >
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30 ERRSSIAN . . . SL 5N P B | \A12.1) @ HEIGHT AND WIDTH PRIOR TO INSTALLATION O ;
VAN ] \ WITH CABINET MANUFACTURER. SEE INT. E/LEV. ()] v ©
Ao \ 13 16 |COMPUTER SERVER RACK, COORDINATE W N
Y \ & APPARATUSE o @ @s CITY OF BUCKEYE L.T. > al o).
= BAY DORM 17 |FIRE ALARM CONTROL PANEL / BOOSTERS. (4p)
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20 PLANS FOR DETAILS.
STOR. [ = - 18 |AUTOMATIC FRONT—ACCESS SERVICE ICE O z N
044 ' MAKER WITH STORAGE BIN, SEE PLUMBING
(22 ) — \ it - - DORM 0} DRAWINGS FOR SUPPLY AND DRAINAGE - O N
/- (30) e REQUIREMENTS m cC - <
(7) - S 19 [APP. BAY DOOR CONTROLS, SEE DETAIL L
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F.z (— || 005 ] 20 |PHONE, SEE ELECTRICAL e "™ o
K \ ,, SL. 21 [STAINLESS STEEL UTILITY WASH SINK el = o
Py B S ‘m) - AL | 22 |WALL MOUNTED STEEL TURN—OUT LOCKERS O (4v] >
OO 21 — 20"x20"x72" WITH DOORS. MFR: GEARGRID OR Q
| g g £ [102] APPROVED EQUAL e ;
() ‘ || fm—Flm—m— =S — l @ 23 |TRENCH DRAIN, SEE DETAIL 12/A12.1 & >n w =
WORK - [ —— —— PLUMBING DWGS el O
d SHOP % I / “\ / NE 24 |HOSE REEL — SEE PLUMBING DRAWINGS & o AP S
14 L 3 K i RR ™\ < RROgp 1 /3 SHEET A11.10. VERIFY LOCATION WITH OWNER. (o)) )
Jan. FRe GE o 6 I Nirok1 VA | (N ‘. A3 25 |FUSE STORAGE BOX, SEE ELECTRICAL 0 u To) 0 k)]
. L ] H TP (14 ) L - I DWGS
RISER - INSIDE OF wi | S (.} : 26 |FLOOR UTILITY SINK, SEE DETAIL 11/A12.1. v O
22] T 5 APP BAY b/ q HE 27 |STAINLESS STEEL MOP SINK WITH MOP LL. ()
I . - . . — \ ! HOLDER AND STAINLESS STEEL WALL
37 N TN T TURN S N S | CLADDING. SEE PLUMBING DWGS.
ouT 28 |GAS FIRED WATER HEATERS (2), SEE
(8) ; 7T [ COMMU%Y ROOM CR COVERED dl PLUMBING DRAWINGS
| \ 1 2 ) PATIO A ; @ 29 |WALL MOUNTED AR BIBB. +3'-6" A.F.F. SEE
S — — PLUMBING DWGS.
\, = = = 30 |LOCATION OF FUTURE S.C.B.A. COMPRESSOR
\ BY OWNER, REFER TO CONSULTANT DWGS FOR
Sl 7N ROUGH—IN REQUIREMENTS 1ST SUBMITTAL
31 |LOCATION OF FUTURE S.C.B.A. FILL STATION
; \A25 / BY OWNER, REFER TO CONSULTANT DWGS FOrR| Drawn/Checked By
ROUGH—IN REQUIREMENTS
32 |LOCATION OF FUTURE S.C.B.A. BOTTLE
| HB STORAGE BY OWNER, SHOWN FOR REFERENCE JLC / JRS
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| RAISED CONCRETE PAD, SEE PLUMBING DWGS. ate
34 |LOCATION OF EXTRACTOR PROVIDED BY
TYP. OF 4 THIS |
SIDE OF APP BAY | OWNER, REFER TO CONSULTANT DWGS FOR 07.17.19
| () ROUGH—IN REQUIREMENTS
B 35 |RESIDENTIAL GRADE DRYER :
| 36 |GAS METER, SEE PLUMBING DRAWINGS Project Number
| 37 |FIRE ALARM EQUIPMENT, SEE FIRE ALARM
L DWGS 318009
|
| | | PLAN 38 |STRUCTURAL COLUMN, SEE SHEET A2.6 FOR
| LOCATIONS. SEE STRUCTURAL FOR SIZE Sheet Number
F D 7 C ) E ) 39 |STEP IN CONCRETE SLAB, SEE STRUCTURAL
53 o7 =, <, — DWGS ANNOTATION FLOOR PLAN
PARTIAL
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WOOD FRAMED WALL CONSTRUCTION,
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RX2Z] cMU WALL CONSTRUCTION
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NON BEARING 1/2 HR. FIRE RATED WALL
CONSTRUCTION PER UL U407
REQUIREMENT PER 2012 IBC SECTION

§420.2 AND 708.3 EXCEPTION 2) A

STRUCTURAL NOTES

1.

SEE CONCRETE JOINTING PLAN FOR STRUCTURAL
COLUMN LOCATIONS. COORDINATE WITH
STRUCTURAL. SHEET A2.6

GENERAL NOTES
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DIMENSIONS ARE TO FACE OF STUD, FACE OF
MASONRY AND FACE OF I.C.F. UNLESS NOTED
OTHERWISE.

INFORM THE ARCHITECT OF ANY DISCREPANCIES
BEFORE BEGINNING WORK.

CONTRACTOR TO PROVIDE SOLID BACKING AT
ALL WALL MOUNTED EQUIPMENT TO PROVIDE A
POSITIVE ATTACHMENT.

WALLS WITHIN 2 FT. OF URINALS AND WATER
CLOSETS SHALL HAVE A SMOOTH, HARD,
NON—ABSORBENT SURFACE TO 4 FT. ABOVE THE
FLOOR, AND EXCEPT FOR STRUCTURAL
ELEMENTS, THE MATERIALS USED IN SUCH WALLS
SHALL BE OF A TYPE THAT IS NOT ADVERSELY
AFFECTED BY MOISTURE. (PER 2012 IBC SECT.
1210.2.2)

SEE STRUCTURAL DRAWINGS FOR STUD SPACING
AT FRAMED WALL CONSTRUCTION.
WATER—RESISTANT GYPSUM BACKING BOARD
SHALL NOT BE USED IN AREAS WHERE THERE
WILL BE DIRECT EXPOSURE TO WATER OR IN
AREAS SUBJECT TO CONTINUOUS HIGH HUMIDITY,
SUCH AS THE LOCKER ROOM AND THE SHOWERS
(PER 2012 IBC SECTION 2509.3).

ALL WALLS IN WET AREAS CONFORMING TO 2012
IBC SECTION 1210.2.2 AND 1210.2.3 SHALL
HAVE 5/8” WATER—RESISTANT GYPSUM BOARD.
AT SHOWER WALL AND CEILINGS SHALL HAVE
5/8” FIBER CEMENT BACKER BOARD PER IBC
2509.3.

USE 16 GA. STEEL STUDS IN LIEU OF 25 GA.
STEEL STUDS AT WALLS WITH ANY WALL HUNG
TYPE ATTACHMENTS AND/OR SUPPORTING
ATTACHMENTS SUCH AS SINKS, GRAB BARS,
WALL CABINETS AND ANY OTHER MISCELLANEOUS
EQUIPMENT.

N—FLOR-DIMS
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Architects of Arizona
4808 N. 24th Street Ste, 100
Phoenix, Arizona 85016
480.951.5900 480.951.3045 1
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EXPIRES: 12-31-2021

These drawings are instruments of service
and are the property of Howard Perlman, AA.
Howard Perlman expressly reserves its common
law copyright and other property rights to
these plans. These plans are not to be
reproduced, changed or copied in any form
or manner whatsoever, nor are they to be
assigned to any third party, without first
obtaining the expressed written permission and
consent of Howard Perlman, AIA. Written
dimensions on these drawings shall have
precedence over scaled dimensions.
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COUNTER CUT-O0UT, TRAéH BIN UNDER

-0 COUNTER, SEE INT. ELEV'S.

COUNTER CUT—OUT, RECYCLE BIN UNDER

COUNTER, SEE INT. ELEV'S.

KITCHEN CUSTOM STAINLESS STEEL KITCHEN SINK W/
PRE—RINSE UNIT W/ ISLAND BRACKET TO

152 X COUNTERTOP

(I @ /_@ g [ | 9 | CUSTOM STAINLESS STEEL SINK, SEE INTERIOR
- ELEVATIONS
~N— . 10 | PANTRY STORAGE, SEE INT. ELEV.
/ / I 11 | ADA COMPLIANT HIGH / LOW DRINKING
— FOUNTAIN, SEE PLUMBING DRAWINGS

12 | TOILET, SEE PLUMBING DRAWINGS
BABY CHANGING STATION, INSTALL PER MFR.
14 | LAVATORY, SEE PLUMBING DRAWINGS
@ . 15 | 48”x48” SHOWER, SEE PLUMBING DRAWINGS

1 HALL 16 | HOOKS, SEE INTERIOR ELEVATIONS

17 | BENCH, SEE INTERIOR ELEVATIONS

- 133] 18 | 36”"x36” ADA SHOWER, SEE PLUMBING
DRAWINGS
19 | MILLWORK AND STEEL WORK, SEE INTERIOR
ELEVATIONS
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GENERAL NOTES

1. DIMENSIONS ARE TO FACE OF STUD, FACE OF
MASONRY AND FACE OF I.C.F. UNLESS NOTED
OTHERWISE.

yh 2. INFORM THE ARCHITECT OF ANY DISCREPANCIES
BEFORE BEGINNING WORK.

3. CONTRACTOR TO PROVIDE SOLID BACKING AT

COVERED ALL WALL MOUNTED EQUIPMENT TO PROVIDE A

PATIO A POSITIVE ATTACHMENT.

|| 4. WALLS WITHIN 2 FT. OF URINALS AND WATER

CLOSETS SHALL HAVE A SMOOTH, HARD,

NON—ABSORBENT SURFACE TO 4 FT. ABOVE THE

@ FLOOR, AND EXCEPT FOR STRUCTURAL

ELEMENTS, THE MATERIALS USED IN SUCH WALLS
A8.0

City of Buckeye

Fire Station No. 705
Buckeye, AZ 85396

EQ.

30551 W. Tartesso Pkwy.

OPEN TO
BELOW

8!_011

SHALL BE OF A TYPE THAT IS NOT ADVERSELY

AFFECTED BY MOISTURE. (PER 2012 IBC SECT. 1ST SUBMITTAL

- — 1210.2.2
] [ ] 5. SEE STRUCTURAL DRAWINGS FOR STUD SPACING | Drawn/Checked By
| N L N AT FRAMED WALL CONSTRUCTION.

_ — L . 6. WATER—RESISTANT GYPSUM BACKING BOARD
SHALL NOT BE USED IN AREAS WHERE THERE JLC / JRS
WILL BE DIRECT EXPOSURE TO WATER OR IN
AREAS SUBJECT TO CONTINUOUS HIGH HUMIDITY, | Date
SUCH AS THE LOCKER ROOM AND THE SHOWERS
3 (PER 2012 IBC SECTION 2509.3).
'\_L\\\H\\H\\H\\H\\H\\H\\H\\H\\H\\H\\H\\H\\\H\\H\\H\\H\\H\\H\\H\\H\\H\\H\\H\\H\\H\\H\\H\\H\\\ 2X4_> 7‘ ALLWALLS |N WETAREAS CONFORM'NG TO 2012 07.17.19
= JE IBC SECTION 1210.2.2 AND 1210.2.3 SHALL

13-7 1/4"
S

|

3-4
|——|
| ——]

EQ.

HAVE 5/8” WATER—RESISTANT GYPSUM BOARD. Project Number
| ——| AT SHOWER WALL AND CEILINGS SHALL HAVE

I I 5/8" FIBER CEMENT BACKER BOARD PER IBC 318009
/ 2509.3.

| @ 8. USE 16 GA. STEEL STUDS IN LIEU OF 25 GA.

STEEL STUDS AT WALLS WITH ANY WALL HUNG Sheet Number
TYPE ATTACHMENTS AND/OR SUPPORTING ENLARGED FLOOR PLANS
ATTACHMENTS SUCH AS SINKS, GRAB BARS,

WALL CABINETS AND ANY OTHER MISCELLANEOUS

ENLARGED FLOOR PLAN CLERESTORY PLAN A2.3

SCALE: 3/8" = 1’0" FLOR—ENLRGO1 SCALE: 3/8" = 1'-0" FLOR—ENLRGO1
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INSULATED CONCRETE FORM WALL Architects of Arizona
CONSTRUCTION (11.25" W/ 8” CONC. CORE) 4808 N. 24th Street Ste, 100
Phoenix, Arizona 85016
— STEEL STUD FRAMED WALL 480.951.5900 480.951.3045 f
CONSTRUCTION U.N.O. perlmanaz.com

WOOD FRAMED WALL CONSTRUCTION,

BE=3 )6 AT 16”0.C. TYP, UN.O.
RX2Z] cMU WALL CONSTRUCTION
NON BEARING 1/2 HR. FIRE RATED WALL
CONSTRUCTION PER UL U407
COVERED == (REQUIREMENT PER 2012 IBC SECTION
PATIO C " 2420.2 AND 708.3 EXCEPTION 2) A
L1l
COVERED
—PATIO D EXPIRES: 12-31-2021
FITNESS POLICE
— 1301 <J> T
| These drawings are instruments of service
and are the property of Howard Perlman, AA.
Howard Perlman expressly reserves its common
= law copyright and other property rights to
-------- these plans. These plans are not to be
reproduced, changed or copied in any form
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<A> A o7 2. INFORM THE ARCHITECT OF ANY DISCREPANCIES ull O
<A% BEFORE BEGINNING WORK. T e
00, _ 3. CONTRACTOR TO PROVIDE SOLID BACKING AT "
E g g g % : ALL WALL MOUNTED EQUIPMENT TO PROVIDE A ™
POSITIVE ATTACHMENT.
| JAN./FIRE COVERED 4. WALLS WITHIN 2 FT. OF URINALS AND WATER
1 RISER _ COMMUNITY ROOM PATIO A CLOSETS SHALL HAVE A SMOOTH, HARD,
421 A E 8 NON—ABSORBENT SURFACE TO 4 FT. ABOVE THE
o o | o o | o o S 8! _ _ | FLOOR, AND EXCEPT FOR STRUCTURAL
z \ F IIEII IIEII ||@ ELEMENTS, THE MATERIALS USED IN SUCH WALLS
1 1 = = SHALL BE OF A TYPE THAT IS NOT ADVERSELY
\ | AFFECTED BY MOISTURE. (PER 2012 IBC SECT. 1ST SUBMITTAL
/\ /\ /\ /\ /\ /\ , . 1210.2.2)
5. SEE STRUCTURAL DRAWINGS FOR STUD SPACING | Drawn/Checked B
ozezeze _—‘M M T X W AT FRAMED WALL CONSTRUCTION. y
6. WATER—RESISTANT GYPSUM BACKING BOARD
oo oo 4 SHALL NOT BE USED IN AREAS WHERE THERE JLC / JRS
WILL BE DIRECT EXPOSURE TO WATER OR IN
AREAS SUBJECT TO CONTINUOUS HIGH HUMIDITY, | Date
SUCH AS THE LOCKER ROOM AND THE SHOWERS
(PER 2012 IBC SECTION 2509.3). 07.17.19

7. ALL WALLS IN WET AREAS CONFORMING TO 2012
IBC SECTION 1210.2.2 AND 1210.2.3 SHALL .
HAVE 5/8” WATER—RESISTANT GYPSUM BOARD. Project Number
AT SHOWER WALL AND CEILINGS SHALL HAVE

28's o8's 5/8" FIBER CEMENT BACKER BOARD PER IBC 318009
2509.3.

PLAN 8. USE 16 GA. STEEL STUDS IN LIEU OF 25 GA. Sh Namb
Z STEEL STUDS AT WALLS WITH ANY WALL HUNG eet Number
L TYPE ATTACHMENTS AND/OR SUPPORTING WALL TYPES PLAN

ATTACHMENTS SUCH AS SINKS, GRAB BARS,
WALL CABINETS AND ANY OTHER MISCELLANEOUS

INTERIOR WALL TYPES PLAN A2 A4

SCALE: 1/8" = 1-0"
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WALL AS SCHEDULED

5/8” GYP. BOARD

Q‘K
A
<
J
< v P
% <]
J

1/4” GYP. BOARD
OVER 5/8” GYP. BOARD

WALL AS SCHEDULED

]
FINISH DETAIL

SCALE: 3" = 1'-0"

ﬁ STRUCTURAL TRUSS,/ BLOCKING
/

.

34~

N\ 1-1/4" MIN. DEEP LEG, SLIP TRACK
\XFASTENED TO STRUCTURE ABOVE
xs/g’ GYPSUM BOARD

METAL STUD WALL CONTRUCTION

Yl N
4 \
I Iy
(2 ' ]
\ l
\ ”
5/8” GYPSUM
BOARD
CEILING SYSTEM \
AS SCHEDULED ,
T EEEERERENANEN SEE
CONTINUOUS U—CHANNEL PLANS
WITH FASTENERS AT 24” \
0.C. PER UL—407 FULL HEIGHT SOUND
\ ATTENUATION
1” LONG TYPE S )
STEEL SCREWS. X 5/8” GYPSUM
FASTEN GYP. BOARD BOARD
TO TRACK METAL STUD WALL
PER SCHEDULE,
CONCRE TE FULL HEIGHT
FLOOR SLAB j\

7 44

I O,—O”
4 F.F.E.

RATED FULL HEIGHT WALL

SCALE: 1 1/2" = 1’=0"

NON-BEARING STEEL STUD SCHEDULE

ALLOWABLE WALL HEIGHT FOR FULL | MINIMUM STUD
HEIGHT INTERIOR WALL PARTITIONS PROPERTIES
STUD SPACING

STUD SIZE ——Tor oo (”\,353) (”\}’54) Ao SPACING 0.C.
3625162-33 16'=5" | 14—4" | 0.247 | 0.454 0.138” DIA. x 1.125" 2 AT 24
362516243 17-9" | 15=6” | 0.317 | 0.574 0.138” DIA. x 1.125" 2 AT 24
362516254 19-1” | 16'-8" | 0.388 | 0.708 0.145” DIA. x 1.219" 2 AT 24
3625162-68 20'-5" | 17'-10"| 0.481 | 0.872 0.145" DIA. x 1.219" 2 AT 24"
6005162—33 24-7" | 21'-5”" | 0.504 | 1.513 0.145” DIA. x 1.219" 2 AT 24
600516243 25-7" | 23-3" | 0642 | 1.926 0.145" DIA. x 1.219" 2 AT 24
600S162—54 28'-7" | 25-0" | 0.789 | 2.385 0.145” DIA. x 1.219" 2 AT 16"
600S162—68 30-8" | 26'-10"| 0.984 | 2.952 0.145" DIA. x 1.219" 2 AT 12

NOTES

VALUES BASED ON NO. AXIAL LOAD, 5 PSF LATERAL LOAD AND A DEFLECTION LIMIT OF L/240.
BRACING DESIGN BASED ON MAXIMUM WALL HEIGHT (TO CEILING) OF 6'-0".

TOP AND BOTTOM TRACK TO BE SAME GAGE AS STUD. SPLICE TOP TRACK AT BRACING OR WALL
CORNERS.

ANCHORS TO CONCRETE FLOOR SLAB SHALL BE HILTI LOW—VELOCITY POWDER DRIVEN FASTENERS
INSTALLED PER I.C.C. NO. ESR—-1663.

ALL STUDS SHALL BE SECURELY SEATED FOR FULL END BEARING ON TOP AND BOTTOM TRACK. UNLESS
NOTED OTHERWISE, PROVIDE DOUBLE STUDS AT ALL JAMBS, CORNERS AND INTERSECTIONS. BRIDGING
SHALL BE INSTALLED PER MANUFACTURER'S RECOMMENDATIONS AT MID—HEIGHT OF WALL LESS THAN
10'=0" HIGH AND 5'—0" 0.C. FOR WALLS GREATER THAN 10'—0" HIGH.

14 AND 16 GAGE STUDS SHALL HAVE A MINIMUM YIELD STRENGTH OF 50,000 PSI.

18 AND 20 GAGE STUDS SHALL HAVE A MINIMUM YIELD STRENGTH OF 33,000 PSI.

SEE TYPICAL TRACK ATTACHMENT DETAIL FOR BOTTOM TRACK REQUIREMENTS.

o > wbhs

oNo

ONE LAYER 5/8” GYPSUM BOARD

11.25" ICF WALL W/ 6" CONCRETE CORE

+— —
[ [N
[ [ [ HEEEREEEN

\—ONE LAYER 5/8" GYPSUM BOARD

WALL TYPE

3-5/8" METAL STUDS @ 24" 0.C. MAX.
NON BEARING WALL CONSTRUCTION

ONE LAYER 5/8" GYPSUM BOARD

WALL TILE WHERE OCCURS, SEE GENERAL NOTES FOR
SUBSTRATE BOARD & ROOM FINISH SCHEDULE FOR
MORE INFORMATION.

WALL TYPE

SCALE: 1" = 1'=-0" —

ONE LAYER 5/8" GYPSUM BOARD ON EACH SIDE

3-5/8" METAL STUDS @ 24" 0.C. MAX.
NON BEARING WALL CONSTRUCTION

FILL WALL CAVITY WITH SOUND BATT
INSULATION WHERE INDICATED (F1)

WALL TILE WHERE OCCURS, SEE GENERAL NOTES FOR
SUBSTRATE BOARD & ROOM FINISH SCHEDULE FOR
MORE INFORMATION.

INSULATION

WALL TYPE

SCALE: 1”7 = 1'=0

6" METAL STUDS @ 24" 0.C. MAX.
NON BEARING WALL CONSTRUCTION

FILL WALL CAVITY WITH SOUND BATT
INSULATION WHERE INDICATED (EI)

OOAAAAA I

3-5/8" METAL STUDS @ 24" 0.C. MAX. NON
BEARING 1/2 HR. FIRE RATED WALL CONSTRUCTION
PER UL U407 (REQUIREMENT PER 2012 IBC SECTION
420.2 AND 709.3 EXCEPTION 2)

FILL WALL CAVITY WITH SOUND BATT
INSULATION

N N

WALL TO
STRUCTURE ONE LAYER 5/8" GYPSUM BOARD ON EACH SIDE

WALL T

YPE 1/2 HR. RATING

ONE LAYER 5/8” GYPSUM BOARD

CERAMIC TILE WHERE OCCURS, SEE GENERAL
NOTES FOR SUBSTRAIGHT BOARD & ROOM
INSULATION FINISH SCHEDULE FOR MORE INFORMATION.

WALL TYPE

SCALE: 1" = 1"-0" —

TWO LAYERS OF 5/8" GYPSUM BOARD ON POLICE SIDE

6" METAL STUDS @ 24" 0.C. MAX.
NON BEARING WALL CONSTRUCTION

1/2" RESILIENT CHANNEL (25 GA.)

ol

FILL WALL CAVITY WITH SOUND BATT
INSULATION

ONE LAYER 5/8" GYPSUM BOARD ON FITNESS SIDE

WALL TYPE

SCALE: 1" = 1’=0Q" -

ONE LAYER 5/8" GYPSUM BOARD ON EACH SIDE

6" METAL STUDS @ 24" 0.C. MAX.
NON BEARING WALL CONSTRUCTION

FILL WALL CAVITY WITH SOUND BATT
INSULATION WHERE INDICATED (Cl)

WALL TILE WHERE OCCURS, SEE GENERAL NOTES FOR
SUBSTRATE BOARD & ROOM FINISH SCHEDULE FOR
MORE INFORMATION.

INSULATION

WALL TYPE

SCALE: 1" = 1'-0" —

8" CMU WALL CONSTRUCTION EXPOSED

WALL TILE WHERE OCCURS, SEE GENERAL NOTES FOR
SUBSTRATE BOARD & ROOM FINISH SCHEDULE FOR
MORE INFORMATION.

ONE LAYER 5/8" GYPSUM BOARD

1-1/2" 7" FURRING CHANNELS OR METAL STUDS @
24" 0.C. MAX. TURN FLAT. SAW CUT SIZE OF FURRING
TO FLUSH QUT WITH ADJACENT WALLS.

WALL TYPE

SCALE: 1”7 = 1'=0

8" CMU WALL CONSTRUCTION,
EXPOSED ON EACH SIDE.

b

WALL TYPE

SCALE: 1" = 1"-0" —

GENERAL NOTES

1. INFORM THE ARCHITECT OF ANY DISCREPANCIES BEFORE BEGINNING
WORK.

. VERTICAL AND HORIZONTAL REINFORCEMENT PER STRUCTURAL.

. SEE STRUCTURAL FOR WOOD STUD SPACING.

. SEE SHEET A2.4 FOR REFERENCE LOCATIONS.

. WATER—RESISTANT GYPSUM BACKING BOARD SHALL NOT BE USED IN
AREAS WHERE THERE WILL BE DIRECT EXPOSURE TO WATER OR IN
AREAS SUBJECT TO CONTINUOUS HIGH HUMIDITY, SUCH AS THE
LOCKER ROOM AND THE SHOWERS (PER 2012 IBC SECTION 2509.3).

6. ALL WALLS IN WET AREAS CONFORMING TO 2012 IBC SECTION 1210.2.2

AND 1210.2.3 SHALL HAVE 5/8" WATER—RESISTANT GYPSUM BOARD.
AT SHOWER WALL AND CEILINGS SHALL HAVE 5/8” FIBER CEMENT
BACKER BOARD PER IBC 2509.3.

7. ALL GYPSUM BOARD TO EXTEND 6” ABOVE ACOUSTIC CEILING TILE AT

ACOUSTIC CEILINGS. SEE RCP DETAILS.
8. ALL GYPSUM BOARD TO EXTEND TO UNDERSIDE OF CEILING FRAMING
AT GYPSUM BOARD CEILINGS. SEE RCP DETAILS.

O UN
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cxz s s reone | DOOR SCHEDULE e KEYNOTES BPerlman
PER PLANS
NO. ROOM NAME TYPE | FRAME SIZE HEAD DETAIL |JAMB DETAILS| SILL DETAIL AR RE ) REMARKS G | pESCRIPTION Architects of Arizona
GYPSUM BOARD ot '
101 PUBLIC ENTRY A ALUM 3-0 x 7-0 /A3 2/A3.1 3 /A3 ALOT D © 1” INSULATING LOW—E GLASS UNIT: Phoenix, Arizona 85016
103 PUBLIC_RESTROOM C HS 3-0" x 7-0" x 1 3/4" 4/A3.1 1/A3.2 - 01 EXTERIOR: 1/4” PPG SOLARBAN 60 (2) 480.951.5900  480.951.30451
104 PUBLIC RESTROOM C HS 3-0" x 7-0" x 1 3/4" 4/A3.1 1/A3.2 - 01 SOLARBRONZE GLASS perlmanaz.com
CAULK ALL AROUND, EACH 105 EXAM C HS 3-0" x 7-0" x 1 3/4" 4/A3.1 1/A3.2 - 02 AIRSPACE: 1/2”
SIDE 106A COMMUNITY ROOM A ALUM 3-0" x 7-0" x 1 3/4" 1/A3.1 2/A31 & 2/A3.2 3/A3.1 ALO1 ©) ® INTERIOR: 1/4” CLEAR GLASS
1068 COMMUNITY ROOM F ALUM -0 x 7-0" x 1 3/4 1/A3.1 2/A31 & 3/A3.2 - ALO2 ©) ® 2 |1/4” CLEAR GLASS
107 STORAGE C HS 3-0" x 7-0" x 1 3/4 £/A3.1 1/A3.2 - 03 3 |5/16” CLEAR LAMINATED SAFETY GLASS
108A HALL E HS 3-0" x 7-0" x 1 3/4 4/A3.1 1/A3.2 — 05 ® 4 |1/2” INSULATING GLASS UNIT BY OVERHEAD
1088 HALL G HS 3-0" x 7-0" x 1 3/4" 4/A3.2 5/A3.2 6 /A3.2 11 ® DOOR MANUFACTURER.
110 ELECTRICAL C HS 30" x 7-0" x 1 3/4 4/A3.1 1/A3.2 — 07 ) GLASS TINTING TO MATCH WITH ADJACENT
111 JANITOR C HS 3I-0" x 7-0" x 1 3/4 4 /A3.1 1/A3.2 - 06 EXTERIOR BUILDING GLAZING AS SCHEDULED.
112 CAPTAIN'S OFFICE E HS 3-0" x 7-0" x 1 3/4" 4/A3.1 1/A3.2 - 08 RECESSED INFILL PANEL, TYP. (RECESSED ON
HOLLOW STEEL FRAME 113 E.M.S. E HS 3-0" x 7-0" x 1 3/4" 4/A3.1 1/A3.2 - 02 EXTERIOR SIDE). EACH SECTIONAL PANEL
114 BATH C HS 3-0" x 7-0" x 1 3/4" 4/A3.1 1/A3.2 — 01 SIMILAR.
115A HALL E HS 30" x 7-0" x 1 3/4 4/A3.1 1/A3.2 — 09 ® 18”x18"” LOUVER AS SCHEDULED, VENT OUT
1158 HALL E HS 3-0 x 7-0" x 1 3/4 4 /A3 1/A3.2 - 09 ® OF ROOM, SEE MECHANICAL FOR ADDITIONAL
116 DORM C HS 3-0" x 7-0" x 1 3/4" 4/A3.1 1/A3.2 - 10 LOCATIONS EXPIRES: 12-31-2021
117 DORM C HS 3-0" x 7-0" x 1 3/4" 4/A3.1 1/A3.2 - 10
118 DORM C HS 3-0" x 7-0" x 1 3/4" 4/A3.1 1/A3.2 - 10 —
DOOR AS SCHEDULED 119 DORM ¢ HS 3-0" x 7-0" x 1 3/4” 4/A3'1 1/A3‘2 — 10 These drawings are instruments of service
" 120 DORM C HS 3-0" x 7-0" x 1 3/4” 4/A3.1 1/A3.2 - 10 and are the p?‘operty of Howard Perlman, AlA.
WALL CONSTRUCTION +1 121 DORM c HS 3-0" x 7-0" x 1 3/4" 4/A3.1 1/A3.2 - 10 ABBREVI ATIONS Howard Periman expressly reserves s common
122 DORM C HS 30" x 7°-0" x 1 3/4" 4/A3.1 1/A3.2 = 10 these._plans. These plans are not o be
123 DORM C HS 30" x 7=07 x 1 3/47 4/A3.1 1/A3.2 - 10 repoducc, changed or coped in any, form
124 BATH C HS 30" x 7-0" x 1 3/4 4/A3.1 1/A3.2 01 (T) | TEMPERED GLAZING ol gisrva i A,
125 BATH C HS 3-0" x 7-0" x 1 3;4” 4§A3.1 1§A3.2 - 01 obtainin% ’d}el_(fxpresge(li:> wlritten'pzlrl&nissi\t’)vntgnd
—— 126 HC BATH C HS 3-0" x 7-0" x 1 3/4" 4/A3.1 1/A3.2 - 01 consent of Howard Periman, AIA.  Written
e L - E L v 1832 - 09 ® e ot e S
— X — X . . —
129A POLICE A ALUM 3-0" x 7-0" x 1 3/4” 2/A3.2 2/A3.2 3/A3.1 ALO1 ©) ® © COPYRIGHT 2019, HOWARD PERLMAN, A..A.
129B POLICE C HS 3-0" x 7-0" x 1 3/4" 7/A3.2 7/A3.2 — 15 I —
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FLELH DOOR WITH GLAZING AS 137 COMMUNICATIONS C HS 3-0" x 7—-0" x 1 3/4 4 /A3 1/A3.2 — 04 ©) L
SCHEDULED 138 HALL G HS 3-0" x 7-0" x 1 3/4" 4/A3.2 5/A3.2 6/A3.2 11 ® o=
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, , LATCH TO BE OPERABLE WITH ONE MOTION OF O
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K EXCEPTION: ONE SINGLE MAIN ENTRANCE /
GLAZING AS SCHEDULED _ EXIT DOOR LOCK MAY BE KEY OPE,RATED FROM
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7 / 7 /
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D 6. MAXIMUM PULL FORCES FOR INTERIOR AND
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o ] < CO)(T) LESS THAT 5/8”. DEAD BOLTS SHALL CONTAIN
=S P P P ) D © HARDENED INSERTS. JLC / JRS
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N @D GRADER THAN 50.
- i / / Y 9. A HOOK SHAPED OR AN EXPANDING LUG DEAD 07.17.19
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~ D) %0 10. PROVIDE MANUFACTURED ALUMINUM RAIN CAPS | fEeessemamees
~ . ON ALL EXTERIOR DOORS, UNLESS UNDER A roject Number
R CANOPY.
\ D) o @] [[y @D 11. ALL HARDWARE TO BE LEVER ADA COMPLIANT 318009
E%'E DOOR WITH GLAZING AS . OR PANIC, ALL CLOSERS TO HAVE LOCK OPEN
SCHEDULED POSITION MECHANISM. Sheet Number
12. REFER TO SPEC’S FOR FULL HARDWARE SETS
@ @ AND INFORMATION. DOOR SCHEDULE AND
, , DETAILS
OVERHEAD SECTIONAL ALUMINUM DOOR FOUR—FOLD BAY DOOR
MER . OVERHEAD DOOR COMPANY MFR.: DOOR ENGINEERING & MANUFACTURING CO.
HEAD MODEL: 521 WITH DBL. FACED INSULATED INFILL PANELS & SEE EXTERIOR ELEVATIONS FOR FINISH A3 1
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1 EA  GASKETING 188SBK PSA BK ZER 1 EA  KICKPLATE 8400 12" X 2" LDW B-CS 630 IVE
1 EA  GASKETING 188SBK PSA BK ZER
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6 May 2019 08 71 00-10 Door Hardware 6 May 2019 08 71 00-12 Door Hardware 6 May 2019 08 71 00-14 Door Hardware
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PLAN

KEY NOTES

@

DESCRIPTION

o0k

1. EXPOSED MECHANICAL DUCTWORK, SEE
MECHANICAL PLANS — PAINT

2. | EXPOSED STEEL TRUSSES/BEAMS, SEE
STRUCTURAL DRAWINGS — PAINT TO
MATCH DOOR FRAMES

3. | COMBINATION AIR/ELECTRIC REELS,
MOUNT TO UNDERSIDE OF STRUCTURAL
TRUSS/BEAM

ACCESS PANEL SEE DETAIL (10/A5.2)
ROOF ACCESS HATCH, PROVIDE SOFFIT
LOCATION OF MECHANICAL PENETRATIONS
/ REGISTERS — PAINT TO MATCH WALL
COLOR

7. | ADD ALTERNATE: BIG ASS FAN, MODEL:
POWERFOIL X3.0, 10’=0" DIA. MOUNTING:
I-FLANGE, PROVIDE WITH EXTENSION
TUBE, COLOR: STANDARD COLOR.

RCP LEGEND

SYMBOL DESCRIPTION
I CEILING TAG — REFER TO FINISH SCHEDULH
MATERIALJ[ FOR ADDITIONAL INFO.
STRUCT | OPEN TO STRUCTURE ABOVE
ACT ACOUSTICAL TILE: BEVELED TEGULAR EDGE
INSUL [ EXPOSED STRUCTURE, PAINTED BATT
INSULATION
GYP GYPSUM BOARD
SOFF SOFFIT
CMU CONCRETE MASONRY UNIT
SURFACE/ RECESSED MOUNTED DOWN
(®) LIGHT FIXTURE — SEE ELECTRICAL
DRAWINGS FOR ADDITIONAL
INFORMATION
WALL MOUNTED LIGHT FIXTURE —
'Q’ SEE ELECTRICAL DRAWINGS FOR
[ —— ADDITIONAL INFORMATION
O L.E.D. LIGHT FIXTURES, SEE ELECTRICAL
o DRAWINGS FOR ADDITIONAL INFORMATION

CEILING FAN, NO LIGHT
MANUFACTURE: HARBOR BREEZE 56"
TITANIUM, OR EQUAL

COLOR: BRUSHED CHROME

SUPPLY AIR GRILLE — SEE MECHANICAL
DRAWINGS FOR ADDITIONAL INFORMATION

RETURN AIR GRILLE — SEE MECHANICAL
DRAWINGS FOR ADDITIONAL INFORMATION

EXHAUST FAN GRILLE — REFER TO
MECHANICAL DRAWINGS FOR ADDITIONAL
INFORMATION.

SIDE WALL SUPPLY AIR GRILLE — SEE

"‘f‘—l MECHANICAL DRAWINGS FOR ADDITIONAL
INFORMATION — PAINT WALL COLOR
LINEAR DIFFUSER — SEE MECHANICAL
|=————=| DRAWINGS FOR ADDITIONAL INFORMATION
@ EXIT LIGHT — REFER TO ELECTRICAL
DRAWINGS FOR FIXTURE TYPE.
® FIRE SPRINKLER HEAD. REFER TO FIRE

PROTECTION PLANS

REFER TO ELECTRICAL DRAWINGS FOR
LOCATION OF FIRE ALARM DEVICES NOT
SHOWN.

2" X 2 LAY—IN ACOUSTICAL PANELS AND
CEILING SUSPENSION SYSTEM WITH
HANGER, WIRE TO STRUCTURE ABOVE.

2" X 2" HIGH WASHABILITY TEGULAR
LAY—IN ACOUSTICAL PANELS AND CEILING
SUSPENSION SYSTEM WITH HANGER, WIRE
TO STRUCTURE ABOVE.

STUCCO SYSTEM, COLOR TO MATCH
ADJACENT STUCCO.

GYPSUM BOARD:
INTERIOR— FINISH AS SCHEDULED, PAINT.
EXTERIOR— ROLL FINISH, PAINT.

1"x6” T&G WOOD SOFFIT, PAINT GRADE.
MATCH FASCIA COLOR — SEE ELEVATIONS.

GENERAL NOTES

ALL INTERIOR CEILINGS AT 9’-0" A.F.F., UNLESS
NOTED OTHERWISE.

2. DESIGN AND INSTALL STANDARDS USED FOR
ACOUSTICAL CEILING SYSTEMS PER 2012 IBC
SECTION 808.

3. ALL INTERIOR SOFFITS/BULKHEADS AT 8—-0"
AF.F., UNLESS NOTED OTHERWISE.

N—RCP
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/_CONSTRUCTION Architects of Arizona
4808 N. 24th Street Ste, 100
Phoenix, Arizona 85016

| |

| |

| |

| |

: :

-

R ! ! 480.951.5900 480.951.3045 f
/ ; ] ! ! RECESSED LIGHT FIXTURE MAIN RUNNERS, 1 1/2” COLD perlmanaz.com
] ; GYPSUM BOARD  —— | ! ROLLED CHANNELS AT 4'-0” 0O.C.
| |
= ! ! X 12 GA. MIN. HANGER WIRES AT 48"
PRE—FABRICATED WOOD = : : 0.C. EACH WAY, TYP.
TRUSS SYSTEM. SEE o K| |
STRUCTURAL FOR A |
ADDITIONAL INFORMATION N | “ V
EXTERIOR GRADE GYPSUM : : -
BOARD, PAINT PER » 11 bl PERIMETER TRIM AT WALL
SCHEDULE ] | e
= ! ! GYPSUM BOARD
[e] .
2” CONTINUOUS ALUMINUM ~|H | N EXPIRES. 12-31-2021
SOFFIT VENT, PAINTED g L L]
: o VARIES é I

SEALANT AFF. These drawings are instruments of service
EXTERIOR FINISH PER and are the property of Howard Pgrlman, AA.
PLANS CEILING AS SCHEDULED low copyright and. othor. property rights. 1o

these plans. These plans are not to be
reproduced, changed or copied in any form
or manner whatsoever, nor are they to be
assigned to any third party, without first
obtaining the expressed written permission and
consent of Howard Perlman, AIA. Written

EXTERIOR SOFFIT CEILING TRANSITION

SCALE: 3" = 1'=0" SCALE: 3" = 1'=0" dimensions on these drawings shall have
precedence over scaled dimensions.
© COPYRIGHT 2019, HOWARD PERLMAN, A.LA.

|
OPEN TO VIEW SPACE l l METAL STUD FRAMING
ABOVE GYPSUM CEILING | | | | . TO BOTTOM OF
| i\, ! ! L ! ] STRUCTURE =
[ [ ! ! l 1§ =
STEEL STUD SOFFIT | | L A o
CONSTRUCTION —————————~__ || | o | B %
T~ : : : : |k =Rac\isaanannanamn SEE ~ -
N : ini L SCHEDULE ‘ S |~
1 | | | - : .ll= l
| | T —VIJX i CEILING SYSTEM AS _ 2 v
| | SCHEDULED = o
= : : ] |$ i~ “ 7/8" X 26 GA. GALVANIZED HAT 5/8" GYPSUM BOARD- SEE a |
= ! ! X L == S 5/8" GYPSUM RRING CHANNEL AT 2—0" O.C REFLECTED CEILING PLAN FOR ANY o=
- . . L Ll BOARD (TYP -G ADDITIONAL INFORMATION o=
I | : | I ol \ B 8
ol ! T \ ANGLE -
|| ] L ) SEE PLANS o
| | B SEE¢ : NOTE o
. i i : E SCHEDULE 1. IBC CATEGORY B — CEILING INSTALLATION SHOULD CONFORM TO BASIC MINIMUMS ESTABLISHED IN ASTM C 636. @ | =
CEILING AS SCHEDUL ]! ! GYPSUM BOARD TO T ) ,
ol ot UNDERSIDE OF CEILING ™ 3-5/8" METAL STUD | CEILING AS SCHEDULED 2. ANY FIXTURE AND ATTACHMENTS THAT ARE IN EXCESS OF 56 LBS. MUST BE INDEPENDENTLY SUPPORTED FROM THE STRUCTURE.
| | FRAMING A JOISTS AT 16" O.C. | GYPSUM BOARD =
AN e E g ) -
GYPSUM BOARD an ! ! I WALL CONSTRUCTION \\ x =
| | & FINISH PER SCHEDULE WALL CONSTRUCTION, SEE PLANS al<
N 1l
CEILING TRANSITION SOFFIT FRAMING ACT AT WALL SUSPENDED GYPSUM BOARD CEILING ®
(0] —
& <

12 8 4 2

SCALE: 3"=1'-0" SCALE: 1 1/2” = 1'=0" SCALE: 3" = 1'-0" SCALE: N.T.S.
ROOF TRUSSES K % BOTTOM CORD OF STEEL TRUSS
~—
—— CMU WALL
: ( , {  CONSTRUCTION, REFER CEILING FAN JUNCTION BOX
X TO PLANS ]
3—5/8" METAL STUDS / lﬂ >
AT 16” 0O.C.
n < < 0Q Zo
P R S R J
L 4 PERIMETER TRIM AT WALL ACOUSTIC LAY—IN TILE PANELS— >n al o)
o SEE CEILING PLAN FOR SIZE [} . ™
SLOTTED DEFLECTION o AND LOCATIONS o o uw
CLIPS b \¢
L = e — SEE GYP. WALL BOARD 12 GA. MIN. HANGER WIRES AT O z ¢ O
STEEL STUD SOFFIT ! ! ) ( RCP q} 48" 0.C. EACH WAY, TYP. (/p]
CONSTRUCTION . SCREW - | O N
[11 |
I @ ATTACHED TO TRUSS meE& <
i ]
| |
1l , O © _
4’” i/ B /A ) \ 5/8" GYPSUM BOARD BOTTOM CORD OF TRUSS Y ._I » = O
Bl ] CMU WALL »
CEILING AS % Tk CONSTRUCTION, REFER RILNG LAG SCREWS. o © .
SCHEDULED P VARIES, SEE PLANS TO PLANS e ; O
CEILING FAN JUNCTION BOX € - w N
BAR BRACE il - O
SOFFIT BRACING SOFFIT < [ -+ S
11 7 — | O 9 g
SCALE: 1-1/2"=1-0" SCALE: 1-1/2" = 1'=0" =1k - O
’ - ’ - o= n O
NOTE:
REFER TO REFLECTED
CEILING PLAN FOR

BRACED TO TRUSS
LOCATIONS @

i | \ 1 : := : METAL STUD FRAMING
) TO BOTTOM OF (2) BAR BRACE
— N\ n | : : STRUCTURE RECESSED LIGHT FIXTURE IST SUBMITTAL
CEILING SYSTEM PER
: R L : : SCHEDULE gg&me FAN JUNCTION Drawn/Checked By
| i - JLC / JRS
I al | | | SCHEDSEEG} < BRACE PLATFORM >
| y (I | |\ Date
LOCK AND LATCH E |11 \~5/8" cvpsum 07.17.19
| /" ROOF FRAMING — 1 ° - ° | BoARD T A o
| Y FRAME OUT OPENING i M. M 3 SEE NOTE: Project Number
/ e e e T T e e L N N é, L
| 20x30 METAL ACCESS PANEL WITH X SCHEDULE CEILING TILE 1. IBC CATEGORY B — CEILING INSTALLATION SHOULD CONFORM TO BASIC MINIMUMS ESTABLISHED IN ASTM C 636. 318009
I d LOCKABLE DOOR, PAINT TO MATCH \CONHNUOUS CORNER
I _— HINGE ANGLE GRID TRACK 2. ANY FIXTURE AND ATTACHMENTS THAT ARE IN EXCESS OF 56 LBS. MUST BE INDEPENDENTLY SUPPORTED FROM THE STRUCTURE. S—
L — eet Number
EXPOSED FLANGE FRAME VARIES —— 3_5/8" METAL STUD C BRACED TO CEILING GRID RCP DETAILS
EXTERIOR GRADE GYP. BD. JOISTS AT 18” O.C.

EXTERIOR ACCESS PANEL SOFFIT FRAMING CEILING FAN ACOUSTIC CEILING A5 2

SCALE: 1" = 1’=0" SCALE: 1-1/2" = 1'=-0" SCALE: 3"=1'-0" SCALE: N.T.S.
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SEE INTERIOR ELEVS.

PROVIDE VAPOR BARRIER NORTH WALL EAST WALL SOUTH WALL WEST WALL CEILING - -
ROOM ROOM NAME FLOOR |BASE TRIM : : : , : REMARKS Architects of Arizona
NO. MATL FINISH MAT'L FINISH MAT'L FINISH MAT'L FINISH MATL FINISH 4808 N. 24th Street Ste, 100
101 PUBLIC ENTRY GCONC RB GYP PO GYP PO1 GYP PO1 GYP PO1 GYP P04 480 9;“05%“58 Ari10208359051]63045f
102 |HALL GCONC | RB GYP PO1 GYP PO1 GYP PO1 GYP PO1 ACT - T ermanaz.com
LEGEND 103 PUBLIC RESTROOM GCONC CST/PT PT/GYP PO1 PT/GYP PO1 PT/GYP PO1 PT/GYP PO1 GYP P04 TILE TO 4—0" A.F.F.
104 PUBLIC RESTROOM GCONC CST/PT PT/GYP PO1 PT/GYP PO1 PT/GYP PO1 PT/GYP PO1 GYP P04 TILE TO 4—0" A.F.F.
105 EXAM GCONC CST/PT PT/MT - PT/MT - PT/MT - PT/MT - GYP P04
SEALED CONCRETE
106 COMMUNITY ROOM GCONC RB GYP PO1 GYP P03 GYP PO1 GYP PO1 ACT/GYP — /P04
107 STORAGE GCONC RB GYP PO1 GYP PO1 GYP PO1 GYP PO1 ACT -
FINISHED CONCRETE — LEVEL 3 108 HALL GCONC RB GYP PO1 GYP PO1 GYP PO1 GYP PO1 ACT -
COARSE AGGREGATE CUT WITH
LEVEL B MEDIUM GLOSS 800 109 F.F. OFFICE GCONC RB GYP PO1 GYP PO1 GYP PO1 GYP PO1 ACT -
110 ELECTRICAL SCONC RB GYP PO1 GYP PO1 GYP PO1 GYP PO1 GYP P04
RUBBER GYM FLOORING 111 JANITOR SCONC RB GYP PO1 GYP PO1 GYP PO1 GYP PO1 ACT -
112 CAPTAIN'S OFFICE GCONC RB GYP P02 GYP PO1 GYP PO1 GYP PO1 ACT -
13 E.M.S. GCONC RB GYP P02 GYP PO GYP PO GYP PO ACT - EXPIRES: 12-31-2021
114 BATH GCONC CST/PT PT/GYP PO1 PT/GYP PO1 PT/GYP PO1 PT/GYP PO1 GYP P04 [
15 HALL GCONC RB GYP PO1 GYP PO1 GYP PO1 GYP PO1 ACT - Z:gszredrtc;]ve{inpgrzp:;; ionfstl_gmigt; e<r>|1;n ::N/LICAe
116 DORM GCONC RB GYP P02 GYP PO1 GYP PO1 GYP PO1 ACT - E"v?"’éi pi’lf_?;?gnqizprgﬁzr r;srzr;:it ;tsri;%riismig
117 DORM GCONC RB GYP P02 GYP PO1 GYP PO1 GYP PO1 ACT - these plons. These plans are not to be
reproduced, changed or copied Iin any ftorm
118 DORM GCONC RB GYP P02 GYP PO1 GYP PO1 GYP PO1 ACT - or manner’ whatsoever, nor are they to be
assigned to any third party, without firs
119 DORM GCONC RB GYP P02 GYP PO1 GYP PO1 GYP PO1 ACT — obtainin% tf}e I_(|expres§e<|1:> wlritten pzlrl&nissi\tlavn‘tgnd
consent O owart eriman, . riceen
120 DORM GCONC RB GYP P02 GYP PO1 GYP PO1 GYP PO1 ACT - dimensc;ons on these drcllwcijngds‘ shqlllhqve
recedence over scale Imensions.
121 DORM GCONC RB GYP P02 GYP PO1 GYP PO1 GYP PO1 ACT - P
© COPYRIGHT 2019, HOWARD PERLMAN, A.LA.
122 DORM GCONC RB GYP P02 GYP PO1 GYP PO1 GYP PO1 ACT - ———
123 DORM GCONC RB GYP P02 GYP PO1 GYP PO1 GYP PO1 ACT -
124 BATH GCONC CST/PT PT/GYP PO1 PT/GYP PO1 PT/GYP PO1 PT/GYP PO1 GYP P04 TILE TO 4'—-0" A.F.F. =
125 BATH GCONC CST/PT PT/GYP PO1 PT/GYP PO1 PT/GYP PO1 PT/GYP PO1 GYP P04 TILE TO 4—0" A.F.F. L
126 HC. BATH GCONC CST/PT PT/GYP PO1 PT/GYP PO1 PT/GYP PO1 PT/GYP PO1 GYP P04 TILE TO 4—0" A.F.F. L
127 HALL GCONC RB GYP PO1 GYP PO1 GYP PO1 GYP PO1 ACT - -
128 LAUNDRY GCONC RB GYP PO1 GYP PO1 GYP PO1 GYP PO1 GYP — c 2
129 POLICE GCONC RB GYP PO1 GYP P03 GYP PO1 GYP PO1 ACT - .g '
130 FITNESS RF RB GYP PO1 GYP PO1 GYP PO1 GYP P02 EXP P05 'g -
131 PANTRY GCONC RB GYP PO1 GYP PO1 GYP PO1 GYP PO1 ACT - @ é
132 KITCHEN GCONC RB GYP PO1 GYP P02 GYP PO1 GYP PO1 VACT/GYP | — /P04 Q=
133 HALL GCONC RB GYP PO1 GYP PO1 GYP PO1 GYP PO1 ACT - S
134 DINING GCONC RB GYP PO1 GYP P02 GYP P02 GYP PO1 ACT/GYP — /P04 >
135 HALL GCONC RB GYP PO1 GYP PO1 GYP PO1 GYP PO1 ACT - O
136 DAY ROOM GCONC RB GYP PO1 GYP PO1 GYP PO1 GYP PO1 ACT -
137 COMMUNICATIONS SCONC RB GYP PO1 GYP PO1 GYP PO1 GYP PO1 ACT - 5’ 8
138 HALL GCONC RB GYP PO1 GYP PO1 GYP PO1 GYP PO1 GYP PO4 I
139 ICE GCONC RB GYP PO1 GYP PO1 GYP PO1 GYP PO1 ACT - o>
140 APPARATUS BAY SCONC CMU CMU P02/PO1 | CMU P02/PO1 | CMU P02/PO1 | CMU P02/P01 |EXP PO1 PO2 TO 10'—0", PO1 TO DECK o=
141 TURNOUT SCONC CMU CMU P02 CMU P02 CMU P02 CMU P02 ACT - a |z
142 JANITOR / FIRE RISER SCONC CMU CMU P02 CMU P02 CMU P02 CMU P02 ACT -
INTERIOR FLOOR FINISH PLAN 143 WORKSHOP SCONC CMU CMU P02 CMU P02 CMU P02 CMU P02 ACT - > <
144 STORAGE SCONC CMU CMU P02 CMU P02 CMU P02 CMU P02 ACT - o
SCALE: 1/16" = 1-0" 145 SCBA FILL SCONC CMU CMU P02 CMU P02 CMU P02 CMU P02 ACT -
146 DECONTAMINATION SCONC CMU CMU P02 CMU P02 CMU P02 CMU P02 VACT -
WALL CONSTRUCTION— SEE REMARKS:
—T PLANS WALL CONSTRUCTION —
= 3/8” ALUMINUM TRANSITION SEE PLANS (@) PROVIDE A LEGIBLE SIGN DESIGNATING THE SEX IN A READILY VISIBLE LOCATION NEAR THE ENTRANCE TO TOILET FACILITY. SIGNS FOR ACCESSIBLE
— N TRIM AT PARTIALLY TILED TOILET FACILITIES SHALL COMPLY WITH ICC A117.1. (PER 2012 IBC [P] 2902.4, SIGNAGE). SEE DETAILS (7, 8, & 9/A12.1).
- ¢ (HEIGHT) WALLS CERAMIC TILE AS SCHEDULED Ol |
T 1
- s =L o — (@ EPOXY PAINT — COLOR AS SCHEDULED
= E CEMENTITIOUS BACKER BOARD CONTINUOUS CLEAR SILICON ::‘;"\'M m >
B e o _— AT WALL TILE LOCATIONS SEALANT ALL EDGES 1) \/\
LN 41 TILE AS SCHEDULED \: T d, O E (o
]~ L ——
= >N oo
|« L2 Ol
= THIN SET LATEX PORTLAND N A d, - (ap)
- T CEMENT MORTAR BED o S O Sc S S
T :/ A ABBREVIATION MILLWORK / MISC. FINISHE v O 8 gg
— - -
Tk LATEX GROUT— GROUT JOINTS He | —— ) O z N
N — - [ » | - NONE / NOT NEEDED cST COVE—SHAPED TRANSITION — MFR: SCHLUTER
VT COVE—SHAPED TRANSITION 1 — ACT ACOUSTIC CEILING TILE SYSTEM MFR: ARMSTRONG— FINISH: SATIN NICKEL ANODIZED ALUMINUM COLOR: MATURAL WALNUT —
ST TILE: DUNE SECOND LOOK Il #2712, ANGLED TEGULAR, 24”X48” : m [ - <
,. I PIECE PER SCHEDULE MASTIC APPLIED SURFACE Hl o —— COLOR: WHITE PO INTERIOR WALL PAINT BASE PLASTIC EDGE BAND TO MATCH, 3MM e
A H MOUNTED PLATE GLASS uil GRID: SUSPENDED, PRELUDE ML 15/16” EXPOSED TEE COLOR: DE6205 STUCCO TAN, SEMI—GLOSS o (4v]
] S MIRROR— SEE PLANS FOR SIZE e | — COLOR: WHITE BY DUNN EDWARDS COUNTERTOP — DRY AREAS o <
N IH g'(’:\‘ﬁ:%%[iE%ONCRETE SLAB AS 1, A PAINT TO TOP OF WALL OR BOTTOM OF DECK AS OCCURS MANUFACTURER — FORMICA Y - — ()]
| 10 HEN VACT VINYL ACOUSTICAL CEILING TILE SYSTEM MFR: ARMSTRONG .
] XEM(';:’E‘RT'AT,\'A?(L:JSHE@CL%ECRAﬁgﬁgD 1 TILE: KITCHEN ZONE 673, SQUARE LAY—IN, 24”X24 P02 INTERIOR WALL PAINT ACCENT ?SOELS RII'\ITE_R/IA\(;(RGI-/ZA\LUE%/I?ATIONS) ° (40 .
MY j L == COLOR: WHITE ) COLOR: DE6172 BUNGALOW TAUPE, SEMI—GLOSS - - e ; ()
R . = v . GRID: SUSPENDED, PRELUDE ML 15/16” EXPOSED TEE BY DUNN EDWARDS
ha, ‘4 : e COLOR: WHITE PAINT TO TOP OF WALL OR BOTTOM OF DECK AS OCCURS COUNTERTOP — RESTROOMS / WET AREAS / AS NOTED > w =<
A C- ' MANUFACTURER — CORIAN &)
TILE To MIRROR SCONC SEALED CONCRETE P03 INTERIOR WALL PAINT ACCENT COLOR: SONORA :': AN
CERAMIC WALL TILE COLOR: DEB179 OAK HARBOR, SEMI-GLOSS 4" H. INTEGRAL BACKSPLASH (INTEGRAL OVAL SINK AT RESTROOMS) l.o -
4 2 GCONC FINISHED CONCRETE — LEVEL 3 COARSE AGGREGATE CUT WITH BY DUNN EDWARDS (SEE INTERIOR ELEVATIONS) ’ < > 0 m
1" — — T LEVEL B MEDIUM GLOSS 800 PAINT TO TOP OF WALL OR BOTTOM OF DECK AS OCCURS - - D
SCALE: 3"=1-0 SCALE: 3" = 1'=0 T o
COUNTERTOP — KITCHEN - —
RB COLOR—INTEGRATED RUBBER WALL BASE — MFR: JOHNSONITE P04 CEILINGS COUN TERTOF
COLOR: 150 WETLANDS BASE PAINT COLOR: DEW381 DROPLETS, SEMI—GLOSS 16 GA. STAINLESS STEEL WITH INTEGRAL STAINLESS STEEL BACK m (op)
BY DUNN EDWARDS SPLASH (INTEGRAL STAINLESS STEEL SINKS WHERE OCCURS)
TERRAZO ADA SERIES RF RUBBER FLOORING — MFR: ECORE COMMERCIAL FLOORING — SEE INTERIOR ELEVATIONS AND MILLWORK DETAILS FOR SINKS AND
SHOWER BASE SERIES: ECOSURFACES P05 CEILINGS EDGE PROFILE
COLOR: 1209 MRS. DOUBTFIRE W/ECOFIT PAINT COLOR: BLACK
BY DUNN EDWARDS
LEVELING GROUT PT 12x24 PORCELAIN TILE — MFR: DALTILE bia%ﬁEFiSCTDRTE%RNO%TE AR GRID
STYLE: SANTINO GYP GYPSUM BOARD — LEVEL 3 FINISH — MEDIUM KNOCK—DOWN TEXTURE. ~
FLUSH TRANSITION FINISH COLOR: CHIARO COLOR: RED BARON
AT WALLS WITH PARTIAL HEIGHT TILE: GS GLAZING WITH FRAMING SYSTEM PER WINDOW SCHEDULE
PROVIDE TRANSITION TRIM — MFR: SCHLUTER, STYLE — Q100ACG LOCKERS — DORMS 1ST SUBMITTAL
CENTER ON DOOR (3/8"), FINISH — SATIN NICKEL ANODIZED ALUMINUM CMU ggm@rIEEDTiSMggaI\EIEELEgIT, TOOLED JOINTS, BLOCK FILLER AND MANUFACTURER — PENCO PRODUCTS
F.F. ) . T 22 MOSAIC TILE — MFR: DALTILE : gg\[bl-:R._ \gAArI\éGLjéA_?DBLSAPCEKCIALTY, THE EXECUTIVE Drawn/Checked By
. o ' N\ < ~ : - ¢ ———HIGH-IMPACT GYM FLOORING STYLE: KEYSTONES ALUM ANODIZED ALUMINUM DOOR AND WINDOW FRAME :
N | : cL i COLOR: ARCHITECTURAL GRAY D109 COLOR: CHAMPAGNE AB—2
= : » AS SCHEDULED DOORS AND FRAMES JLC / JRS
~ < NF NOT FINISHED — JUST TAPE AND TEXTURED COLOR:  DE173 PAPER SACK, SEMI-GLOSS
2 A - e - FLOORING REDUCER / ., BY DUNN EDWARDS Date
' 4 4 4 . - | TRANSITION STRIP— 1/2” MAX. EXP EXPOSED TO STRUCTURE
P b HEIGHT PER ICC/ ANSI A117.1, EXPOSED CEILING OBJECTS (MECH, ELEC, PIPING, INSULATION, ETC.) 07.17.19
: ' 3 S SEC. 303 COLOR: MATCH ADJACENT CEILING COLOR U.N.O. ON DRAWINGS i
| T GENERAL NOTES o7 o Eoweros -
g . ) FINISHED CONCRETE SLAB AS Project Number
SCHEDULED
1. SEE FLOOR FINISH PLAN, THIS SHEET, FOR MATERIAL LOCATIONS. 318009
RECESSED CONCRETE _ ' 2. GYPSUM BOARD FINISHED SOFFITS TO BE PAINTED THE SAME AS ADJACENT WALL COLOR AS SCHEDULED.
SLAB AT SHOWER BASE, = == — 3. WALLS WITHIN 2 FT. OF URINALS AND WATER CLOSETS SHALL HAVE A SMOOTH, HARD, NON—ABSORBENT SURFACE TO 4 FT. ABOVE
SEE STRUCTURAL DWGS N 9 THE FLOOR, AND EXCEPT FOR STRUCTURAL ELEMENTS, THE MATERIALS USED IN SUCH WALLS SHALL BE OF A TYPE THAT IS NOT Sheet Number
PARIRY, : ADVERSELY AFFECTED BY MOISTURE. (PER 2012 IBC SECT. 1210.2.2) FINISH SCHEDULE &
A 7 4, SHOWER COMPARTMENTS AND WALLS ABOVE WITH INSTALLED SHOWER HEADS SHALL BE FINISHED WITH A SMOOTH, NONABSORBENT
ASSESSIBLE SURFACE TO A HEIGHT NOT LESS THAN 70" ABOVE THE DRAIN INLET. (PER 2012 IBC SECTION 1210.3) DETAILS
5. WATER—RESISTANT GYPSUM BACKING BOARD SHALL NOT BE USED IN AREAS WHERE THERE WILL BE DIRECT EXPOSURE TO WATER OR
SHOWER ENTRY GYM FLOOR TRANSITION IN AREAS SUBJECT TO CONTINUOUS HIGH HUMIDITY, SUCH AS THE LOCKER ROOM AND THE SHOWERS (PER 2012 IBC SECTION 2509.3)
3 6. ALL CABINETS AND DOORS TO BE PLUSH OVERLAY STYLE.
— 1 - — 7. REFER TO REFLECTED CEILING PLAN FOR CEILING HEIGHTS, SOFFIT HEIGHTS AND ANY ADDITIONAL INFORMATION THAT MAY NOT BE =
SCALE: 3'=1-0 SCALE: 37 = 1-0 LISTED ABOVE.
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KEYNOTES BPerlman

(&) | DESCRIPTION Architects of Arizona
1. | PROVIDE RD PHONE, NO SMOKING SIGNAGE 4808 N. 24t Street Sfe, 100
AND DOORBELL NEXT TO CARD READER, SEE oenix, Arizona
2. | ACCESSIBLE DOOR OPENER perimanaz.com
= =] 3. | NO SMOKING OR SMOKE FREE SIGNAGE
B | SHALL BE PROVIDED AT POINT OF ENTRY.
_——_— - SIGN SHALL STATE THAT THIS IS A NO
E;I:I - - ] SMOKING ESTABLISHMENT OR HAVE THE
[ ] - INTERNATIONAL "NO SMOKING” SYMBOL WITH
" ! LETTERS OR SYMBOL TO BE NOT LESS THAN
f 1 4 INCHES IN HEIGHT. PER CITY CODE AND
THE SMOKE—FREE ARIZONA ACT
L 4. | RESTROOM / BATH FURNISHINGS BY OWNER:
COVERED o PAPER TOWEL DISPENSER, SOAP DISPENSER,
PATIO C ——o T I WASTE RECEPTACLE -
WB COVERED 5. | EXAM ROOM FURNITURE BY OWNER: WHITE
BOARD, EXAM TABLE, SIDE CHAIR, AND
FITNESS JCR e————PATIO D STOOL o—
T30 RSE 6. | COMMUNITY ROOM FURNITURE BY OWNER:
(12) STACKING TABLES, (24) CHAIRS, I
1 SPEAKER’S PODIUM, (2) WHITE BOARDS, These drawings are instruments of service
| TELEVISION and are the property of Howard Perlman, AA.
ARSE 7. | UNDERCOUNTER REFRIGERATOR (OFOI) Howard Periman expressy reservs its common
" = r % | ) ortiee Chmme () tE Cheiera N | e gl e lons e ot oe
> ' k mTV || 'JG CORK /WHITE BOARD COMBO, TELEVISION Z??ml;fq:{ vfhg&%g?? ::EZreEg:;it{g%
PANTRY N ~ L— — BOOK SHELF gl:’z]li?\?neg th: :xr;]));esselg wFr)ii(:]ter? 'pc\:’rlmi:slijon :;':d
Lol s® TV ORM > C) 9. | CAPTAIN'S OFFICE FURNITURE BY OWNER: Smanaions on hese drawmas shall have
F‘ RS _ o 1 (2) OFFICE CHAIRS, (2) FILE CABINETS, precedence over scaled dimensions.
== RS Fq‘ CORK/WHlTE BOARD COMBO © COPYRIGHT 2019, HOWARD PERLMAN, A.l.A
miml ] . , , ALA.
Il [oloE0 _[ ) T“W’j_‘LJ’_ 10. | EMS EQUIPMENT BY OWNER: SUPPLY
E,J > _tﬂ_‘l—L__l 0 _€D|| _ 12 ) I 1 STORAGE CABINETS, COORDINATE |
‘ KITCHEN = — — - PR = REQUIREMENTS WITH OWNER FOR ELECTRICAL
gV | r?j -, 11. | DORM FURNITURE BY OWNER: TASK CHAIR,
J 152 | L_ U PLATFORM BED W/ MATTRE(SS, )TELEVISION =
(18 ) 12. | DORM WARDROBE LOCKER (CFCI) — 24” WIDE L
L . = /bORMo / (1) DOUBLE DOOR LOCKER, PENCO PRODUCTS, o
COVERED - o RSl == THE EXECUTIVE (3) LOCKERS PER DORM o
e 13. | LAUNDRY ROOM APPLIANCES BY OWNER: %
PATIO B % | HALL (2 HEY Y )= WASHER AND GAS DRYER, NOTE: VENTS TO e | —
a7 . [33] = BE PROVIDED BY CONTRACTOR =
E‘_J ! Moy | rjﬂ 14. | POLICE OFFICE FURNITURE BY OWNER: (2) 2|
| e i} OFFICE CHAIRS, BREAK—OUT TABLE W/ (2) 5=
GYa) ——— - TASK CHAIRS, (2) FILE CABINETS, o | &
| ey ORM e (1) TELEVISION, WHITE BOARD 8=
HE = == i iV 15. | FITNESS ROOM FURNITURE BY OWNER: (2) S
RSH Ej TELEVISIONS, WHITE BOARD ©
o o CR — 12) YY) 16. QVTVHEES EQUIPMENT TO BE PROVIDED BY >
|RSE (20) = S
=3 3 ( l r 17. | FITNESS ROOM MIRRORS — ONE PIECE
,—'*— N y™v | y POLISHED PLATE GLASS MIRRORS, SIZE AS
R i i i i i i -—— - DINING b L= SHOWN — (CFCl) s | ©
6 ! ! ! ! ! ! L iy ROOM 0 DORM s 18. | KITCHEN APPLIANCES BY OWNER: (3) I
. . f : o— 1 (1) REFRIGERATORS, DISHWASHER, RANGE AND
| | | | | | — ey RSH 020 oo TYPE Il HOOD, (2) MICROWAVES, (2) COFFEE
IRSE | | | | | ! RS ER= A f&f&rﬁ CJ ] MACHINES ° ki
el | | | | | | HD%L il 19. | KITCHEN FURNISHINGS BY OWNER: TRASH / | & |~
. . . . . . T 1] RECYCLE RECEPTACLES N
| [;ECO / ! ! ! ! ! ! _ A o e - 20.| DINING ROOM FURNITURE BY OWNER: cusTom| 2 |™
i | | | | | | I 75 o] RSL DORM (&= FABRICATED TABLE, (8) CHAIRS, TELEVISION
| (4e] RS | l l I I I ICE \RS L HALL ® D) 21. | DAY ROOM FURNITURE BY OWNER: (8) > <
N | - | | - | | - ! et ) ) 0 K1 q LA—Z—BOY RECLINERS, TELEVISION, WHITE i
Y2 N T | = I = I = el \ I =\ BOARD
[ W8 == T i BH Moy _'D 22.| COORDINATE I.T. REQUIREMENTS W/ CITY OF
/] — 23 Ty | —L | ! L BUCKEYE
g g g = 34 \ T =] 23.| SEE USDD ALERTING PACKAGE AND
IR —] COMM. ==, T / 12 —
) : " gs =7 ! e 10 DAY G HALL || L CED 5= W | PO ELECTRICAL PLANS FOR EQUIPMENT
0% g g g CR |l e RooM* T T35 AN S LY RS (S REQUIREMENTS
LA A Birs APT N =, |[36). s —. DORM D) 24.| ICE ROOM EQUIPMENT BY OWNER: ICE
T /- 1] : N T MACHINE
TN CBA -1 OFFICE . ol oy (20 L 25.| TURNOUT LOCKERS (CFCI), SEE FLOOR PLAN
N4 TV S - 26.| DECON ROOM APPLIANCES BY OWNER:
X FILL & ) { EXTRACTOR / WASHER, GAS DRYER. NOTE: >
AN VENTS TO BE PROVIDED BY CONTRACTOR lﬂ
It 27.| SCBA FILL EQUIPMENT BY OWNER: SCBA O ;
N - TANK STORAGE, SCBA FILL STATION, SCBA O ©
AN é COMPRESSOR UNIT N X
-l N APPARATUS D) 28.| PRE—FABRICATED SHELVING UNITS BY OWNER 8 n ;M
d g BAY g g RS 29.| WHITE BOARD BY OWNER o
30.| GAS BBQ BY OWNER O -
Sl oW
. o X 9 3
- = H H
S T T F.F. OZ o
= H
O g g g 7] OFFICE - | O N
g 2 B L RS
- 5 : : - il - LEGEND Mm S ©<
g S
-TKIRS / o « .
; // % STOR ! KEY DESCRIPTION Y ._I' - ()
H g E . !
T 5 |/ é 107 - FEC | SURFACE MOUNTED FIRE EXTINGUISHER o (40 .
— CABINET. COORDINATE TYPE AND LOCATION i
" IVoRK. \T(;JURTN s E | W OWNER. SEE DETAL 13/A12.1 w ; 3
| [sHop— — s i | . >
g g g : CR | CARD READER, PROVIDE WIRING PER e ~— O
‘ 142 I\ = | MANUFACTURER’'S SPECIFICATIONS n — o 3
E 5 : r r r
L= r—ﬁ / \\ WB | _||] | _||] | —||] RSE TV | TELEVISION AS NOTED 0 e o) m
—1,(28 )Xy g g g
== ; \ ;__E ;__E ;__E @ WB | WHITE BOARD OR COMBO BOARD AS NOTED i_l 8
_| - - -
RN I H H = \ " DAr
2 AN IRL%ERS D D D i ﬁ ROOM SIGNAGE. APPROXIMATE LOCATION AS SHOWN.
11 JAN. /FIRE b b b COVERED | CONFIRM ROOM NAME AND NUMBER WITH OWNER
—~RISER i L Kl] PRIOR TO SIGNAGE SUBMITTAL. (C.F.C.L.)
RS N I——ﬁ I——ﬁ I——ﬁ ! PATIO A
B ~_fi . . - . T D t t Tp | RASED CHARACTER AND BRAILLE EXIT(SIGNS ;o BE
PROVIDED PER 2012 IBC SECT. 1011.4 (C.F.C.I.
EERE RN B | PROVDED PER 2012 B0 &
ANV ANN2NPAN R GENERAL NOTES ST _SUBMITTAL
| r RSE FE
|
w WB L _:] | h | h EI Drawn/Checked By
L L L _F 1. INFORM THE ARCHITECT OF ANY DISCREPANCIES
o o o o COMMUNITY ROOM BEFORE_BEGINNING WORK. JLC / JRS
(106l 2. REFER TO ALL CONSULTANT SHEETS FOR
@ REQUIREMENTS AT ALL EQUIPMENT AND D
ate
APPLIANCES.
I 3. CONTRACTOR TO PROVIDE SOLID BACKING AT ALL
S WALL MOUNTED EQUIPMENT TO PROVIDE A 07.17.19
POSITIVE ATTACHMENT.

4. ALL ITEMS NOT SPECIFICALLY NOTED TO BE BY | Project Number
OWNER SHALL BE PROVIDED/INSTALLED BY

CONTRACTOR. 318009
5. ALL LOOSE FURNITURE TO BE OWNER SELECTED,
PLAN VENDOR INSTALLED.
6. THE CONTRACTOR SHALL VERIFY AND Sheet Number
Z COORDINATE WITH THE OWNER FOR ANY
— ADDITIONAL POWER AND DATA NEEDS. FFE PLAN

7. SEE ROOM FINISH SCHEDULE SHEET A6.1 FOR

FURNITURE, FIXTURES, AND EQUIPMENT PLAN 5. TIE FATNG TYPE (M 20-1090) FOR AL AG.2

THE MAXIMUM TRAVEL DISTANCE TO ANY

SCALE: 1/8" = 1'-0" EXTINGUISHER NOT TO EXCEED 75’. (IFC 906,

N NFPA 10)




1 7)_4”
T.0. CMU

ROOF PLAN

PARTIAL

F D (E
A9.3 A9.2 W
I I
. |
[—2: o
| -
(8) | K h
| 5
| in
I -
|
e T | B
N ~7|° __ | @E
Al . ¥ K &)
L ” \Ej b \3/ A
$18—7 > | R
T.0. PARAPET TOP PLATE SLOPE |
Z 1/# PLE. MN. g== ===z3 S e
L e I
/]
H ||
L/ L@
5 - L _ b
e S e
I 1
“ b
=t |l ===
@ e o B
| [ | 1
D L . . . . . o II_ = = I::::::ﬁ@
40" 34 90 L 90 . 90 ‘ 9'-0 . 90 . 90 34 == _II I I |-s
1 | 1 1 | 1 | £ o
| | | ' | ' ' II_LL:_‘II II
| | | | | | [ PPN IR
N I I 2\l I o
o—4n n g0 g n o 0 [ I BNy = = =
i — 1. RN L T == = P i
—— i “ A 1
e = o |
2 I: o :I Ny sT |
ﬁ I I = I 14
= L _ _ n | (14
& ; == ik 3 TOTAL
> /W II_ RIDGE i (& o)
G e ain
= o | R e e N e el I Low . I LE
————— o= || ==\ W
_ INe I N 1\
SLOPE I l I %ﬂ,( P
K x /4" P.LF. MIN. || 1 I I <F E
= II IIZZ:I I:éI |,::: e X
~ a W 4 —
= | I I I A
E [ II—::: :::JI . S :i
] y N | o
_ I | | n
! L _ O
. ” == N I 1 N B
= | I [ ]
~ I 1 g
= N CET - - | L L] | =0
= 412 S 412 5 ON EACH i I Eﬂ
. ' . . B
— — SIDE OF APP. © B I
BAY (10 TOTAL) e == :_::Tﬂm
= 1
S — T g
~ [ ; TF.
= [ ] =
2 Ite} ng 0
a .“ = o — &I_ ______ __ﬁﬁ
o X r—— - — TN T T 1
N \{12) |:_|| ||,I:::| —— II_—::IJ @ﬁ
i | k e SR | I
2 | | F==NT STy D
= | k | I gﬂ
= | ||| | @g
| I“ TATAI: [ | N | —
J I E | FESTERD | PRI | PR | SRR | PR | AR | PR IMIJ
— |II x C ( )
CC N . 2
& A < ar -
: ~
é ~ = 1@ &
g 1 |
= | Ine [=]
8 I ng 'sZcIII i = )
= B l II| <
| -
a | = -
L N _ _ _ ——
D___ v 3
. = " R | S .
i ___II_____JI_____EIfj_I__JI_____EI]?j____JI______I_L_ 1) * =07
/ I I I i I I_I \ |
@7 I I I w | I I :I I 16 I
‘ ‘ ‘ ‘ ‘ | . 4 EA. SIDE OF
( 15 ; TOWER
, , , , , , I (16 TOTAL)
7 ON EACH. £-0 |34 90 L, 90 L, 90 L, 90 L, 90 L, 90 13-4
SIDE OF APP. 4 A 4 ] 4 A " .
BAY (14 TOTAL) S | ( | (13)
| | 5 TOTAL 2 ON THIS SIDE
: I o | g 3 ON OTHER SIDE
- §-1" 13- 5 TOTAL
© @ o @ s T
mP. TYP. TYP.

KEY NOTES

G |DESCRIPTION

1.

1.
12.

13.
14.
18.
16.
17.
18.

80 MIL TPO (THERMOPLASTIC POLYOLEFIN)
MEMBRANE ROOFING SYSTEM FULLY ADHERED
TO 1.8" POLYISO INSULATION MECHANICALLY
ATTACHED TO ROOF DECK.

MFR: GAF MATERIALS CORPORATION OR
APPROVED EQUAL.

COLOR: WHITE

ICC—ES REPORT: ESR-1597

CONCRETE ROOF TILE SYSTEM OVER (2)
LAYERS OF NO. 30 FELT UNDERLAYMENT ON
WOOD ROOF SHEATHING ON WOOD ROOF
FRAMING. SEE EXT. ELEVATIONS.

TAPERED POLYISO INSULATION ROOF CRICKET
SYSTEM FASTENED TO ROOF DECK SLOPE
1/8” P.L.F. MIN TO ROOF DRAIN.

LINE OF WALL / STRUCTURE BELOW.
PARAPET COPING SYSTEM: ALUMINUM COPING
CAP WITH KYNAR COATING WITH 16 GA. GALVW.
STEEL ANCHOR CLEAT— SEE EXTERIOR
ELEVATIONS FOR COPING CAP COLOR.
30"x36” INSULATED ROOF HATCH, SEE
DETAILS 1 & 2 ON SHEET A7.3.

2'—0"x4'—0" ROOF AREA FOR ROOF DRAIN
AND ROOF OVERFLOW DRAIN. SEE DETAILS
10—12/A7.3, SEE PLUMBING DRAWINGS FOR
ADDITIONAL INFORMATION.

LOCATION OF ROOF DRAIN LEADER LINES
BELOW ROOF STRUCTURE— SEE PLUMBING
PLANS FOR SIZE AND CIVIL FOR
CONTINUATION.

CURB MOUNTED MECHANICAL UNIT. SEE
MECHANICAL DRAWINGS.

THRU—ROOF EXHAUST VENT AND/OR HOOD.
REFER TO MECHANICAL DRAWINGS FOR
ADDITIONAL INFORMATION AND DETAIL 3/A7.3
(SIM) FOR FLASHING AT ROOFING.

2'—0" X 3'-0" ROOFING MFR’ RECOMMENDED
SELF ADHESIVE ROOFING WALKWAY PADS.

AT APPARATUS BAY — CONCRETE ROOF TILE
SYSTEM OVER (2) LAYERS OF NO. 30 FELT
UNDERLAYMENT ON DENSDECK COVER BOARD
OVER 3" RIGID POLYISO INSULATION
(INSTALLED IN 2 OR MORE LAYERS)
MECHANICALLY FASTENED TO METAL ROOF
DECK ON STEEL ROOF FRAMING. SEE EXT.
ELEVATIONS.

4 x 10 WOOD RAFTER TAIL WITH SHAPED END.
SEE EXT. ELEVATIONS.

6 x 12 WOOD OUTLOOKER WITH SHAPED END.
SEE EXT. ELEVATIONS.

8 x 16 WOOD OUTLOOKER WITH SHAPED END.
SEE EXT. ELEVATIONS.

6 x 12 WOOD RAFTER TAIL WITH SHAPED END.
SEE EXT. ELEVATIONS.

GUTTER WITH DOWNSPOUT (D.S.), SEE
EXTERIOR ELEVATIONS

WOOD CONSTRUCTED ROOF CRICKET SLOPE
1/4” P.L.F. MIN TO DRAIN.

ENERAL NOTES

SCALE: 1/8" = 1-0"

G

10.

1.

12.
13.

14.

15.

ALL DIMENSIONS ARE FOR GENERAL
ARRANGEMENT AND LOCATION ONLY. ACTUAL
REQUIREMENTS AND DIMENSIONS SHALL BE
VERIFIED AND COORDINATED WITH EQUIPMENT,
SHOPS DRAWING SUBMITTALS AND STRUCT.
FRAMING. ALL 'TOP OF" ELEVATIONS SHOWN
ARE BASED FROM DATUM FLOOR SLAB
ELEVATION 0'-0".

SEE MECH., ELEC. AND PLUMB. DWGS. FOR
ADDITIONAL INFORMATION REGARDING ROOF
PENETRATIONS AND ADDITIONAL ITEMS OF
COORDINATION.

LOCATIONS INDICATED FOR THE ROOF DRAIN
DOWNSPOUTS SHALL BE COORDINATED WITH THE
ARCH. FLOOR PLAN AND THE PLUMBING PLAN
FOR PROPER PLACEMENT.

CONTRACTOR TO VERIFY AND COORDINATE
DUCT, CURB, AND ROOF PENETRATION
LOCATIONS.

SEE STRUCTURAL FRAMING PLAN FOR ROOF
MEMBER LOCATIONS.

ALL AREAS OF THE ROOF SURFACE SHALL
MAINTAIN A MIN. 1/4” PER FOOT SLOPE.

SEE STRUCT. DWGS. FOR ROOF DECK MATERIAL.
ALL ROOF MOUNTED EQUIPMENT SHALL BE
COMPLETELY SCREENED FROM VIEW BY THE
BUILDING PARAPET.

NO PLUMBING VENTS OR EXHAUST UNITS WITHIN
10'—0" OF INTAKE OR 5’-0" OF EXTERIOR
WALL.

ALL ROOF PENETRATIONS, INCLUDING PLUMBING
AND ELECTRICAL ROOF JACKS SHALL BE 18"
MIN. APART AND MADE PRIOR TO MEMBRANE
ROOF INSTALLATION.

PROVIDE CRICKET ON HIGH SIDE OF ALL MECH.
EQUIPMENT AND ROOF CURBS.

CONTRACTOR SHALL PAINT FRONT, TOP AND
BACK SIDES OF ALL WALL COPINGS UNLESS
NOTED OTHERWISE.

ALL JOINTS IN METAL REVEALS AND EXPOSED
TRIM ARE BUTT JOINT — NO LAP JOINTS —SEAL
PRIOR TO PAINT FOR WEATHER TIGHT
CONDITION.

PAINT TOP OF EXPOSED MECHANICAL UNITS
AND VENTS THROUGH ROOF WHITE— ENSURE A
MINIMUM SOLAR REFLECTANCE INDEX (SRI) OF
79

N—ROOF
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_— SEALANT EAGLE ROOF TILE 24 GA GALVANIZED METAL oE, P erll I lal l
SYSTEM CAP FLASHING, REFER TO : ROOF TILE

N —PROVIDE STARTER STRIPS - :
26 GA. (MIN.) GALVINIZED STEEL ELEVATIONS FOR COLOR. Architects of Arizona
COUNTER FLASHING AND AS REQUIRED PER ROOF 4808 N. 24th Street Ste, 100

CORBEL SUPPORT PER
STRUCTURAL DWGS

=

- FLASHING RECEIVER SYSTEM WOOD NAILER AS REQD 2X PRESSURE TREATED TOP MANUFACTURER INSTRUCTIONS Phoenix, Arizona 85016

| BY ROOFING MFR. PLATE, RIP FOR SLOPE. —NO FASTENER PENETRATIONS ROOFING FELT OVER 480.951 5900 480.951 3045 f
— e < 4 ALLOWED THROUGH FLASHING e s

: MATERIAL ROOF SHEATHING perlmanaz.com

EXTERIOR GRADE PLYWOOD
SHEATHING, TYP.

EXTERIOR CMU WALL < —
CONSTRUCTION— SEE PLANS JJ 4\ 24 GA. GALVANIZED STEEL

FLASHING OVER BUILDING
e

FELT OVER BITUTHENE
MEMBRANE.

2X FRAMING

DIRECT APPLIED MED.
TEXTURED ACRYLIC FINISH

8" MIN

N

BUR BASE FLASH

CONT. 4” FIBEROUS CANT

BUILT—UP ROOFING SYSTEM WITH ==
BUR MINERAL SURFACED CAP SHEET l

FULLY ADHERED
ELASTOMERIC MEMBRANE
SEALANT STRIP

I
N
N
N
N
Cl
71
(N
N
]
N
N

CONCRETE ROOF TILE OVER ROOFING

TS5355355355555555555555555555 5SS SSSSSSSSSSSSS

4 o a4

<14.

COMPOSITE CORBEL (6" WIDE) 4 o
| o ..é

T T P T T T T T T T T TN T T T T T T T TP TN T T T
T N T IS O]

I
. I
UNDERLAYMENT, SEE ELEVATIONS A ) H e
PLATE PER STRUCTURAL T O : ¥ E;TRAAFSE) F@E’?VbloEgDTgHE/fTrEm%R CORROSION RESISTANT
EXTERIOR GRADE PLYWOOD OR — :_ _______ _: OVER ROOF TRUSS FRAMING M”ETAL FLASI;HI\,I,G w/ TS e e 021
DENSDECK COVER BD. SUBSTRATE O / Y S S S5 SIS 5SS W/ BATT INSULATION — SEE 1 MINIMUM VvV’ CRIMP - le-ol-
3" RIGID INSULATION O/ METAL W o STRUCTURAL DRAWINGS.
DECKING O/ ROOF FRAMING AR =~ REQUIRED CLEARANCE —Th o - e of ‘
3 ese drawings are instruments oOr service
EXTERIOR GRADE PLYWOOD OR / PLYWOOD SHEATHING RESRTRRU%%TOMSANUFACTURER and are the p?‘operty of Howard Pgrlman, AlA.
DENSDECK COVER BD. OVER RIGID :'l']‘\":’”";i P‘;.”m"qi’éprgﬁzrres:)“’eef,('tsr.‘:%’{‘smfc’g
" i POLYISOCYANURATE 8 WOOD TRUSS FRAMING these g}llqlr?s. These pIar?s zre ynol’cg to be
GALVANIZED DRIP EDGE reproduced, changed or copied in any form
\ FLASHING, PAINT WALL FLASHING DETAIL WOOD FRAMED PARAPET VALLEY FLASHING DETAIL L MR o
A 10 6 2 obtaining the expressed written permission and
™ " ™ m " ™ consent of Howard Perlman, AlA. Written
__________________\ _________________________________ 2x6 FASCIA, PAINT SCALE: 3" = 1-0 SCALE: 1-1/2" = 1'-0 dimensc;ons on these drcllwcijngds‘ shall_have
T - - )\ 4 preceaence over scaie imensions.
1l L
A H R H q. \ STEEL ANGLE PER STRUCTURAL © COPYRIGHT 2019, HOWARD PERLMAN, A.LA.
- 4 VS F———— - = |
e i = == = | DIRECT APPLIED MED. TEXTURED
e e 2x12 FASCIA, PAINT | ACRYLIC FINISH (TAFS) APPLIED TO ROOF TILE BUILDING PAPER
|iJ e [~ 3/4” RIGID INSULATION BOARD ROOF SHEATHING DIRECT APPLIED, MEDIUM, =
IR R - STEEL JOIST METAL | SUBSTRATE OVER EXTERIOR GRADE FLASHING OVER PAN M TEXTURED ACRYLIC FINISH %
= 2 \ 1-6 FRAMING PER STRUCTURAL ' PLYWOOD SHEATHING OVER ROOF TRUSS FLASHING ) SYSTEM. o
: a - . ', | _ E Dﬁ
o R 7 . PROVIDE 1/4” SPACE, SEAL | FRAMING W/ BATT INSULATION— SEE —FF CORROSION RESISTANT —
. e ' | : —PAN FLASHING TURNED |3 3 "Z" BAR METAL FLASHING 2
e o T~ 26 GA. (MIN.) GALVANIZED STEEL UP WALL Y= OVER GUTTER FLASHING g
o . 4] | ‘ COUNTER FLASHING AND FLASHING AL B = |
- e | Iy i RECEIVER SYSTEM ANGLE FLASHING I CONTINUOUS 1x CURB 1%
COMPOSITE FASCIA, PAINT S “ AWAY FROM WALL - | T, “\\ S | =
» CONTINUOUS FIBEROUS CANT STRIP © H | ROOF TILE OVER N | L
1x6 T&G 0/ 3/8” EXTERIOR : _i \ PAN FLASHING OVER 8 §
2x4 TRIM, PAINT TO MATCH S Do A e AU ror ™ PAPER AT WALL CONTINUOUS \ >
WALL COLOR = UNDERLAYMENT —
| ADDITIONAL INFO BEHIND FIRST RAFTER )
R 2x WOOD NAILER
: NN ", 7" UN.O.
% N Gl DRIP AP LRt 26 GA. GALV. GUTTER 213
WALL PER PLANS o 4 FASCIA \ FLASGING FLASHING e
MODIFIED BITUMEN ROOFING o>
I P z — : . SYSTEM ON SHEATHING —
EXTERIOR GRADE PLYWOOD NOTE: o=
| REFER TO DETAIL 1/A7.2 FOR @ o | —
: ROOF TRUSS - SEI—% SlTRUCTURAL ADDITIONAL INFORMATION a |~
ROOF EAVE AT APPARATUS BAYS CANT @ WOOD WALL PROTECTION DETAIL 1 PUILDING PAPER 8

12 9 S

w Y - — DIRECT APPLIED, MEDIUM,
SCALE: SCALE: 1-1/2" = 1'-0 SCALE: 1/2” = 1'-0

TEXTURED ACRYLIC FINISH

L
IS SYSTEM.
Y=
A= CORROSION RESISTANT
% "Z” BAR METAL FLASHING
L Eﬁgg ROOF TILE SYSTEM OVER BUILDING 2 CORROSION RESISTANT
ROOF EAVE PROFILE 2x RIPPED TO SIZE, VERIFY ' - METAL BASE FLASHING
. - WX/ CORBEL MANUF Y EXTERIOR GRADE PLYWOOD OR ROOF TILE OVER
i ~ T~ ' : 26 GA. (MIN.) GALVANIZED STEEL QEEE[T)E%EC&\//E& E%%%F ROOFING FELT OVER >
~ T~ T~ _ ' COUNTER FLASHING AND FLASHING . SN X ROOF SHEATHING lﬂ
S~ T~ < I RECEIVER SYSTEM E\ ~ O ;
-~ - -~ 2 g QI X MORTAR
S~ T~ N CONTINUOUS FIBEROUS CANT STRIP G.I. AN ,, \\ d, N X ©
~T~-1T~70 — L FLASHING N [ > al o
R R o 8 2X BLOCKING AN ‘ : UNDERLAYMENT
~ . \ ™
~ ~ ~ d : . b H SN m ]
2 -~ ~ XN S
~ ~— ~ ~ BN ) o o l‘)
~ 2 o a TAFS APPLIED TO 3l B O z N 0O
K ” ::‘.
> SINGLE PLY ROOF SYSTEM ON 3/4" INSULATION i\ BUILDING PAPER 7))
~ OVER LIQUID APPLIED A=)
SUBSTRATE BOARD FASTENED TO AR / WATER i DIRECT APPLIED, MEDIUM = O N
2 4" ROOF DECK — REFER TO RES|éT|VE BARRIER ON :EE :) TEXTURED ACRY’UC F|N|S|,‘| m : el <
e ] MANUFACTURER FOR ADDITIONAL INFO BN - S
= P PLYWOOD SHEATHING. H ) SYSTEM. O ©
SECTION THROUGH CORBEL :E.N ANCHORED WOOD LEDGER — REFER TO =1\ CORROSION RESISTANT Y = q)"
STRUCTURAL FOR SIZE & ROOF PLAN \ R-38 BATT INSULATION (UNFACED) R Z" BAR METAL FLASHING ° el >
FOR BOTTOM OF DECK HEIGHTS — OVER PAN FLASHING
COMPOSITE CORBEL (4” WIDE) R—19 BATT INSULATION (UNFACED). = CONTINUOUS 1 CURB © " O
A MASONRY WALL CONSTRUCTION— SEE 22 X e ; ™
PLANS > )
CONCRETE ROOF TILE OVER ROOFING = O
CANT @ MASONRY RIDGE DETAIL 25 S
o X I )
8 —— 4 — ROOF TILE OVER 0 O M
EXTERIOR GRADE PLYWOOD OR SCALE: 1-1/2" = 1'=0 SCALE: 17 =10 PAN FLASHING OVER g o
DENSDECK COVER BD. SUBSTRATE 0/ ROOFING FELT OVER "
3” RIGID INSULATION O/ METAL ROOF SHEATHING ™
DECKING O/ ROOF FRAMING
/ SHEET METAL CRICKET
OVER ROOF FELT OVER
SOLID BACKING (SLOPED
24 GA GALVANIZED METAL TO DRAIN)
CAP FLASHING, REFER TO RIDGE TILE
ELEVATIONS FOR COLOR.
2" 2X PRESSURE TREATED TOP MORTAR P 1ST SUBMITTAL
P PLATE, RIP FOR SLOPE. A NOTE:
CLOSURE PER ROOF e APPLIED TAFS OVER SHAPED (D DEROn AL SHEE L O N\ 1. THE 1" RETURN MUST NOT BE DEFORMED Drawn/Checked By
UNDERLAYMENT, APPLIED 2. NO NAILS ARE TO PENETRATE THE PAN FLASHING
TILE MANUF. - FOAM TRIM (NAILED AND OVER NAILER. 8" MIN 2=\ :
ot ’ [
E T GLUED) OVER EXTERIOR OVERLAP d JLC / JRS
GALVANIZED DRIP EDGE H GRADE PLYWOOD BACKING
FLASHING, PAINT - W/ BLOCKING AS REQUIRED. 2X NAILER \ 1 ROOF TO WALL FLASHING Date
Eés f’Fz reo . ” L ”
N 16 TG 0/ 3/8" EXTERIOR o6 FASCIA. PANT - SCALE: 1 1/2" = 1'-0 07.17.19
GRADE SHTG — PAINT ] Project Number
l STEEL JOIST METAL STEEL ANGLE PER =
0 FRAMING PER STRUCTURAL STRUCTURAL 4L ROOF TILE 318009
s o TRIM. PANT T0 MATCH 2x12 FASCIA, PAINT 6 3/4 UNDERLAYME)NT (4018 NOTE: Sheot NumD
o X , FELT PAPER eet Number
= WALL COLOR ALL ADHESIVES, PRIMERS
D A WALL AS SCHEDULED. ROOF SHEATHING ’ ’ ROOF DETAILS

SECURING STRIPS & FASTENERS

WALL PER PLANS

» ROOF EAVE AT APPARATUS BAYS —\CMU PARAPET RIDGE DETAIL TERROOHING MANUPACTURER. A7.2

SCALE: SCALE: 1-1/2" = 1'=-0" SCALE: N.T.S.




SINGLE PLY ROOFING SYSTEM WITH
CAP SHEET AND ACRYLIC COATING

FIBEROUS CANT STRIP
OVERFLOW ROOF DRAIN ASSEMBLY

/7COMPOSITE CORBEL (6" WIDE) /

LOCATED NOT LESS THAN 2" ABOVE
LOWEST POINT OF THE ROOF

24"x48" LEAD FLASHING SHEET
OVER INTERPLY FELT

ROOF DRAIN ASSEMBLY
ELASTIC SEALANT

U N\«

2NN T

1/2” DENSDECK
COVER BD. ON 3"
POLYISO.
INSULATION |

DRAIN LEADER / 20
1/2” DENSDECK COVER BOARD /
ATTACHED TO METAL DECK

METAL DECK— SEE STRUCTURAL

2 OOF DRAIN-

SCALE: 3/4”=1'-0"

METAL DECK

1

SINGLE PLY ROOFING SYSTEM WITH
CAP SHEET AND ACRYLIC COATING

OVERFLOW ROOF DRAIN ASSEMBLY

LOCATED NOT LESS THAN 2" ABOVE
LOWEST POINT OF THE ROOF

24"x48" LEAD FLASHING SHEET
OVER INTERPLY FELT

ROOF DRAIN ASSEMBLY

ELASTIC SEALANT

PREFABRICATED ‘ ‘

WOOD ROOF )
DECK FLANGE SECURED 2-0"
TO DECK

ROOF DRAIN LEADER

PROTECTION BOARD — SEE
STRUCTURAL

SCALE: 3/4”=1"-0"

WOOD DECK

RECESSED SUMP AT METAL 5
ROOF DECK ONLY- SEE MIN. MIN.

DETAIL 12/A7.2 | , |

5
MIN.

PLYWOOD ROOF DECK
CONDITION— SEE DETAIL

11/A7.2 (PROVIDE 24"x48" N N
CLEAR ROOF AREA) J

ROOF DRAIN ASSEMBLY 4

DRAIN LEADER BELOW- SEE
PLUMBING DRAWING FOR SIZE

OVERFLOW ROOF DRAIN ASSEMBLY
LOCATED NOT LESS THAN 2” ABOVE
LOWEST POINT OF THE ROOF

@ ROOF DRAIN / OVERFLOW DRAIN PLAN

EXTERIOR WALL
CONSTRUCTION — SEE

OVERFLOW DRAIN LEADER -
SEE PLUMBING DWG FOR

SIZE PLANS FOR TYPE AND
. FINISHES
DOWNSPOUT NOZZLE
BACKER ROD AND N\ MFR: MIFAB
ELASTIC SEALANT SERIES: R1940 OR EQ.
ALL AROUND \ PRECAST CONC. SPLASH
BLOCK AT GRADE
\& LOCATIONS ONLY
I - - - - N
SEALANT AS \ .
REQUIRED
CONCRETE SLAB— hi
SEE STRUCTURAL \ —
\ - - FINISHED SLAB
f‘ﬂ ‘A 4 (= =1 =] ]| || || =T
; Sl
I BT
\ A _
\ T T T /
~ R
v %ﬂz\]:‘*‘
AL
4 PRIMARY LEADER TO
4 STORM DRAIN PIPING—
SEE CIVIL FOR
CONNECTION

@DRAIN LEADERS

0 OOF DRAIN / LEADER

SCALE: 3/4"=1'-0"

1

11_011

N~

~

PRE-FAB TRUSSES

LINEAR SOFFIT

XZX RIPPED TO SIZE, VERIFY

W/ CORBEL MANUF.

6"

SECTION THROUGH CORBEL

/\

VENT, PAINT —\

T.AF.S. FINISM
PER ELEVS. :

FULLY SHEATH e
ALL SIDES .

WOOD FRAMED g
WALL, SEE PLANS ——]

\—1x4 T&G DECKING — PAINT

2x2 TRIM, PAINT TO MATCH
WALL COLOR

ROOF EAVE AT TOWER

[ PROVIDE FIREBLOCKING AT 10'—0” 0.C.
MAX (3/4” SHT'G OR 1/2” GYP.)

CONCRETE ROOF TILE OVER ROOFING
UNDERLAYMENT, SEE ELEVATIONS

ROOF SHEATHING, SEE STRUCTURAL

CLOSURE PER MANUF.

GALVANIZED DRIP EDGE
FLASHING, PAINT

2x8 FASCIA, PAINT

COMPOSITE CORBEL

EAGLE ROOF TILE SYSTEM OVER
BUILDING FELT OVER EXTERIOR

GRADE PLYWOOD OR DENSDECK
COVER BD. SUBSTRATE OVER 2X

ROOF FRAMING

SEALANT PER
ROOFING MANUF.

SCALE: 11/2" = 1’0"

OUTRIGGER, SEE

STRUCTURAL
<
A
A
<
<
A

~—]

CONCRETE ROOF TILE OVER ROOFING
UNDERLAYMENT, SEE ELEVATIONS

GALVANIZED DRIP EDGE
FLASHING, PAINT

\ 2x6 FASCIA, PAINT

\ <t
2x4 RIPPED
\mo COMPOSITE FASCIA W/ SHAPED

ENDS (SEE ABOVE), PAINT

1x6 T&G — PAINT

2x4 TRIM, PAINT TO MATCH
WALL COLOR

1-71/2"

ROOF EAVE AT ICF WALL

T.A.F.S. FINISH SYSTEM O/
ICF WALL PER PLANS

3-0°

STAINLESS STEEL

CLAMPING RING

CLOSURE

PER MANUF. HOT AIR WELD

SYSTEM

BONDING ADHESIVE\4

BUILT-UP ROOFING

|

/

/

J

]

/

J

j

/

]

/

/

/

/

/

)

N

AAARRRARRRRNNNY =
— =

VENT PIPE/CONDUIT

UNSUPPORTED
FLASHING PER
MANUFACTURER

GALV. DRIP
EDGE

2x6 FASCIA,
PAINT

1x6 T&G DECKING, PAINT

PENETRATION

WALL AS SCHEDULED.

SEAL AIR TIGHT AT

PIPE FLASHING

-2
Oy
L4

1'-4 1/8"

~~—APPLIED TAFS OVER SHAPED

SCALE:

EAGLE ROOF TILE SYSTEM OVER
BUILDING FELT OVER EXTERIOR

GRADE PLYWOOD OR DENSDECK FLASHING ALL

COVER BD. SUBSTRATE OVER 2X AROUND AS
ROOF FRAMING REQD BY
FIREBLOCKING AT 10°—0" 0.C. MAX, MANUFACTURER

(3/4” SHT'G OR 1/2" GYP.)

G.I. DRIP CAP, REFER
ELEVATIONS FOR COLOR.

CLOSURE PER MANUF.

FOAM TRIM (NAILED AND GLUED)
OVER EXTERIOR GRADE PLYWOOQOD

BACKING W/ 2X BLOCKING AS
REQUIRED.
1" RIGID
INSULATION ALL
AROUND CURB

MASONRY WALL,

RIDGE TILE PER MANUF.

FLASHING ALL
AROUND AS

REQ'D BY
MANUFACTURER

PROVIDE ADDITIONAL SHEET OF
UNDERLAYMENT OVER NAILER, MIN. 6
OVERLAP

2X NAILER

DENSDECK COVERBOARD

1'-0"

3" THICK POLYISO INSULATION

LADDER ANCHORED TO L

SEE ]
MANUFACTURER SPECS o

1_1/277 — 11_077

2,—6” X 3)_0”
INSULATED ROOF
HATCH AND METAL
CURB— PAINT LID:
WHITE

SINGLE PLY
ROOFING SYSTEM
OVER EXTERIOR
GRADE PLYWOOD
DECK SHEATHING
OVER WOOD
TRUSSES

DOUBLE 2X6

a9

BLOCKING AROUND
S SIDES OF
OPENING

2,—6” X 3)_011

1” RIGID
INSULATION ALL
AROUND CURB

_________________ o

=

3" METAL DECK

LADDER ANCHORED TO
METAL STUD WALL, SEE
MANUFACTURER SPECS

/:

STEEL RIDGE BEAM

RIDGE DETAIL

®)

INSULATED ROOF
HATCH AND METAL
CURB— PAINT LID:
WHITE

SINGLE PLY
ROOFING SYSTEM
OVER EXTERIOR
GRADE PLYWOOD
DECK SHEATHING
OVER WOOD
TRUSSES

DOUBLE 2X6

BLOCKING AROUND
3 SIDES OF
OPENING

ROOF HATCH DETAIL

SCALE: 1" = 1’-0"

FASTENERS
@ 12" O.C.
PER MANUF.

SINGLE PLY
ROOFING

5/8” CDX
PLYWD.

SCALE:

ROOF TOP MECH. UNIT — SEE
MECH. DWG'S.

INSULATED PRE-FAB CURB — SEE
MECHANICAL DRAWINGS

GALV. SHEET MTL. DRIP FLASHING

S.S. SHEET METAL SCREWS W/

BONDING ADHESIVE
SEALANT

. TELESCOPING SAFETY
”)/\ POST SECURED TO
\I LADDER RUNG
|

SEE DETAIL 2/A7.3 I\

NEOPRENE WASHERS FWEF
METAL WALL

3/4” — 11_0”

MOUNTED ROOF

] ACCESS LADDER

SINGLE PLY ROOFING SYSTEM

1" INSULATION
VAPOR BARRIER ®

HOT AIR WELD

71/44

T

CONSTRUCTION)

FASTENER PER MANUF. f

N

LAP PER MANUF.

SCALE:  11/2" = 1'-0"

SEE MECH. DWG'S. FOR OPENING
LOCATION AND SIZE

MECHANICAL

2X10 HEADERS WITH SIMPSON
WNP412 HANGERS EACH END

METAL RUNG— 1 1/4”

MAX.
|

=

CURB

v
PROVIDE SOLID
/BACKING/BLOCKING AT
LADDER ANCHOR
—] LOCATIONS (STUD WAL
v

f o
— . |
w0
=z
M| L
|k =
>
Ll
1 —
F] [‘I
[ | Y I . | |
I

F'j_____f"l

L AN 1
N N~
|
N NS

0l s
[ | S J .

AV

ACCESS LADDER DETAIL

SCALE: 1-1/2" = 1'-0"

SCALE:

3/8” — 1 ,—O”
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KEY NOTES .Perlman

(@ |DESCRIPTION Architects of Arizona
= == == 1. |FINISH GRADE, SLOPE AWAY FROM BUILDING, 4808 N. 24th Street Ste, 100
- \"\ - r_g’ \\ - \\ SEE CIVIL DRAWINGS Phoenix, Arizona 85016
/ e B3N / L \ /7~ SHAPED SOFFIT 2. |CONCRETE ROOF TILE SYSTEM 480.951.5900 480.951.3045 1
/ \ / : \ /" PROFILE TYP, UN.O. \ 3. | TEXTURED ACRYLIC FINISH SYSTEM perlmanaz.com
/ \ / iR \ . \ (T.A.F.S.)
[ | [ - | [~ \ 4. |T.AF.S. OVER MASTIC APPLIED FOAM ACCENT
| | | rp_o © | | <Ly | 5. |CMU VENEER WAINSCOT
\ \ ™~ G 6. |METAL CAP FLASHING OVER PARAPET,
\ B / \ — oLl / PAINTED — P2
NN | / N 5 / N 3|2 / 7. |4x10 COMPOSITE RAFTER TAIL, PAINTED
<R P . N P N P 8. |6x12 COMPOSITE OUTLOOKER, PAINTED
>~ — 46-0 V- ~ - 9. |[8x16 COMPOSITE OUTLOOKER, PAINTED
10. |APPARATUS BI-FOLD DOORS, PREFINISHED
11. |ALUMINUM SECTIONAL OVERHEAD DOORS,
POWDERCOAT TO MATCH BI—FOLD DOORS
12. |LIGHT FIXTURE, SEE ELECTRICAL DRAWINGS
30”4 13. |HOSE BIBB, SEE PLUMBING DRAWINGS
{;TOP— == - - - - 14. |DASHED LINE DENOTES ROOF TO WALL EXPIRES T2 310021
FLASHING, SEE ROOF DETAILS
15. |LOCATIONS OF ADDRESS SIGNAGE ————
REVERSE CHANNEL LETTERS, 18”H, ARIAL These drawincs are efrumente of semvice
TYPEFACE, 3" STROKE, DARK BRONZE. and are rtizmpgrop:rrty Ior:‘ I-Tgvrlr::rg Pe(r)lman,rv/!\IA.
16. [LOCATION OF BUILDING SIGNAGE :'Ioword Pe‘rlnrr::n e)épreﬁly reserve?_tits ‘c%r{\m?n
” aw copyri and other prope g S 1o
ROVAN, TYPEFACE: DaRK BRONZE. OVER 2D |  Uese,plrs., These pan are ol o be
s . duced, ch d ied i fi
)— FOAM BAND. or manner’ whatsoever, nor are they to_be
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KEY NOTES .Perlman

.__. (@ |DESCRIPTION Architects of Arizona
(23)

FINISH GRADE, SLOPE AWAY FROM BUILDING, 4808 N. 24th Streef Ste, 100
SEE CIVIL DRAWINGS Phoenix, Arizona 85016
CONCRETE ROOF TILE SYSTEM 480.951.5900 480.951.3045 1
TEXTURED ACRYLIC FINISH SYSTEM perlmanaz.com
(T.A.F.S.)
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& |DESCRIPTION Architects of Arizona
4808 N. 24th Street Ste, 100
1. | FINISHED GRADE, SLOPE AWAY FROM Phoenix, Arizona 85016
BUILDING 480.951.5900 480.951.3045 f
2. | CONCRETE STOOP /SIDEWALK, SLOPE oerlmanaz.com
3. | CONCRETE FOOTING, SEE STRUCTURAL
4. | CONCRETE SLAB ON GRADE, SEE STRUCTURAL
5. | FOOTING BEYOND
6. | TRENCH DRAIN, SEE PLUMBING DRAWINGS
7. | CMU WALL CONSTRUCTION
8. | BEAM, SEE STRUCTURAL DRAWINGS
9. | WOOD LEDGER, SEE STRUCTURAL DRAWINGS
10. | PREFAB WOOD TRUSSES, SEE STRUCTURAL
DRAWINGS
11. | CMU VENEER WAINSCOT W/ SILL ABOVE
12. | ICF WALL CONSTRUCTION
13. | CONCRETE ROOF TILE SYSTEM, SEE ROOF
PLAN
14, | 3" STEEL ROOF DECK
n 15. | ROOF SHEATHING, SEE STRUCTURAL EXPIRES: 12-31-2021
16. | TPO (THERMOPLASTIC POLYOLEFIN) MEMBRANE
W 17 ROOFING SYSTEM, SEE ROOF PLAN ]
17. | DENSDECK COVER BOARD OVER RIGID These drawings are instruments of service
——— POLYISO INSULATION, SEE ROOF PLAN et Parmon e ol roaones o o
P d N 18. | STEEL ROOF FRAMING law copyright and other property rights to
l ‘ 19. PARAPET COPING SYSTEM these plans. These plans‘qre‘ not to be
! I 8 20. | DOOR / WINDOW AS SCHEDULED B oo whoteover, ror ot they to. b
| | 21. | FOUR—FOLD BAY DOOR assigned to any third party, without first
4\ I _— 28 22. | ALUMINUM SECTIONAL OVERHEAD DOOR btaining the expressed written permission and
[ .
N, : | 23. | METAL STUD WALL CONSTRUCTION PER PLANS dimensions on these drawings shall have
APPARATUS 15 24. | WALL /CEILING FINISH AS SCHEDULED precedence over scaled dimensions.
! 25. | SUPPLY GRILLE, SEE MECHANICAL DWGS. © COPYRIGHT 2019, HOWARD PERLMAN, A.LA.
[’ -.\ I I . 19 26. M”‘LWORK’ SEE PLANS |
o [ ~ 27. | R=19 BATT INSULATION
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ENERAL NOTE
. 11
(24 (1) 1. GYPSUM BOARD MATERIALS AND ACCESSORIES JLC / JRS
©1 SHALL BE IDENTIFIED BY THE MANUFACTURER’S
o AN ? o DESIGNATION TO INDICATE COMPLIANCE wiTH THE| Date
{;O—O 0-0 Q APPROPRIATE STANDARDS (DEFINED IN SECTION
F.F.E. F.F.E. 2506 AND LISTED IN TABLES 2506.2, 2508.1 07.17.19
AND CHAPTER 35). 0.
2. WET AREAS: (DEFINED IN SECTION 2509.1) Proi N
SHOWERS AND PUBLIC TOILET WALLS SHALL roject Number
CONFORM TO SECTION 1210.2 AND 1210.3.
3. BASE FOR TILE: (DEFINED IN SECTION 2509.2:) 318009
SHOWER AREA WALL AND CEILING PANELS TO
RECEIVE CEMENT, FIBER—CEMENT, OR GLASS
MAT GYPSUM BACKER. Sheet Number
4. WATER CLOSET COMPARTMENT WALLS TO BUILDING SECTIONS
RECEIVE WATER—RESISTANT GYPSUM BACKING
BOARD WITH LEVEL 2 GYPSUM BOARD FINISH.
5. SEE FINISH SCHEDULE FOR WALL AND CEILING
BUILDING SECTION FINISHES.
n
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(& |pESCRIPTION

1. | FINISHED GRADE, SLOPE AWAY FROM
BUILDING

2. | CONCRETE STOOP/SIDEWALK, SLOPE

3. | CONCRETE FOOTING, SEE STRUCTURAL

4. | CONCRETE SLAB ON GRADE, SEE STRUCTURAL

5. | FOOTING BEYOND

6. | TRENCH DRAIN, SEE PLUMBING DRAWINGS

7. | CMU WALL CONSTRUCTION

8. | BEAM, SEE STRUCTURAL DRAWINGS

9. | WoOD LEDGER, SEE STRUCTURAL DRAWINGS

10. | PREFAB WOOD TRUSSES, SEE STRUCTURAL
DRAWINGS

11. | CMU VENEER WAINSCOT W/ SILL ABOVE

12. | ICF WALL CONSTRUCTION

13. | CONCRETE ROOF TILE SYSTEM, SEE ROOF
PLAN

14. | 3" STEEL ROOF DECK

15. | ROOF SHEATHING, SEE STRUCTURAL

16. | TPO (THERMOPLASTIC POLYOLEFIN) MEMBRANE
ROOFING SYSTEM, SEE ROOF PLAN

17. | DENSDECK COVER BOARD OVER RIGID
POLYISO INSULATION, SEE ROOF PLAN

18. | STEEL ROOF FRAMING

19. | PARAPET COPING SYSTEM

20. | DOOR / WINDOW AS SCHEDULED

21. | FOUR=FOLD BAY DOOR

22. | ALUMINUM SECTIONAL OVERHEAD DOOR

23. | METAL STUD WALL CONSTRUCTION PER PLANS

24. | WALL /CEILING FINISH AS SCHEDULED

25. | SUPPLY GRILLE, SEE MECHANICAL DWGS.

26. | MILLWORK, SEE PLANS

27. | R=19 BATT INSULATION

28. | R—38 BATT INSULATION

29. | COORDINATE FOOTING DEPTH W/ PLUMBING

30. | RAISED CONCRETE AREA, SEE STRUCTURAL
DRAWINGS AND DETAIL 14/A12.1.

31. | STEEL BOLLARD, SEE FLOOR PLAN

32. | WOoOD STUD WALL CONSTRUCTION PER PLANS

GENERAL NOTES

GYPSUM BOARD MATERIALS AND ACCESSORIES
SHALL BE IDENTIFIED BY THE MANUFACTURER'S
DESIGNATION TO INDICATE COMPLIANCE WITH THE
APPROPRIATE STANDARDS (DEFINED IN SECTION
2506 AND LISTED IN TABLES 2506.2, 2508.1
AND CHAPTER 35).

2. WET AREAS: (DEFINED IN SECTION 2509.1)
SHOWERS AND PUBLIC TOILET WALLS SHALL
CONFORM TO SECTION 1210.2 AND 1210.3.

3. BASE FOR TILE: (DEFINED IN SECTION 2509.2:)
SHOWER AREA WALL AND CEILING PANELS TO
RECEIVE CEMENT, FIBER—CEMENT, OR GLASS
MAT GYPSUM BACKER.

4. WATER CLOSET COMPARTMENT WALLS TO

SCALE: 1/8 = 1'=0”

RECEIVE WATER—RESISTANT GYPSUM BACKING
BOARD WITH LEVEL 2 GYPSUM BOARD FINISH.
SEE FINISH SCHEDULE FOR WALL AND CEILING
FINISHES.
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®Perlman

Architects of Arizona
4808 N. 24th Street Ste, 100
Phoenix, Arizona 85016
480.951.5900 480.951.3045 1

perlmanaz.com

Seal

KENNETH W.
POWERS

EXPIRES: 12-31-2021

These drawings are instruments of service
and are the property of Howard Perlman, AlA.
Howard Perlman expressly reserves its common
law copyright and other property rights to
these plans. These plans are not to be
reproduced, changed or copied in any form
or manner whatsoever, nor are they to be
assigned to any third party, without first
obtaining the expressed written permission and
consent of Howard Perlman, AIA. Written
dimensions on these drawings shall have
precedence over scaled dimensions.

© COPYRIGHT 2019, HOWARD PERLMAN, A.LA.
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KEY NOTES .Perlman

(@ |DESCRIPTION Architects of Arizona
4808 N. 24th Street Ste, 100
1. | FINISHED GRADE, SLOPE AWAY FROM Phoenix, Arizona 85016
BUILDING 480.951.5900 480.951.3045 f
2. | CONCRETE STOOP /SIDEWALK, SLOPE oerlmanaz.com
3. | CONCRETE FOOTING, SEE STRUCTURAL
4. | CONCRETE SLAB ON GRADE, SEE STRUCTURAL
5. | FOOTING BEYOND
6. | TRENCH DRAIN, SEE PLUMBING DRAWINGS
7. | CMU WALL CONSTRUCTION
8. | BEAM, SEE STRUCTURAL DRAWINGS
9. | WoOD LEDGER, SEE STRUCTURAL DRAWINGS
10. | PREFAB WOOD TRUSSES, SEE STRUCTURAL
DRAWINGS
11. | CMU VENEER WAINSCOT W/ SILL ABOVE
12. | ICF WALL CONSTRUCTION
13. | CONCRETE ROOF TILE SYSTEM, SEE ROOF
PLAN
14. | 3" STEEL ROOF DECK
15. | ROOF SHEATHING, SEE STRUCTURAL EXPIRES: 12-31-2021
16. | TPO (THERMOPLASTIC POLYOLEFIN) MEMBRANE
ROOFING SYSTEM, SEE ROOF PLAN |
~ . XK A LR L R R A 17. DENSDECK COVER BOARD OVER RIGID These drawings are instruments of service
~Z POLYISO INSULATION, SEE ROOF PLAN oard P o arees o Sarhratn
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1 : t of H d | , AIA.  Writt
7 23. | METAL STUD WALL CONSTRUCTION PER PLANS dimensions on. these drawings shall have
; 24. | WALL/CEILING FINISH AS SCHEDULED precedence over scaled dimensions.
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o /N e T I SHALL BE IDENTIFIED BY THE MANUFACTURER’S
o - ¢ I SN % /N I ! . DESIGNATION TO INDICATE COMPLIANCE WITH THE| Date
{;O—O : . 2/ N = = a N = ] 0=0 q} APPROPRIATE STANDARDS (DEFINED IN SECTION
F.F.E. 1 h I F.F.E. 2506 AND LISTED IN TABLES 2506.2, 2508.1 07.17.19
1 1 1 1 AND CHAPTER 35). -1
\ / \ \ 2. WET AREAS: (DEFINED IN SECTION 2509.1) -
3 - SHOWERS AND PUBLIC TOILET WALLS SHALL Project Number
CONFORM TO SECTION 1210.2 AND 1210.3.
3. BASE FOR TILE: (DEFINED IN SECTION 2509.2:) 318009
SHOWER AREA WALL AND CEILING PANELS TO
RECEIVE CEMENT, FIBER—CEMENT, OR GLASS
MAT GYPSUM BACKER. Sheet Number
4. WATER CLOSET COMPARTMENT WALLS TO BUILDING SECTIONS

RECEIVE WATER—RESISTANT GYPSUM BACKING
BOARD WITH LEVEL 2 GYPSUM BOARD FINISH.

BUILDING SECTION 5. El%\]l_:lsﬂlllj\lsl_SH SCHEDULE FOR WALL AND CEILING B 9 3
[ ]

SCALE: 1/8 = 1'=0”
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KEY NOTES BPerlman

DESCRIPTION Architects of Arizona
4808 N. 24th Street Ste, 100
FINISHED GRADE, SLOPE AWAY FROM Phoenix, Arizona 85016
BUILDING 480.951.5900 480.951.3045 f
CONCRETE STOOP/SIDEWALK, SLOPE serlmanaz.com
CONCRETE FOOTING, SEE STRUCTURAL
CONCRETE SLAB ON GRADE, SEE
STRUCTURAL Seal
CMU VENEER, SEE EXTERIOR ELEVATIONS
TEXTURED ACRYLIC FINISH SYSTEM 0O/
WALL CONSTRUCTION PER PLANS

BEAM, SEE STRUCTURAL DRAWINGS
WALL ILING FINISH AS SCHEDULED
CONT. VENT W/ SCREEN

PREFAB WOOD TRUSSES, SEE
STRUCTURAL DRAWINGS

11. | TAF.S. O/ LIQUID APPLIED WEATHER
RESISTIVE BARRIER 0/ SHAPED EAVE
PROFILE (EPS) O/ WOOD SUBSTRATE
12. | ROOF SHEATHING, SEE STRUCTURAL EXPIRES: 12-31-2021
13.| CONCRETE ROOF TILE, SEE ROOF PLAN
AND EXTERIOR ELEVATIONS

14. | T.A.F.S. O/ WALL CONSTRUCTION PER These drawings are instruments of service
PLANS, REFER TO SPECIFICATIONS FOR o e popaty of Howard Panan, A
INSTALLATION REQUIREMENTS law copyright and other property rights to
15| IOF WALL CONSTRUGTION PER PLANS o s o i o
16. | 2x WOOD FRAMED INFILL AT OPENINGS, !

SEE WALL TYPES PLAN 8%5;323}“2%??%3& Eﬁﬁy",rewﬁrﬁiﬁtt%riz
17.| DOOR/WINDOW SYSTEM AS SCHEDULED obtaining he expressed writlen permission an
18. | MIN. R—38 BATT INSULATION TO Gimenaions o these crawinge. shall have
UNDERSIDE OF DECK precedence over scaled dimensions.
19. [ MIN. R—38 BATT INSULATION INSTALLED © COPYRIGHT 2019, HOWARD PERLMAN, AlA.
VERTICALLY TO MAINTAIN THERMAL
ENVELOPE, HEIGHT AS REQUIRED
20.| TPO (THERMOPLASTIC POLYOLEFIN)
MEMBRANE ROOFING SYSTEM, SEE ROOF
PLAN
21.| PROVIDE T.A.F.S. FINISH AT ROOF SIDE
OF PARAPET WALL, REFER TO
SPECIFICATIONS FOR INSTALLATION
22 REQUIREMENTS
22.| PARAPET COPING SYSTEM, PAINT
23.| T.AF.S. O/ LIQUID APPLIED WEATHER
RESISTIVE BARRIER O/ SHAPED PROFILE
(EPS)

' om 24.| GALVANIZED METAL FLASHING AT ROOF
$ 18’7  —

TO WALL TRANSITION
T.0. PARAPET TOP PLATE NI: 25.| CABINETRY/MILLWORK, SEE INTERIOR
ELEVATIONS
26.| CMU WALL CONSTRUCTION, SEE PLANS
27.| ROOF JOISTS PER STRUCTURAL
DRAWINGS
28.| WOOD LEDGER, SEE STRUCTURAL
DRAWINGS
29.| STEEL ROOF FRAMING MEMBER, SEE
STRUCTURAL DRAWINGS, PAINT
30.| 3” STEEL ROOF DECK, SEE STRUCTURAL
DRAWINGS, PAINT
DENSDECK COVER BOARD OVER RIGID
POLYISO INSULATION, SEE ROOF PLAN
COMPOSITE FOAM RAFTER OVER WOOD
FRAMING, SEE ROOF PLAN
T&G WOOD SOFFIT, SEE RCP
1/2” SHEATHING SUBSTRATE
PIPE BOLLARD W/ FOOTING COMBINED
WITH BUILDING FOOTING, SEE
STRUCTURAL PLANS
WOOD FRAME WALL CONSTRUCTION
METAL STUD FRAMED WALLS PER PLANS
STEEL COLUMN BEYOND, SEE
STRUCTURAL DRAWINGS
PROVIDE FIREBLOCKING IN ENCLOSED
EAVES AT 10°=0" O.C. MAX.
FIREBLOCKING MATERIAL CAN BE 3/4"
WOOD SHT'G OR 1/2” GYP. BD.
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GYPSUM BOARD MATERIALS AND ACCESSORIES JLC / JRS
SHALL BE IDENTIFIED BY THE MANUFACTURER'S
DESIGNATION TO INDICATE COMPLIANCE WITH THE| Date
APPROPRIATE STANDARDS (DEFINED IN SECTION
2506 AND LISTED IN TABLES 2506.2, 2508.1

AND CHAPTER 35). 07.17.19

2. WET AREAS: (DEFINED IN SECTION 2509.1) .
SHOWERS AND PUBLIC TOILET WALLS SHALL Project Number
CONFORM TO SECTION 1210.2 AND 1210.3.

3. BASE FOR TILE: (DEFINED IN SECTION 2509.2:) 318009
SHOWER AREA WALL AND CEILING PANELS TO
RECEIVE CEMENT, FIBER—CEMENT, OR GLASS
MAT GYPSUM BACKER. Sheet Number

4. WATER CLOSET COMPARTMENT WALLS TO WALL SECTIONS
RECEIVE WATER—RESISTANT GYPSUM BACKING
BOARD WITH LEVEL 2 GYPSUM BOARD FINISH.

WALL SECTION WALL SECTION WALL SECTION WALL SECTION 5. EE\ESEESBH SCHEDULE FOR WALL AND CEILING A10.1

SCALE: 1/2" = 1'=0” SCALE: 1/2" = 1=0" SCALE: 1/2" = 1'=0” SCALE: 1/2” = 1=0"
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KEY NOTES BPerlman

(@ |DESCRIPTION Architects of Arizona
4808 N. 24th Street Ste, 100
1. QL,]I”LSS:E][(); GRADE, SLOPE AWAY FROM Phoenix, Arizona 85016
480.951.5900 480.951.3045 f
2. | CONCRETE STOOP/SIDEWALK, SLOPE serlmanaz.com
3. | CONCRETE FOOTING, SEE STRUCTURAL
4. | CONCRETE SLAB ON GRADE, SEE
STRUCTURAL Seal
5. | CMU VENEER, SEE EXTERIOR ELEVATIONS
6. | TEXTURED ACRYLIC FINISH SYSTEM O/
WALL CONSTRUCTION PER PLANS
7. | BEAM, SEE STRUCTURAL DRAWINGS
K{ 8. | WALL/CEILING FINISH. AS SCHEDULED
9. | CONT. VENT W/ SCREEN
10. | PREFAB WOOD TRUSSES, SEE
STRUCTURAL DRAWINGS
11. | T.AF.S. O/ LIQUID APPLIED WEATHER
RESISTIVE BARRIER O/ SHAPED EAVE
PROFILE (EPS) O/ WOOD SUBSTRATE
(26) 12. | ROOF SHEATHING, SEE STRUCTURAL EXPIRES: 12-31-2021
13. | CONCRETE ROOF TILE, SEE ROOF PLAN
/ { 14 ’ AND EXTERIOR ELEVATIONS |
14. | T.A.F.S. O/ WALL CONSTRUCTION PER These drawings are instruments of service
an are e prope y o) owart eriman, .
PLANS’ REFER TO SPECIFICATIONS FOR HO(\:IIICIrd Ptehrlmun exgressTyHreser\?esPitsl comrﬁlﬁm
19'—4 @ 15. | ICF WALL GONSTRUCTION PER PLANS these. plans._These plans.are ot to be
. ese pons. ese pqns‘ore‘ no (o] e
n (23) T.0. CMU 16. | 2x WOOD FRAMED INFILL AT OPENINGS, T o P e horr
SEE WALL TYPES PLAN qstsigpedﬂ’:o any thigd R&rty, without firs(’;
17. | DOOR/WINDOW SYSTEM AS SCHEDULED obtaining the expressed written permission an
18. | MIN. R—38 BATT INSULATION TO oo oo thase drowice whal have
UNDERSIDE OF DECK precedence over scaled dimensions.
.31 19. vll-jl\ll?ﬂl(?:;SEY BTAOTTM%S?kﬁ\lﬂ%ﬁElRNMS;bLLED © COPYRIGHT 2019, HOWARD PERLMAN, A.LA.
|
ENVELOPE, HEIGHT AS REQUIRED
? _—C 20.| TPO (THERMOPLASTIC POLYOLEFIN)
= MEMBRANE ROOFING SYSTEM, SEE ROOF
— " ;
= PLAN o
/a/n%/" 21. | PROVIDE T.A.F.S. FINISH AT ROOF SIDE =
- == "// OF PARAPET WALL, REFER TO s
. _—— " = SPECIFICATIONS FOR INSTALLATION -
.- REQUIREMENTS c |2
a4 22.| PARAPET COPING SYSTEM, PAINT S|,
! 23.| T.AF.S. O/ LIQUID APPLIED WEATHER =
B RESISTIVE BARRIER O/ SHAPED PROFILE 2| v
- i (EPS) o | =
$1 g _7" ] 177 : 24.| GALVANIZED METAL FLASHING AT ROOF =
TO WALL TRANSITION =
T-0- PARAPET TOP PLATE [ \[IF= " (23) N/ 25.| CABINETRY/MILLWORK, SEE INTERIOR S
! ELEVATIONS
21 .
(2 - : I r 26.| CMU WALL CONSTRUCTION, SEE PLANS -
23 == Bp—— F—— ! ! 27.| ROOF JOISTS PER STRUCTURAL S
T LI T T T T T o1 L——. DRAWINGS
0 o | : 28.| WOOD LEDGER, SEE STRUCTURAL O
o) (36) ST ! 26 L ——————= DRAWINGS ol
| . c- 29.| STEEL ROOF FRAMING MEMBER, SEE i
(14) 3 | 14 . STRUCTURAL DRAWINGS, PAINT
. ! | . 30.| 3” STEEL ROOF DECK, SEE STRUCTURAL .
A — N DRAWINGS, PAINT o | —
yars L . 31. | DENSDECK COVER BOARD OVER RIGID v |=
—_— . | 24 . POLYISO INSULATION, SEE ROOF PLAN a |~
\\ﬁ == | ST 32.| COMPOSITE FOAM RAFTER OVER WOOD
=TT ; | FRAMING, SEE ROOF PLAN >
| -
& T A —— 1 ! L_L 20 . 33.| T&G WOOD SOFFIT, SEE RCP 2 <
] || ) s s ] T T N e 4 34.| 1/2” SHEATHING SUBSTRATE
L L i | ! : 35.| PIPE BOLLARD W/ FOOTING COMBINED
[ — || /: g WITH BUILDING FOOTING, SEE
— || | ' X STRUCTURAL PLANS
C N o R/\/\/\/x/\/\ a 36.] WOOD FRAME WALL CONSTRUCTION
— || ! , - 37.| METAL STUD FRAMED WALLS PER PLANS
.- || | s 38.| STEEL COLUMN BEYOND, SEE
I / i 10°=10 1/2" . STRUCTURAL DRAWINGS
|| ! = B.O. TRUSS (28) 39.| PROVIDE FIREBLOCKING IN ENCLOSED
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K L , | E— o FIREBLOCKING MATERIAL CAN BE 3/4” .
% ! ! - WOOD SHT'G OR 1/2” GYP. BD.
R ] ! R , , ~
: L a 02 Co
@ 3 |/ ' a @ | > 03
Y ! ¥ |
[ | | s [X 0 ] m
. ! ! (8 ) . (14) o
3 /! | R v O
< I I % U) w
& X i\ | I & X z
a I | I s 0 w
I >
o I o
: L\ i  H Mm S <
VA I vk
o i O « .
¢ ' | — s V= e O
2% APPARATUS ! COMMUNITY 2% COVERED SCBA APPARATUS O m >,
£ K FITNESS BAY ' ! ROOM £ K PATIO A FILL BAY - O
: 140] ————- i ————— N 106 : 145 e ;
K C 5) K >n w R <
g | a% ) - O
| | l - - |
£ ! " £ lo)
| . | O 9 9m
K | | o - O
T I = T Q9
| | N IL. o
Vb >< I Vb ><
I >< I 1 ><_
X | ‘ DAL
R L e
- 4 J & 4 x R P a4 ] 2 B 2 P j | a 7 . 7 z . p” . 4 4 J 2 R ] < J 4 « 4 - 2 B & 4 Fa A ,,A < 4 K . J = < a . 4 = L) 4
s 2 R T " INEIPREE D N - T i S AT e N PR ST
—Il=ll=l13 B — || ===l = T T T TE= T = ‘:" A: —d —_— =l I=llI=ll=ll« =l =llI=lll= =l ==l ==y M=
ellSlIIi=) % Sl Il ] e R L Ll el eIl I S I I A I
::::::7 - . <? ::::::: EEEEEEaﬁii—i— EEIE& E“Eﬂ%ﬁ%ﬂ]zmzﬂ ::::::7: : 9 - ::::::: ::::::7: —] - :4 :::::::
A T T T T TR T 1= SR -1 T -1 DR =T~ T 1ST SUBMITTAL
Sl RN LI T bt b e T e e e N I T AR - . I I TR (1]
R [ P’ g ey prennyp  prennyp  prenyp y pedi [ e I I A I I I I I I I I I I e U T 1 = [ e e g ey pee [ === e gy i [
ST T T SEEIEEEEEEEEETEE D ST T T T =TT ST T == =T G o S Drawn/Checked By
- / UﬁmﬁmﬁmﬁMﬁMﬁMﬁMﬁMﬁMﬁMﬁMﬁMﬁM‘EMﬁMF C} C) ENERAL N TE
"uﬁ@ﬁ‘}ﬁQ%ﬁ:&jﬁﬁ%ﬁfﬁﬁﬁ%ﬁfﬁﬁ%ﬁ@? 1. GYPSUM BOARD MATERIALS AND ACCESSORIES JLC / JRS
eI SHALL BE IDENTIFIED BY THE MANUFACTURER’S
DESIGNATION TO INDICATE COMPLIANCE WITH THE| Date
APPROPRIATE STANDARDS (DEFINED IN SECTION
(3 ) 2506 AND LISTED IN TABLES 2506.2, 2508.1
AND CHAPTER 35). 07.17.19
BEYOND 2. WET AREAS: (DEFINED IN SECTION 2509.1) Y N
SHOWERS AND PUBLIC TOILET WALLS SHALL roject Number
CONFORM TO SECTION 1210.2 AND 1210.3.
3. BASE FOR TILE: (DEFINED IN SECTION 2509.2:) 318009
SHOWER AREA WALL AND CEILING PANELS TO
RECEIVE CEMENT, FIBER—CEMENT, OR GLASS
MAT GYPSUM BACKER. Sheet Number
4. WATER CLOSET COMPARTMENT WALLS TO WALL SECTIONS

RECEIVE WATER—RESISTANT GYPSUM BACKING
BOARD WITH LEVEL 2 GYPSUM BOARD FINISH.

WALL SECTION WALL SECTION WALL SECTION WALL SECTION 5. EE\ESEESBH SCHEDULE FOR WALL AND CEILING A1o 2
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KEY NOTES

DESCRIPTION

FINISHED GRADE, SLOPE AWAY FROM
BUILDING

CONCRETE STOOP/SIDEWALK, SLOPE
CONCRETE FOOTING, SEE STRUCTURAL
CONCRETE SLAB ON GRADE, SEE
STRUCTURAL

CMU VENEER, SEE EXTERIOR ELEVATIONS
TEXTURED ACRYLIC FINISH SYSTEM 0O/
WALL CONSTRUCTION PER PLANS
BEAM, SEE STRUCTURAL DRAWINGS
WALL/CEILING. FINISH. AS SGHEDULED
CONT. VENT W/ SCREEN

PREFAB WOOD TRUSSES, SEE
STRUCTURAL DRAWINGS

11. | T.A.F.S. 0/ LIQUID APPLIED WEATHER
RESISTIVE BARRIER 0/ SHAPED EAVE
PROFILE (EPS) 0/ WOOD SUBSTRATE
12. | ROOF SHEATHING, SEE STRUCTURAL
13. | CONCRETE ROOF TILE, SEE ROOF PLAN
AND EXTERIOR ELEVATIONS

14. | T.AF.S. 0/ WALL CONSTRUCTION PER
PLANS, REFER TO SPECIFICATIONS FOR
INSTALLATION REQUIREMENTS

15. | ICF WALL CONSTRUCTION PER PLANS
16. | 2x WOOD FRAMED INFILL AT OPENINGS,
SEE WALL TYPES PLAN

17. | DOOR/WINDOW SYSTEM AS SCHEDULED
18. | MIN. R—38 BATT INSULATION TO
UNDERSIDE OF DECK

19. | MIN. R—38 BATT INSULATION INSTALLED
VERTICALLY TO MAINTAIN THERMAL
ENVELOPE, HEIGHT AS REQUIRED

20.| TPO (THERMOPLASTIC POLYOLEFIN)
MEMBRANE ROOFING SYSTEM, SEE ROOF
PLAN

21. | PROVIDE T.A.F.S. FINISH AT ROOF SIDE
OF PARAPET WALL, REFER TO
SPECIFICATIONS FOR INSTALLATION
REQUIREMENTS

22.| PARAPET COPING SYSTEM, PAINT

23.| T.AF.S. 0/ LIQUID APPLIED WEATHER
RESISTIVE BARRIER O/ SHAPED PROFILE
(EPS)

24.| GALVANIZED METAL FLASHING AT ROOF
TO WALL TRANSITION

25.| CABINETRY/MILLWORK, SEE INTERIOR
ELEVATIONS

26.| CMU WALL CONSTRUCTION, SEE PLANS
27.| ROOF JOISTS PER STRUCTURAL
DRAWINGS

28.| WOOD LEDGER, SEE STRUCTURAL
DRAWINGS

29.| STEEL ROOF FRAMING MEMBER, SEE
STRUCTURAL DRAWINGS, PAINT

30.| 3" STEEL ROOF DECK, SEE STRUCTURAL
DRAWINGS, PAINT

31. | DENSDECK COVER BOARD OVER RIGID
POLYISO INSULATION, SEE ROOF PLAN
32.| COMPOSITE FOAM RAFTER OVER WOOD
FRAMING, SEE ROOF PLAN

33.| T&G WOOD SOFFIT, SEE RCP

34.| 1/2” SHEATHING SUBSTRATE

35.| PIPE BOLLARD W/ FOOTING COMBINED
WITH BUILDING FOOTING, SEE
STRUCTURAL PLANS

36.| WOOD FRAME WALL CONSTRUCTION

37.| METAL STUD FRAMED WALLS PER PLANS
38.| STEEL COLUMN BEYOND, SEE
STRUCTURAL DRAWINGS

39.| PROVIDE FIREBLOCKING IN ENCLOSED
EAVES AT 10'—0” 0.C. MAX.
FIREBLOCKING MATERIAL CAN BE 3/4”
" WOOD SHT'G OR 1/2” GYP. BD.
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SCALE: 1/2” = 1=0"

GENERAL NOTES

GYPSUM BOARD MATERIALS AND ACCESSORIES
SHALL BE IDENTIFIED BY THE MANUFACTURER'S
DESIGNATION TO INDICATE COMPLIANCE WITH THE
APPROPRIATE STANDARDS (DEFINED IN SECTION
2506 AND LISTED IN TABLES 2506.2, 2508.1
AND CHAPTER 35).

2. WET AREAS: (DEFINED IN SECTION 2509.1)
SHOWERS AND PUBLIC TOILET WALLS SHALL
CONFORM TO SECTION 1210.2 AND 1210.3.

3. BASE FOR TILE: (DEFINED IN SECTION 2509.2:)
SHOWER AREA WALL AND CEILING PANELS TO
RECEIVE CEMENT, FIBER—CEMENT, OR GLASS
MAT GYPSUM BACKER.

4. WATER CLOSET COMPARTMENT WALLS TO
RECEIVE WATER—RESISTANT GYPSUM BACKING
BOARD WITH LEVEL 2 GYPSUM BOARD FINISH.

5. SEE FINISH SCHEDULE FOR WALL AND CEILING
FINISHES.
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®Perlman

Architects of Arizona
4808 N. 24th Street Ste, 100
Phoenix, Arizona 85016
480.951.5900 480.951.3045 1

perlmanaz.com

Seal

EXPIRES: 12-31-2021

These drawings are instruments of service
and are the property of Howard Perlman, AlA.
Howard Perlman expressly reserves its common
law copyright and other property rights to
these plans. These plans are not to be
reproduced, changed or copied in any form
or manner whatsoever, nor are they to be
assigned to any third party, without first
obtaining the expressed written permission and
consent of Howard Perlman, AIA. Written
dimensions on these drawings shall have
precedence over scaled dimensions.

© COPYRIGHT 2019, HOWARD PERLMAN, A.LA.
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KEYNOTES BPerlman

36" N (& |DESCRIPTION Architects of Arizona
g 1 |GYPSUM BOARD, FINISH AND PAINT AS 4808 N. 24t Street Sfe, 100
L ' 24" MIN. SCHEDULED '
7 16 WALL BASE AS SCHEDULED 480'951’5923monoz4§oorﬁ%]'3045f
MIRROR DUAL HEIGHT ADA DRINKING FOUNTAIN, WALL P '

MOUNTED, STAINLESS STEEL, SEE PLUMBING
TILE WALL COVERING AS SCHEDULED
RECESSED BABY CHANGING STATION,
STAINLESS STEEL FLANGE. HT. PER MFR.
ALERT SIGNAGE LOCATION

DOOR/ WINDOW SYSTEM AS SCHEDULED, SEE
PLANS FOR WINDOW TREATMENTS

SURFACE MOUNTED PAPER TOWEL DISPENSER,
SEE FFE PLAN, PROVIDE BACKING AS REQ'D
LIGHTING, SEE ELECTRICAL

SURFACE MOUNTED SOAP DISPENSER, SEE FFE

i

<~ - —

-
~
1—0|/

J
?
d
?
d
i
;

—_

/
g

\ / N . . PLAN, PROVIDE BACKING AS REQ'D
\ / \ < F \ | [ A @ 11 |SURFACE MOUNTED MIRROR, WITH STAINLESS
\ / { 3 ) \ s ™ ( 14) STEEL FRAME. SIZE AS NOTED EXPIRES: 12-31-2021
X v | // /| \ 12 |ACCESSIBLE (ADA) LAVATORY— WALL HUNG
N ) s // WITH BLADE TYPE FAUCET HANDLE. SEE ———————
/ \ —) & N S y & || 5![' e N & PLUMBING DRAWINGS These drawings are instruments of service
/ \ I " ’ o ( i > " 13 |36” S. STEEL GRAB BAR. PROVIDE BACKING and are the property of Howard Periman, AA
/ \ og b, = AR N/ AA / 5|2 7 . — ﬁE@ r = AT STUD PARTITIONS. MFR: BOBRICK, v Sopyrnt o propery s
o =<3/ 5 N o = 2 << - 3 : - . ese plans. ese plans are not to be
// \\ =o|o ,% = % S 4 X g @ :,': =§ / . | < S 14 |SURFACE MOUNTED TOILET SEAT COVER reproduF::ed, changed o? copied in any form
Y \ "l wlg @ = / 1 Sl 2 = [ e DISPENSER— PROVIDE BACKING AT STUD e o e Ports. witnet Tirat
/ \ = ~ y = ™~ / ™~ < PARTITIONS. MFR: BOBRICK, NO: B—4221. obtainim{; tf}e I_<|expres§e<g> wlritten pzlrl&nissi\t;vn_tgnd
15 |ACCESSIBLE (ADA) WATER CLOSET— FLOOR consent of Howard Periman, AIA. _MWritten
\ MOUNTED, FLUSH VALVE WITH SPLIT FRONT o atames ovar scaied Smensions,
\ SEAT, WHITE. SEE PLUMBING DRAWINGS.
16 18" S. STEEL GRAB BAR— PROVIDE BACKING © COPYRIGHT 2019, HOWARD PERLMAN, A.l.A.
b AT STUD PARTITIONS. MFR: BOBRICK, T —
-8 | 18" MIN. NO: B—6806 x 18”.
1FR.FIN. 17 |42” S. STEEL GRAB BAR— PROVIDE BACKING
AT STUD WALL PARTITIONS. =
MFR: BOBRICK, NO: B—6806 x 42" =
PUBLIC ENTRY - 101 PUBLIC RESTROOM - 103 18 |SURFACE MOUNTED MULTI-ROLL TOILET TISSUE Ly
(104 MIRR.) DISPENSER— PROVIDE BACKING AT STUD
PARTITIONS. MFR: BOBRICK, NO: B—2888 Iz
SCALE: 3/8" = 1"-0" SCALE: 3/8" = 1'-0" 19 |NOTIFICATION BOARD WITH ALUM. FRAME, SEE S|
F.F.E. PLAN, PROVIDE BACKING AS REQ'D = |
20 |MILLWORK, SEE MILLWORK DETAILS AND FINISH| & | »
SCHEDULE 5| =
21 |STAINLESS STEEL SINK, WITH FAUCET. SEE |y
PLUMBING al=
22 |BLOOD PRESSURE STATION AND BIO—HAZARD S
39"-41" DISPOSAL, BY OWNER. CONTRACTOR TO ©
COORDINATE WITH OWNER >
7, 47N ) 23 g[lADER—COUNTER REFRIGERATOR, SEE FFE o
MAX. i ¢ 24 |FURNITURE BY OWNER, SEE FFE PLAN
' ! 25 |SERVICE SINK WITH STAINLESS STEEL > 9
@—\ BACKSPLASH, SEE PLUMBING o =
' 26 [14” FIXED STAINLESS STEEL SHELF
| 27 |DEDICATED LOCATION FOR TV, O.F.O.l.,
D 7 ' a D D, 7 R % ] D CONTRACTOR TO PROVIDE BACKING. o | =
. ~-—F ] COORDINATE WITH OWNER FOR FINAL -
! LOCATIONS AND ADDITIONAL REQUIREMENTS al~
. . ' . 28 |IN-WALL STEEL SUPPORTS, LOCATION AS
) NOTED >
! 29 |SHOWER ENCLOSURE, 32"Wx72”H PIVOT HINGE | @ <
| | D D / 30 |PLOMBING FIXTURES, SEE PLUMBING -
, LUMBING FIXTURES, LUMBING
| F—ar— 31 |SURFACE MOUNTED STAINLESS STEEL UTILITY
@ \ﬂ = | | | —— . / . HOOKS. PROVIDE SOLID BACKING
. . = Lo (22) < L] - = 32 |HARDWOOD BUTCHER BLOCK BENCH
\‘\ U | e L ~ 24"Dx42"Wx18"H, FLOOR MOUNTED.
L . o o . 33 |PROVIDE BACKING AT ALL REQUIRED ADA
o ’ ~ ~ 1l = : GRAB BARS. GRAB BARS WILL BE INSTALLED
_ = = \ AT A LATER TIME AS NEEDED.
] = = = s 34 |SHOWER CURTAIN ROD ANCHORED AT EACH
R — EL | = = A END, VERIFY OPENING WIDTH. SHOWER .
e 3 S o | \ CURTAIN HOOKS BY BOBRICK. HEAVY DUTY
o % % . VINYL SHOWER CURTAIN. lﬂ >
, - 35 |PRECAST TERRAZZO SHOWER BASE, SEE O ;
PLUMBING DRAWINGS d, «©
36 |WASHER AND DRYER, SEE FFE PLAN, '\ 4
COORDINATE W/ PLUMBING PLANS - n o
o 37 |CLEAR GYM MIRROR WITH SAFETY BACKING, o
8 SIZE AS NOTED d, u
74 38 |TYPE Il HOOD (O.F.C.I.),WITH CUSTOM A O OWw
FABRICATED STAINLESS STEEL SHROUD ABOVE » 0
TO CEILING (C.F.C.I.) MATCH HOOD WIDTH AND O z 7]
DEPTH. COORDINATE WITH APPLIANCE WITH
PUBLIC RESTROOM - 103 EXAM - 105 OWNER. = o N
____________________________________________________________________________________________________| 39 POT FILLER FAUCET, WALL MOUNTED ABOVE m : ) <
SCALE: 3/8" = 1°-0" SCALE: 3/8" = 1'-0" RANGE, SEE PLUMBING L
40 |STAINLESS STEEL BACKSPLASH TO UNDERSIDE o (4)]
OF CABINETS, TO CEILING AT RANGE AND 24~ Y U - <
ABOVE SURFACE AT SINK wjd ()
41 |60” GAS RANGE WITH 6 BURNERS, GRIDDLE O m >
AND DOUBLE OVENS, SEE FFE PLAN . D
EQ. FILLER g g EQ. FILLER 42 |RESIDENTIAL GRADE REFRIGERATOR / -y ;
FREEZER, SEE FFE PLAN >, w -
o o 43 |RESIDENTIAL GRADE DISHWASHER, PROVIDE AIR O
5-0 3-0 GAP. SEE FFE PLAN :': 5
A11.11 44 |STAINLESS STEEL SINK INTEGRAL WITH Te)
N 2 COUNTERTOP, WITH FAUCET AND GARBAGE 0 () To) m
Wy wy | | DISPOSAL. SEE PLUMBING o
. v ol 45 |EXPOSED CMU WALL CONSTRUCTION, FINISH O
. AS SCHEDULED LL. ™
A » 46 |STAINLESS STEEL UTILITY SINK WITH PEDDLE
4. F CONTROLS
= 47 |24” WALL MOUNTED STEEL LOCKERS WITH
@ 2 48 |STEEL CABINETRY, SEE MILLWORK DETALLS
I N A A R & )
/ \/ \ R AND FINISH SCHEDULE
- s N / |
. >< > / _\T____#_\T____# N 49 TRZE—STLIEI\QEESED MASONITE PEG BOARD OVER
| N - 11 — — N Ve N Ve X
™~ 50 |STAINLESS STEEL WALL GUARD PANELS FULL 1ST SUBMITTAL
N N p —. / II Il HEIGHT
Il Il
/ / 51 |SINGLE COMPARTMENT SERVICE SINK WITH Drawn/Checked By
. , = ® EE(%N SEC)EAF;LEUEA/E?NHGQDE WALL MOUNTED WITH
© i | ,
| = e o 52 |30”"D STAINLESS STEEL FLOOR WASH SINK, JLC / JRS
1 | = \ = F.EC. WALL TO WALL, WITH SPOUT SEE PLUMBING
T 1 = \ = = = 53 |CORNER GUARD, SEE PLANS Date
] @ % S . - : < F (23) ] 54 |WARDROBE LOCKERS, SEE FFE PLAN, PROVIDE
= - = RN = BACKING AS REQ'D 07.17.19
8 L i — @\ <=1t @ J
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3)_3" 2!_7" 3)_9" 11_9" 2)_011 sheet Number
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54

GYPSUM BOARD, FINISH AND PAINT AS
SCHEDULED

WALL BASE AS SCHEDULED

DUAL HEIGHT ADA DRINKING FOUNTAIN, WALL
MOUNTED, STAINLESS STEEL, SEE PLUMBING
TILE WALL COVERING AS SCHEDULED
RECESSED BABY CHANGING STATION,
STAINLESS STEEL FLANGE. HT. PER MFR.
ALERT SIGNAGE LOCATION

DOOR/ WINDOW SYSTEM AS SCHEDULED, SEE
PLANS FOR WINDOW TREATMENTS

SURFACE MOUNTED PAPER TOWEL DISPENSER,
SEE FFE PLAN, PROVIDE BACKING AS REQ'D
LIGHTING, SEE ELECTRICAL

SURFACE MOUNTED SOAP DISPENSER, SEE FFE
PLAN, PROVIDE BACKING AS REQ'D

SURFACE MOUNTED MIRROR, WITH STAINLESS
STEEL FRAME. SIZE AS NOTED

ACCESSIBLE (ADA) LAVATORY— WALL HUNG
WITH BLADE TYPE FAUCET HANDLE. SEE
PLUMBING DRAWINGS

36" S. STEEL GRAB BAR. PROVIDE BACKING
AT STUD PARTITIONS. MFR: BOBRICK,

NO: B—6806 x 36".

SURFACE MOUNTED TOILET SEAT COVER
DISPENSER— PROVIDE BACKING AT STUD
PARTITIONS. MFR: BOBRICK, NO: B—4221.
ACCESSIBLE (ADA) WATER CLOSET— FLOOR
MOUNTED, FLUSH VALVE WITH SPLIT FRONT
SEAT, WHITE. SEE PLUMBING DRAWINGS.

18" S. STEEL GRAB BAR— PROVIDE BACKING
AT STUD PARTITIONS. MFR: BOBRICK,

NO: B—6806 x 18".

42" S. STEEL GRAB BAR— PROVIDE BACKING
AT STUD WALL PARTITIONS.

MFR: BOBRICK, NO: B—6806 x 42"

SURFACE MOUNTED MULTI-ROLL TOILET TISSUE
DISPENSER— PROVIDE BACKING AT STUD
PARTITIONS. MFR: BOBRICK, NO: B—2888
NOTIFICATION BOARD WITH ALUM. FRAME, SEE
F.F.E. PLAN, PROVIDE BACKING AS REQ'D
MILLWORK, SEE MILLWORK DETAILS AND FINISH
SCHEDULE

STAINLESS STEEL SINK, WITH FAUCET. SEE
PLUMBING

BLOOD PRESSURE STATION AND BIO—HAZARD
DISPOSAL, BY OWNER. CONTRACTOR TO
COORDINATE WITH OWNER

UNDER—COUNTER REFRIGERATOR, SEE FFE
PLAN.

FURNITURE BY OWNER, SEE FFE PLAN
SERVICE SINK WITH STAINLESS STEEL
BACKSPLASH, SEE PLUMBING

14” FIXED STAINLESS STEEL SHELF
DEDICATED LOCATION FOR TV, O.F.O.l.,
CONTRACTOR TO PROVIDE BACKING.
COORDINATE WITH OWNER FOR FINAL
LOCATIONS AND ADDITIONAL REQUIREMENTS
IN-WALL STEEL SUPPORTS, LOCATION AS
NOTED

SHOWER ENCLOSURE, 32"Wx72"H PIVOT HINGE
DOOR WITH SIDE PANEL, TEMP GLASS
PLUMBING FIXTURES, SEE PLUMBING

SURFACE MOUNTED STAINLESS STEEL UTILITY
HOOKS. PROVIDE SOLID BACKING

HARDWOOD BUTCHER BLOCK BENCH
24"Dx42"Wx18"H, FLOOR MOUNTED.

PROVIDE BACKING AT ALL REQUIRED ADA
GRAB BARS. GRAB BARS WILL BE INSTALLED
AT A LATER TIME AS NEEDED.

SHOWER CURTAIN ROD ANCHORED AT EACH
END, VERIFY OPENING WIDTH. SHOWER
CURTAIN HOOKS BY BOBRICK. HEAVY DUTY
VINYL SHOWER CURTAIN.

PRECAST TERRAZZO SHOWER BASE, SEE
PLUMBING DRAWINGS

WASHER AND DRYER, SEE FFE PLAN,
COORDINATE W/ PLUMBING PLANS

CLEAR GYM MIRROR WITH SAFETY BACKING,
SIZE AS NOTED

TYPE Il HOOD (O.F.C.L.),WITH CUSTOM
FABRICATED STAINLESS STEEL SHROUD ABOVE
TO CEILING (C.F.C.I.) MATCH HOOD WIDTH AND
DEPTH. COORDINATE WITH APPLIANCE WITH
OWNER.

POT FILLER FAUCET, WALL MOUNTED ABOVE
RANGE, SEE PLUMBING

STAINLESS STEEL BACKSPLASH TO UNDERSIDE
OF CABINETS, TO CEILING AT RANGE AND 24"
ABOVE SURFACE AT SINK

60" GAS RANGE WITH 6 BURNERS, GRIDDLE
AND DOUBLE OVENS, SEE FFE PLAN
RESIDENTIAL GRADE REFRIGERATOR /
FREEZER, SEE FFE PLAN

RESIDENTIAL GRADE DISHWASHER, PROVIDE AIR
GAP. SEE FFE PLAN

STAINLESS STEEL SINK INTEGRAL WITH
COUNTERTOP, WITH FAUCET AND GARBAGE
DISPOSAL. SEE PLUMBING

EXPOSED CMU WALL CONSTRUCTION, FINISH
AS SCHEDULED

STAINLESS STEEL UTILITY SINK WITH PEDDLE
CONTROLS

24" WALL MOUNTED STEEL LOCKERS WITH
SECURITY DOORS, SEE FINISH SCHEDULE
STEEL CABINETRY, SEE MILLWORK DETAILS
AND FINISH SCHEDULE

PRE—TEMPERED MASONITE PEG BOARD OVER
1x2 SLEEPERS

STAINLESS STEEL WALL GUARD PANELS FULL
HEIGHT

SINGLE COMPARTMENT SERVICE SINK WITH
DRAIN BOARD EACH SIDE WALL MOUNTED WITH
LEGS, SEE PLUMBING

30"D STAINLESS STEEL FLOOR WASH SINK,
WALL TO WALL, WITH SPOUT SEE PLUMBING
CORNER GUARD, SEE PLANS

WARDROBE LOCKERS, SEE FFE PLAN, PROVIDE
BACKING AS REQ'D
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(&) [DESCRIPTION Architects of Arizona

4808 N. 24th Street Ste, 100
EQ. FILLER 5_3" 7_g" EQ. FILLER GYPSUM BOARD, FINISH AND PAINT AS Phoenix, Arizona 85016
SCHEDULED

WALL BASE AS SCHEDULED 480.951.5900 480.951.3045 1

—_

DUAL HEIGHT ADA DRINKING FOUNTAIN, WALL perimanaz.com
MOUNTED, STAINLESS STEEL, SEE PLUMBING
TILE WALL COVERING AS SCHEDULED
RECESSED BABY CHANGING STATION,
STAINLESS STEEL FLANGE. HT. PER MFR.
ALERT SIGNAGE LOCATION

DOOR/ WINDOW SYSTEM AS SCHEDULED, SEE
PLANS FOR WINDOW TREATMENTS

SURFACE MOUNTED PAPER TOWEL DISPENSER,
SEE FFE PLAN, PROVIDE BACKING AS REQD
LIGHTING, SEE ELECTRICAL

SURFACE MOUNTED SOAP DISPENSER, SEE FFE
PLAN, PROVIDE BACKING AS REQ'D

11 |SURFACE MOUNTED MIRROR, WITH STAINLESS
STEEL FRAME. SIZE AS NOTED EXPIRES: 12-31-2021

|
|
|
|
—
N
SCRIBE

N
@
o © (03] ~N O [0 W N

~
N
v
N
A
N
o

|
|
|
|
|
| = T 12 |ACCESSIBLE (ADA) LAVATORY— WALL HUNG
| — o WITH BLADE TYPE FAUCET HANDLE. SEE |
| PLyMBlNG DRAWINGS These drawings are instruments of service
= = R R i e I o ey oo Poon oerssay memes o sammon
| M M~ - (20) . NO: B—6806 x 36". s e e o Tame e et e e
@ I~ 1 UL L 7> < 14 |SURFACE MOUNTED TOILET SEAT COVER reproduced, changed or copied in any form
| ~ DISPENSER— PROVIDE BACKING AT STUD assigned to any third party, witho){Jt first
> g > g PARTITIONS. (MFR): BOBRICK, NO: B—4221. obtaining the expressed witen permission and
15 |ACCESSIBLE (ADA) WATER CLOSET— FLOOR onsent n, AA.
' MOUNTED, FLUSH VALVE WITH SPLIT FRONT o atames ovar scaied Smensions,
— SEAT, WHITE. SEE PLUMBING DRAWINGS.
16 18" S. STEEL GRAB BAR— PROVIDE BACKING © COPYRIGHT 2019, HOWARD PERLMAN, A.l.A.
o o AT STUD PARTITIONS. MFR: BOBRICK, T —
2-3 2-6 NO: B—6806 x 18”.
j’ ’( 17 |42 S. STEEL GRAB BAR— PROVIDE BACKING
EQ. FILLER EQ. FILLER AT STUD WALL PARTITIONS. =
MFR: BOBRICK, NO: B—6806 x 42" =
E M s - 113 18 |SURFACE MOUNTED MULTI—ROLL TOILET TISSUE Ll
AVl S. DISPENSER— PROVIDE BACKING AT STUD
PARTITIONS. MFR: BOBRICK, NO: B—2888 Iz
SCALE: 3/8” = 1'-0" 19 |NOTIFICATION BOARD WITH ALUM. FRAME, SEE S|
F.F.E. PLAN, PROVIDE BACKING AS REQ'D = |
20 |MILLWORK, SEE MILLWORK DETAILS AND FINISH| & | »
SCHEDULE 5| =
21 |STAINLESS STEEL SINK, WITH FAUCET. SEE |y
PLUMBING al=
3_g" 22 |BLOOD PRESSURE STATION AND BIO—HAZARD S
- o DISPOSAL, BY OWNER. CONTRACTOR TO ©
1-10 @ 2-0 COORDINATE WITH OWNER >
23 |UNDER—COUNTER REFRIGERATOR, SEE FFE S
A11.11 PLAN.
' ' 24 |FURNITURE BY OWNER, SEE FFE PLAN O
25 |SERVICE SINK WITH STAINLESS STEEL >
E , ~4—C1) ‘ E , ) r—+t ‘ E , ‘ E , BACKSPLASH, SEE PLUMBING m | =
| | 26 [14” FIXED STAINLESS STEEL SHELF
27 |DEDICATED LOCATION FOR TV, O.F.O.l., o
. \ CONTRACTOR TO PROVIDE BACKING. o | —
COORDINATE WITH OWNER FOR FINAL -
. . ! in LOCATIONS AND ADDITIONAL REQUIREMENTS al~
E— — . W 28 |IN-WALL STEEL SUPPORTS, LOCATION AS
I T N R / \ NOTED >
/ L L L ‘ | 4@ 29 |SHOWER ENCLOSURE, 32"Wx72"H PIVOT HINGE [ <
/ N e e N DOOR WITH SIDE PANEL, TEMP GLASS o
o I I | 30 |PLUMBING FIXTURES, SEE PLUMBING
/ I | I | I | l = 1— - jo - 31 |SURFACE MOUNTED STAINLESS STEEL UTILITY
/ - - - - - } HOOKS. PROVIDE SOLID BACKING
I | I | I | 32 |HARDWOOD BUTCHER BLOCK BENCH
’ T R e R e R W i @ 24"Dx42”Wx18"H, FLOOR MOUNTED.
I /7 SOl I M \ T 33 |PROVIDE BACKING AT ALL REQUIRED ADA
= H | H | H | [L _____ | = ||r____ _______ - " o GRAB BARS. GRAB BARS WILL BE INSTALLED
=== F==4 F==3 ! N [ M —% N e AT A LATER TIME AS NEEDED.
\ ' T T R B L=====% “’ E————————————+] 34 |SHOWER CURTAIN ROD ANCHORED AT EACH
__J L__d L__d | T (g —-—"—"""—""—"—"———— | = END, VERIFY OPENING WIDTH. SHOWER .
. i q;i T q;i T q;i i L 11 H g CURTAIN HOOKS BY BOBRICK. HEAVY DUTY m >
i | i | i | 1 T T T T T T N VINYL SHOWER CURTAIN.
s e o | ¥ L i i i 35 EES&SISNTGT[EIEEOVIZNZ(?S SHOWER BASE, SEE O ;
- 36 |WASHER AND DRYER, SEE FFE PLAN, d, '\ 4 ©
COORDINATE W/ PLUMBING PLANS - n o
o 37 |CLEAR GYM MIRROR WITH SAFETY BACKING, (¢p)
3-6 SIZE AS NOTED d, u
38 |TYPE Il HOOD (O.F.C.I.),WITH CUSTOM A O OWw
FABRICATED STAINLESS STEEL SHROUD ABOVE N 0
TO CEILING (C.F.C.I.) MATCH HOOD WIDTH AND O z 7]
DORM - 116 DEPTH. COORDINATE WITH APPLIANCE WITH
OWNER. - | O N
39 |POT FILLER FAUCET, WALL MOUNTED ABOVE m C - <
SCALE: 3/8" = 10" RANGE, SEE PLUMBING -
40 |STAINLESS STEEL BACKSPLASH TO UNDERSIDE o (4)]
OF CABINETS, TO CEILING AT RANGE AND 24~ Y U - <
ABOVE SURFACE AT SINK wjd ()
41 |60” GAS RANGE WITH 6 BURNERS, GRIDDLE O m >
AND DOUBLE OVENS, SEE FFE PLAN . D
3 6" 42 |RESIDENTIAL GRADE REFRIGERATOR / fud ;
o o FREEZER, SEE FFE PLAN >, w -
1-10 1-8 43 |RESIDENTIAL GRADE DISHWASHER, PROVIDE AIR O
GAP. SEE FFE PLAN :|: — =
A11.11 44 |STAINLESS STEEL SINK INTEGRAL WITH 0 Te)
' COUNTERTOP, WITH FAUCET AND GARBAGE 0 Te) m
DISPOSAL. SEE PLUMBING o o
- .7_, 45 |EXPOSED CMU WALL CONSTRUCTION, FINISH  —
CO— —~z —~z —~Z . EXPOSED CMU_ L &
46 |STAINLESS STEEL UTILITY SINK WITH PEDDLE
\ CONTROLS
1 47 |24” WALL MOUNTED STEEL LOCKERS WITH
\ i ! ial r—T7 SECURITY DOORS, SEE FINISH SCHEDULE
—_— / (i N - L 7| 48 |STEEL CABINETRY, SEE MILLWORK DETAILS
Gy / \&j | i ) AND FINISH SCHEDULE
| Lo Lo | g | 4@ o === 49 |PRE—TEMPERED MASONITE PEG BOARD OVER
1 1 1 | N (6 ) / 1x2 SLEEPERS
= = = R o \I_\# ) 50 ﬁg\éﬂgss STEEL WALL GUARD PANELS FULL 1ST SUBMITTAL
I | I | I | a1 — N - -
| E S N S—— | 1 / 51 |SINGLE COMPARTMENT SERVICE SINK WITH Drawn/Checked By
I | I | I | S , DRAIN BOARD EACH SIDE WALL MOUNTED WITH
L L L yan i @ g LEGS, SEE PLUMBING JLC / JRS
A A o 7 . n_ _ I M \ 52 |30”"D STAINLESS STEEL FLOOR WASH SINK,
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(&) [DESCRIPTION Architects of Arizona
GYPSUM BOARD, FINISH AND PAINT AS 483? N. 24th Streef Ste, 100
SCHEDULED oenix, Arizona 85016 f
WALL BASE AS SCHEDULED 480.951.5900| 480.951.3045
DUAL HEIGHT ADA DRINKING FOUNTAIN, WALL perimanaz.com
MOUNTED, STAINLESS STEEL, SEE PLUMBING
TILE WALL COVERING AS SCHEDULED
RECESSED BABY CHANGING STATION,
STAINLESS STEEL FLANGE. HT. PER MFR.
ALERT SIGNAGE LOCATION

DOOR/ WINDOW SYSTEM AS SCHEDULED, SEE
PLANS FOR WINDOW TREATMENTS

SURFACE MOUNTED PAPER TOWEL DISPENSER,
SEE FFE PLAN, PROVIDE BACKING AS REQ'D
LIGHTING, SEE ELECTRICAL

SURFACE MOUNTED SOAP DISPENSER, SEE FFE
PLAN, PROVIDE BACKING AS REQ’D

SURFACE MOUNTED MIRROR, WITH STAINLESS
STEEL FRAME. SIZE AS NOTED EXPIRES: 12-31-2021

\ 7 3
T\ * SR
/\ 12 |ACCESSIBLE (ADA) LAVATORY— WALL HUNG

= Y, [
/ \ ) — [‘b/ % - L WITH BLADE TYPE FAUCET HANDLE. SEE
i N

P'—EJMB”\‘G DRAWINGS These drawings are instruments of service
—_— 13 |36” S. STEEL GRAB BAR. PROVIDE BACKING and are the properly of Howard Periman, AA.
AT STUD PARTITIONS. MFR: BOBRICK, Howard Perlman expressly reserves ts commen
”» aw copyri an other rope n s 1o
NO: B—6806 x 36°. these g}llqr?s. These pIar?s greyno’cg to be
14 |SURFACE MOUNTED TOILET SEAT COVER reproduced, changed or copied in any form
. - DISPENSER— PROVIDE BACKING AT STUD assigned to any third party, without first
\ /. \ .| PARTITIONS. MFR: BOBRICK, NO: B—4221. obtaining ’cf}e|_<|expres§e<|1:> wlritten pzlrl&nissi\tlavn‘tgnd
& . ~ — ) . 15 |ACCESSIBLE (ADA) WATER CLOSET— FLOOR consent of Howard Perlman, A, _Written
= MOUNTED, FLUSH VALVE WITH SPLIT FRONT brecedence over scaled dimensions.

SEAT, WHITE. SEE PLUMBING DRAWINGS.
0 16 18" S. STEFL GRAB BAR— PROVIDE BACKING © COPYRIGHT 2019, HOWARD PERLMAN, A.LA.

|

» AT STUD PARTITIONS. MFR: BOBRICK,
8%‘4 W NO: B—6806 x 18".
N 17 |42” S. STEEL GRAB BAR— PROVIDE BACKING

AT STUD WALL PARTITIONS.
MFR: BOBRICK, NO: B—6806 x 42"

BATH - 125 18 |SURFACE MOUNTED MULTI—ROLL TOILET TISSUE
(114 SIM., 124 MIRR.) DISPENSER— PROVIDE BACKING AT STUD
PARTITIONS. MFR: BOBRICK, NO: B—2888

—_

11_011 11_011 11_011
21_611

@ MIRROR
A11.11
| | | (E

50

f
.

\ / 30 \

11_011

o © (03] ~N O [0 W N

—_

I
9 0
A
|

H

|

@ 8
3’—6"

32

4£-0" 1.0. TILE TYP. ? ?
N N

]
’
N~
~
~
~
4-0" T.0. TILE TYP
,—0"
’—0"
vd
31_41
//
=
\\
2-10

SCALE: 3/8 = 17-0° 19 [NOTIFICATION BOARD WITH ALUM. FRAME, SEE
F.F.E. PLAN, PROVIDE BACKING AS REQD

20 [MILLWORK, SEE MILLWORK DETAILS AND FINISH
SCHEDULE

21 |STAINLESS STEEL SINK, WITH FAUCET. SEE
PLUMBING

22 |BLOOD PRESSURE STATION AND BIO—HAZARD
DISPOSAL, BY OWNER. CONTRACTOR TO

o . o COORDINATE WITH OWNER

-6 1-6 , 2-6 23 |UNDER—COUNTER REFRIGERATOR, SEE FFE

PLAN.
,! ¢ ¢ ’! 24 |FURNITURE BY OWNER, SEE FFE PLAN
IXERE 25 |SERVICE SINK WITH STAINLESS STEEL
@_\ BACKSPLASH, SEE PLUMBING
26 |14” FIXED STAINLESS STEEL SHELF
| . 27 |DEDICATED LOCATION FOR TV, O.F.O.l.,
CONTRACTOR TO PROVIDE BACKING.
S ~ COORDINATE WITH OWNER FOR FINAL
LOCATIONS AND ADDITIONAL REQUIREMENTS
28 |IN-WALL STEEL SUPPORTS, LOCATION AS

20 - A NOTED
A (20) = = ’ 29 |SHOWER ENCLOSURE, 32”Wx72”H PIVOT HINGE
\ / / /

Description
CITY COMMENTS — 1st REVIEW

By
JLC

Date
7.17.19

g
1
:

Rev
/N

DOOR WITH SIDE PANEL, TEMP GLASS

30 |PLUMBING FIXTURES, SEE PLUMBING

31 [SURFACE MOUNTED STAINLESS STEEL UTILITY
5 HOOKS. PROVIDE SOLID BACKING

g
/_
.

|
\\
N

g

@)

© \ / / o 32 |HARDWOOD BUTCHER BLOCK BENCH
* © e ? 24"Dx42"Wx18"H, FLOOR MOUNTED.
o W 33 |PROVIDE BACKING AT ALL REQUIRED ADA
= o & ST / [ — 1| =9 o GRAB BARS. GRAB BARS WILL BE INSTALLED
= sle / a I . \ sle AT A LATER TIME AS NEEDED.
| <2 ) {— \ . (& 34 |SHOWER CURTAIN ROD ANCHORED AT EACH
S Sk Wl = CURTAN HOORS BY BOBRICK. HEAVY. DUTY '
H gl / =] \ = .
| 8 , ’ . S VINYL SHOWER CURTAIN. 0 >
. —— = 35 |PRECAST TERRAZZO SHOWER BASE, SEE O ;
- PLUMBING DRAWINGS [0 ©©
- ‘ 36 |WASHER AND DRYER, SEE FFE PLAN, N 4
COORDINATE W/ PLUMBING PLANS - n o
I 37 |CLEAR GYM MIRROR WITH SAFETY BACKING, lap)
1-8" | 18" MIN. SIZE AS NOTED d, u
IR AN 38 |TYPE Il HOOD (O.F.C.I.),WITH CUSTOM A O OWw
FABRICATED STAINLESS STEEL SHROUD ABOVE N 0
TO CEILING (C.F.C.I.) MATCH HOOD WIDTH AND 3 z N
BATH - 125 - DEPTH. COORDINATE WITH APPLIANCE WITH
(114 SIM., 124 MIRR.) HANDICAP BATH 126 OWNER. - | O N
39 |POT FILLER FAUCET, WALL MOUNTED ABOVE m c - <
SCALE: 3/8" = 1'-0" SCALE: 3/8" = 1'-0" RANGE, SEE PLUMBING b
40 |STAINLESS STEEL BACKSPLASH TO UNDERSIDE (@] ©
OF CABINETS, TO CEILING AT RANGE AND 24 — = = (D"
ABOVE SURFACE AT SINK njd
41 |60” GAS RANGE WITH 6 BURNERS, GRIDDLE (@] © >y
AND DOUBLE OVENS, SEE FFE PLAN . O
42 |RESIDENTIAL GRADE REFRIGERATOR / wfd ;
FREEZER, SEE FFE PLAN - w X
o 43 |RESIDENTIAL GRADE DISHWASHER, PROVIDE AIR )
1-6 GAP. SEE FFE PLAN el —
)y an [ 1]
2-6 44 |STAINLESS STEEL SINK INTEGRAL WITH n =
MIRROR /"8 COUNTERTOP, WITH FAUCET AND GARBAGE 0 ()] 0 m
IXERE IXERE DISPOSAL. SEE PLUMBING -l
¢ 45 |EXPOSED CMU WALL CONSTRUCTION, FINISH mm O
| AS SCHEDULED LL. ™
(o) ! 46 |STAINLESS STEEL UTILITY SINK WITH PEDDLE
\\ // ' \ / CONTROLS
\ \ / 47 |24” WALL MOUNTED STEEL LOCKERS WITH
—\ \ / - <« F - e - D \ / D) CGO——~ SECURITY DOORS, SEE FINISH SCHEDULE
\ / 3 , \ / 48 |STEEL CABINETRY, SEE MILLWORK DETAILS
\ / \ / AND FINISH SCHEDULE
~
\ / - | \ / N\ 49 |PRE—TEMPERED MASONITE PEG BOARD OVER
! \ / i - —|—> 1x2 SLEEPERS
¥ N/ . G \\ // G v 50 |STAINLESS STEEL WALL GUARD PANELS FULL 1ST SUBMITTAL
- \ / © | HEIGHT
= X ; o) I \/ Ul ﬂ i 51 |SINGLE COMPARTMENT SERVICE SINK WITH Drawn/Checked By
(33) 5 I\ g \ //\\ yd DRAIN BOARD EACH SIDE WALL MOUNTED WITH
" _ _ I BN 5 LEGS, SEE PLUMBING
__x___@_[_: // \\ = ﬁ'\— / 0\ ] ~ i ﬂ ‘@_X o 52 |30”D STAINLESS STEEL FLOOR WASH SINK, JLC / JRS
0 il y \ S _S=Azo_ . / \ s s s 1 i —— — i e e WALL TO WALL, WITH SPOUT SEE PLUMBING
/ \ @ N N / \ | N - 53 |CORNER GUARD, SEE PLANS Date
y . © g i - //_ / \ ] 54 |WARDROBE LOCKERS, SEE FFE PLAN, PROVIDE
| \ o 2 i hi / \ ] \‘ . RN BACKING AS REQ'D 07.17.19
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GYPSUM BOARD, FINISH AND PAINT AS
SCHEDULED

WALL BASE AS SCHEDULED

DUAL HEIGHT ADA DRINKING FOUNTAIN, WALL
MOUNTED, STAINLESS STEEL, SEE PLUMBING
TILE WALL COVERING AS SCHEDULED
RECESSED BABY CHANGING STATION,
STAINLESS STEEL FLANGE. HT. PER MFR.
ALERT SIGNAGE LOCATION

DOOR/ WINDOW SYSTEM AS SCHEDULED, SEE
PLANS FOR WINDOW TREATMENTS

SURFACE MOUNTED PAPER TOWEL DISPENSER,
SEE FFE PLAN, PROVIDE BACKING AS REQ'D
LIGHTING, SEE ELECTRICAL

SURFACE MOUNTED SOAP DISPENSER, SEE FFE
PLAN, PROVIDE BACKING AS REQ'D

SURFACE MOUNTED MIRROR, WITH STAINLESS
STEEL FRAME. SIZE AS NOTED

ACCESSIBLE (ADA) LAVATORY— WALL HUNG
WITH BLADE TYPE FAUCET HANDLE. SEE
PLUMBING DRAWINGS

36" S. STEEL GRAB BAR. PROVIDE BACKING
AT STUD PARTITIONS. MFR: BOBRICK,

NO: B—6806 x 36".

SURFACE MOUNTED TOILET SEAT COVER
DISPENSER— PROVIDE BACKING AT STUD
PARTITIONS. MFR: BOBRICK, NO: B—4221.
ACCESSIBLE (ADA) WATER CLOSET— FLOOR
MOUNTED, FLUSH VALVE WITH SPLIT FRONT
SEAT, WHITE. SEE PLUMBING DRAWINGS.

18" S. STEEL GRAB BAR— PROVIDE BACKING
AT STUD PARTITIONS. MFR: BOBRICK,

NO: B—6806 x 18".

42" S. STEEL GRAB BAR— PROVIDE BACKING
AT STUD WALL PARTITIONS.

MFR: BOBRICK, NO: B—6806 x 42"

SURFACE MOUNTED MULTI-ROLL TOILET TISSUE
DISPENSER— PROVIDE BACKING AT STUD
PARTITIONS. MFR: BOBRICK, NO: B—2888
NOTIFICATION BOARD WITH ALUM. FRAME, SEE
F.F.E. PLAN, PROVIDE BACKING AS REQ'D
MILLWORK, SEE MILLWORK DETAILS AND FINISH
SCHEDULE

STAINLESS STEEL SINK, WITH FAUCET. SEE
PLUMBING

BLOOD PRESSURE STATION AND BIO—HAZARD
DISPOSAL, BY OWNER. CONTRACTOR TO
COORDINATE WITH OWNER

UNDER—COUNTER REFRIGERATOR, SEE FFE
PLAN.

FURNITURE BY OWNER, SEE FFE PLAN
SERVICE SINK WITH STAINLESS STEEL
BACKSPLASH, SEE PLUMBING

14” FIXED STAINLESS STEEL SHELF
DEDICATED LOCATION FOR TV, O.F.O.l.,
CONTRACTOR TO PROVIDE BACKING.
COORDINATE WITH OWNER FOR FINAL
LOCATIONS AND ADDITIONAL REQUIREMENTS
IN-WALL STEEL SUPPORTS, LOCATION AS
NOTED

SHOWER ENCLOSURE, 32"Wx72"H PIVOT HINGE
DOOR WITH SIDE PANEL, TEMP GLASS
PLUMBING FIXTURES, SEE PLUMBING

SURFACE MOUNTED STAINLESS STEEL UTILITY
HOOKS. PROVIDE SOLID BACKING

HARDWOOD BUTCHER BLOCK BENCH
24"Dx42"Wx18"H, FLOOR MOUNTED.

PROVIDE BACKING AT ALL REQUIRED ADA
GRAB BARS. GRAB BARS WILL BE INSTALLED
AT A LATER TIME AS NEEDED.

SHOWER CURTAIN ROD ANCHORED AT EACH
END, VERIFY OPENING WIDTH. SHOWER
CURTAIN HOOKS BY BOBRICK. HEAVY DUTY
VINYL SHOWER CURTAIN.

PRECAST TERRAZZO SHOWER BASE, SEE
PLUMBING DRAWINGS

WASHER AND DRYER, SEE FFE PLAN,
COORDINATE W/ PLUMBING PLANS

CLEAR GYM MIRROR WITH SAFETY BACKING,
SIZE AS NOTED

TYPE Il HOOD (O.F.C.L.),WITH CUSTOM
FABRICATED STAINLESS STEEL SHROUD ABOVE
TO CEILING (C.F.C.I.) MATCH HOOD WIDTH AND
DEPTH. COORDINATE WITH APPLIANCE WITH
OWNER.

POT FILLER FAUCET, WALL MOUNTED ABOVE
RANGE, SEE PLUMBING

STAINLESS STEEL BACKSPLASH TO UNDERSIDE
OF CABINETS, TO CEILING AT RANGE AND 24"
ABOVE SURFACE AT SINK

60" GAS RANGE WITH 6 BURNERS, GRIDDLE
AND DOUBLE OVENS, SEE FFE PLAN
RESIDENTIAL GRADE REFRIGERATOR /
FREEZER, SEE FFE PLAN

RESIDENTIAL GRADE DISHWASHER, PROVIDE AIR
GAP. SEE FFE PLAN

STAINLESS STEEL SINK INTEGRAL WITH
COUNTERTOP, WITH FAUCET AND GARBAGE
DISPOSAL. SEE PLUMBING

EXPOSED CMU WALL CONSTRUCTION, FINISH
AS SCHEDULED

STAINLESS STEEL UTILITY SINK WITH PEDDLE
CONTROLS

24" WALL MOUNTED STEEL LOCKERS WITH
SECURITY DOORS, SEE FINISH SCHEDULE
STEEL CABINETRY, SEE MILLWORK DETAILS
AND FINISH SCHEDULE

PRE—TEMPERED MASONITE PEG BOARD OVER
1x2 SLEEPERS

STAINLESS STEEL WALL GUARD PANELS FULL
HEIGHT

SINGLE COMPARTMENT SERVICE SINK WITH
DRAIN BOARD EACH SIDE WALL MOUNTED WITH
LEGS, SEE PLUMBING

30"D STAINLESS STEEL FLOOR WASH SINK,
WALL TO WALL, WITH SPOUT SEE PLUMBING
CORNER GUARD, SEE PLANS

WARDROBE LOCKERS, SEE FFE PLAN, PROVIDE
BACKING AS REQ'D
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and are the property of Howard Perlman, AA.
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law copyright and other property rights to
these plans. These plans are not to be
reproduced, changed or copied in any form
or manner whatsoever, nor are they to be
assigned to any third party, without first
obtaining the expressed written permission and
consent of Howard Perlman, AIA. Written
dimensions on these drawings shall have
precedence over scaled dimensions.
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DESCRIPTION

DENOTES BOTTOM OF 12'-0" 16’-0" DENOTES BOTTOM OF
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GYPSUM BOARD, FINISH AND PAINT AS
SCHEDULED

WALL BASE AS SCHEDULED

DUAL HEIGHT ADA DRINKING FOUNTAIN, WALL
MOUNTED, STAINLESS STEEL, SEE PLUMBING
TILE WALL COVERING AS SCHEDULED
RECESSED BABY CHANGING STATION,
STAINLESS STEEL FLANGE. HT. PER MFR.
ALERT SIGNAGE LOCATION

DOOR/ WINDOW SYSTEM AS SCHEDULED, SEE
PLANS FOR WINDOW TREATMENTS

SURFACE MOUNTED PAPER TOWEL DISPENSER,
SEE FFE PLAN, PROVIDE BACKING AS REQ'D
LIGHTING, SEE ELECTRICAL

SURFACE MOUNTED SOAP DISPENSER, SEE FFE
PLAN, PROVIDE BACKING AS REQ'D

SURFACE MOUNTED MIRROR, WITH STAINLESS
STEEL FRAME. SIZE AS NOTED

ACCESSIBLE (ADA) LAVATORY— WALL HUNG
WITH BLADE TYPE FAUCET HANDLE. SEE
PLUMBING DRAWINGS

36" S. STEEL GRAB BAR. PROVIDE BACKING
AT STUD PARTITIONS. MFR: BOBRICK,

NO: B—6806 x 36".

SURFACE MOUNTED TOILET SEAT COVER
DISPENSER— PROVIDE BACKING AT STUD
PARTITIONS. MFR: BOBRICK, NO: B—4221.
ACCESSIBLE (ADA) WATER CLOSET— FLOOR
MOUNTED, FLUSH VALVE WITH SPLIT FRONT
SEAT, WHITE. SEE PLUMBING DRAWINGS.

18" S. STEEL GRAB BAR— PROVIDE BACKING
AT STUD PARTITIONS. MFR: BOBRICK,

NO: B—6806 x 18".

42" S. STEEL GRAB BAR— PROVIDE BACKING
AT STUD WALL PARTITIONS.

MFR: BOBRICK, NO: B—6806 x 42"

SURFACE MOUNTED MULTI-ROLL TOILET TISSUE
DISPENSER— PROVIDE BACKING AT STUD
PARTITIONS. MFR: BOBRICK, NO: B—2888
NOTIFICATION BOARD WITH ALUM. FRAME, SEE
F.F.E. PLAN, PROVIDE BACKING AS REQ'D
MILLWORK, SEE MILLWORK DETAILS AND FINISH
SCHEDULE

STAINLESS STEEL SINK, WITH FAUCET. SEE
PLUMBING

BLOOD PRESSURE STATION AND BIO—HAZARD
DISPOSAL, BY OWNER. CONTRACTOR TO
COORDINATE WITH OWNER

UNDER—COUNTER REFRIGERATOR, SEE FFE
PLAN.

FURNITURE BY OWNER, SEE FFE PLAN
SERVICE SINK WITH STAINLESS STEEL
BACKSPLASH, SEE PLUMBING

14” FIXED STAINLESS STEEL SHELF
DEDICATED LOCATION FOR TV, O.F.O.l.,
CONTRACTOR TO PROVIDE BACKING.
COORDINATE WITH OWNER FOR FINAL
LOCATIONS AND ADDITIONAL REQUIREMENTS
IN-WALL STEEL SUPPORTS, LOCATION AS
NOTED

SHOWER ENCLOSURE, 32"Wx72"H PIVOT HINGE
DOOR WITH SIDE PANEL, TEMP GLASS
PLUMBING FIXTURES, SEE PLUMBING

SURFACE MOUNTED STAINLESS STEEL UTILITY
HOOKS. PROVIDE SOLID BACKING

HARDWOOD BUTCHER BLOCK BENCH
24"Dx42"Wx18"H, FLOOR MOUNTED.

PROVIDE BACKING AT ALL REQUIRED ADA
GRAB BARS. GRAB BARS WILL BE INSTALLED
AT A LATER TIME AS NEEDED.

SHOWER CURTAIN ROD ANCHORED AT EACH
END, VERIFY OPENING WIDTH. SHOWER
CURTAIN HOOKS BY BOBRICK. HEAVY DUTY
VINYL SHOWER CURTAIN.

PRECAST TERRAZZO SHOWER BASE, SEE
PLUMBING DRAWINGS

WASHER AND DRYER, SEE FFE PLAN,
COORDINATE W/ PLUMBING PLANS

CLEAR GYM MIRROR WITH SAFETY BACKING,
SIZE AS NOTED

TYPE Il HOOD (O.F.C.L.),WITH CUSTOM
FABRICATED STAINLESS STEEL SHROUD ABOVE
TO CEILING (C.F.C.I.) MATCH HOOD WIDTH AND
DEPTH. COORDINATE WITH APPLIANCE WITH
OWNER.

POT FILLER FAUCET, WALL MOUNTED ABOVE
RANGE, SEE PLUMBING

STAINLESS STEEL BACKSPLASH TO UNDERSIDE
OF CABINETS, TO CEILING AT RANGE AND 24"
ABOVE SURFACE AT SINK

60" GAS RANGE WITH 6 BURNERS, GRIDDLE
AND DOUBLE OVENS, SEE FFE PLAN
RESIDENTIAL GRADE REFRIGERATOR /
FREEZER, SEE FFE PLAN

RESIDENTIAL GRADE DISHWASHER, PROVIDE AIR
GAP. SEE FFE PLAN

STAINLESS STEEL SINK INTEGRAL WITH
COUNTERTOP, WITH FAUCET AND GARBAGE
DISPOSAL. SEE PLUMBING

EXPOSED CMU WALL CONSTRUCTION, FINISH
AS SCHEDULED

STAINLESS STEEL UTILITY SINK WITH PEDDLE
CONTROLS

24" WALL MOUNTED STEEL LOCKERS WITH
SECURITY DOORS, SEE FINISH SCHEDULE
STEEL CABINETRY, SEE MILLWORK DETAILS
AND FINISH SCHEDULE

PRE—TEMPERED MASONITE PEG BOARD OVER
1x2 SLEEPERS

STAINLESS STEEL WALL GUARD PANELS FULL
HEIGHT

SINGLE COMPARTMENT SERVICE SINK WITH
DRAIN BOARD EACH SIDE WALL MOUNTED WITH
LEGS, SEE PLUMBING

30"D STAINLESS STEEL FLOOR WASH SINK,
WALL TO WALL, WITH SPOUT SEE PLUMBING
CORNER GUARD, SEE PLANS

WARDROBE LOCKERS, SEE FFE PLAN, PROVIDE
BACKING AS REQ'D
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dimensions on these drawings shall have
precedence over scaled dimensions.
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GYPSUM BOARD, FINISH AND PAINT AS
SCHEDULED

WALL BASE AS SCHEDULED

DUAL HEIGHT ADA DRINKING FOUNTAIN, WALL
MOUNTED, STAINLESS STEEL, SEE PLUMBING
TILE WALL COVERING AS SCHEDULED
RECESSED BABY CHANGING STATION,
STAINLESS STEEL FLANGE. HT. PER MFR.
ALERT SIGNAGE LOCATION

DOOR/ WINDOW SYSTEM AS SCHEDULED, SEE
PLANS FOR WINDOW TREATMENTS

SURFACE MOUNTED PAPER TOWEL DISPENSER,
SEE FFE PLAN, PROVIDE BACKING AS REQ'D
LIGHTING, SEE ELECTRICAL

SURFACE MOUNTED SOAP DISPENSER, SEE FFE
PLAN, PROVIDE BACKING AS REQ'D

SURFACE MOUNTED MIRROR, WITH STAINLESS
STEEL FRAME. SIZE AS NOTED

ACCESSIBLE (ADA) LAVATORY— WALL HUNG
WITH BLADE TYPE FAUCET HANDLE. SEE
PLUMBING DRAWINGS

36" S. STEEL GRAB BAR. PROVIDE BACKING
AT STUD PARTITIONS. MFR: BOBRICK,

NO: B—6806 x 36".

SURFACE MOUNTED TOILET SEAT COVER
DISPENSER— PROVIDE BACKING AT STUD
PARTITIONS. MFR: BOBRICK, NO: B—4221.
ACCESSIBLE (ADA) WATER CLOSET— FLOOR
MOUNTED, FLUSH VALVE WITH SPLIT FRONT
SEAT, WHITE. SEE PLUMBING DRAWINGS.

18" S. STEEL GRAB BAR— PROVIDE BACKING
AT STUD PARTITIONS. MFR: BOBRICK,

NO: B—6806 x 18".

42" S. STEEL GRAB BAR— PROVIDE BACKING
AT STUD WALL PARTITIONS.

MFR: BOBRICK, NO: B—6806 x 42"

SURFACE MOUNTED MULTI-ROLL TOILET TISSUE
DISPENSER— PROVIDE BACKING AT STUD
PARTITIONS. MFR: BOBRICK, NO: B—2888
NOTIFICATION BOARD WITH ALUM. FRAME, SEE
F.F.E. PLAN, PROVIDE BACKING AS REQ'D
MILLWORK, SEE MILLWORK DETAILS AND FINISH
SCHEDULE

STAINLESS STEEL SINK, WITH FAUCET. SEE
PLUMBING

BLOOD PRESSURE STATION AND BIO—HAZARD
DISPOSAL, BY OWNER. CONTRACTOR TO
COORDINATE WITH OWNER

UNDER—COUNTER REFRIGERATOR, SEE FFE
PLAN.

FURNITURE BY OWNER, SEE FFE PLAN
SERVICE SINK WITH STAINLESS STEEL
BACKSPLASH, SEE PLUMBING

14” FIXED STAINLESS STEEL SHELF
DEDICATED LOCATION FOR TV, O.F.O.l.,
CONTRACTOR TO PROVIDE BACKING.
COORDINATE WITH OWNER FOR FINAL
LOCATIONS AND ADDITIONAL REQUIREMENTS
IN-WALL STEEL SUPPORTS, LOCATION AS
NOTED

SHOWER ENCLOSURE, 32"Wx72"H PIVOT HINGE
DOOR WITH SIDE PANEL, TEMP GLASS
PLUMBING FIXTURES, SEE PLUMBING

SURFACE MOUNTED STAINLESS STEEL UTILITY
HOOKS. PROVIDE SOLID BACKING

HARDWOOD BUTCHER BLOCK BENCH
24"Dx42"Wx18"H, FLOOR MOUNTED.

PROVIDE BACKING AT ALL REQUIRED ADA
GRAB BARS. GRAB BARS WILL BE INSTALLED
AT A LATER TIME AS NEEDED.

SHOWER CURTAIN ROD ANCHORED AT EACH
END, VERIFY OPENING WIDTH. SHOWER
CURTAIN HOOKS BY BOBRICK. HEAVY DUTY
VINYL SHOWER CURTAIN.

PRECAST TERRAZZO SHOWER BASE, SEE
PLUMBING DRAWINGS

WASHER AND DRYER, SEE FFE PLAN,
COORDINATE W/ PLUMBING PLANS

CLEAR GYM MIRROR WITH SAFETY BACKING,
SIZE AS NOTED

TYPE Il HOOD (O.F.C.L.),WITH CUSTOM
FABRICATED STAINLESS STEEL SHROUD ABOVE
TO CEILING (C.F.C.I.) MATCH HOOD WIDTH AND
DEPTH. COORDINATE WITH APPLIANCE WITH
OWNER.

POT FILLER FAUCET, WALL MOUNTED ABOVE
RANGE, SEE PLUMBING

STAINLESS STEEL BACKSPLASH TO UNDERSIDE
OF CABINETS, TO CEILING AT RANGE AND 24"
ABOVE SURFACE AT SINK

60" GAS RANGE WITH 6 BURNERS, GRIDDLE
AND DOUBLE OVENS, SEE FFE PLAN
RESIDENTIAL GRADE REFRIGERATOR /
FREEZER, SEE FFE PLAN

RESIDENTIAL GRADE DISHWASHER, PROVIDE AIR
GAP. SEE FFE PLAN

STAINLESS STEEL SINK INTEGRAL WITH
COUNTERTOP, WITH FAUCET AND GARBAGE
DISPOSAL. SEE PLUMBING

EXPOSED CMU WALL CONSTRUCTION, FINISH
AS SCHEDULED

STAINLESS STEEL UTILITY SINK WITH PEDDLE
CONTROLS

24" WALL MOUNTED STEEL LOCKERS WITH
SECURITY DOORS, SEE FINISH SCHEDULE
STEEL CABINETRY, SEE MILLWORK DETAILS
AND FINISH SCHEDULE

PRE—TEMPERED MASONITE PEG BOARD OVER
1x2 SLEEPERS

STAINLESS STEEL WALL GUARD PANELS FULL
HEIGHT

SINGLE COMPARTMENT SERVICE SINK WITH
DRAIN BOARD EACH SIDE WALL MOUNTED WITH
LEGS, SEE PLUMBING

30"D STAINLESS STEEL FLOOR WASH SINK,
WALL TO WALL, WITH SPOUT SEE PLUMBING
CORNER GUARD, SEE PLANS

WARDROBE LOCKERS, SEE FFE PLAN, PROVIDE
BACKING AS REQ'D
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(&) [DESCRIPTION Architects of Arizona
GYPSUM BOARD, FINISH AND PAINT AS 488&5&34/;22?58283LOO
SCHEDULED /
WALL BASE AS SCHEDULED 480.951.5900| 480.951.3045 f
DUAL HEIGHT ADA DRINKING FOUNTAIN, WALL perimanaz.com
MOUNTED, STAINLESS STEEL, SEE PLUMBING
TILE WALL COVERING AS SCHEDULED
RECESSED BABY CHANGING STATION,
STAINLESS STEEL FLANGE. HT. PER MFR.
ALERT SIGNAGE LOCATION
DOOR/ WINDOW SYSTEM AS SCHEDULED, SEE
PLANS FOR WINDOW TREATMENTS

N I I I SURFACE MOUNTED PAPER TOWEL DISPENSER,
VERIFY EQUIP.\ ———— , SEE FFE PLAN, PROVIDE BACKING AS REQ'D
MFR. FOR I | LIGHTING, SEE ELECTRICAL
OPENING SIZE '\ ! ' i | - - - ~ ~ - ] SURFACE MOUNTED SOAP DISPENSER, SEE FFE
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>< \ I |‘ 11 SURFACE MOUNTED MIRROR, WITH STAINLESS
' B STEEL FRAME. SIZE AS NOTED EXPIRES: 12-31-2021
| ! b (46)

| | \ 12 |ACCESSIBLE (ADA) LAVATORY— WALL HUNG
e / 1l server \b | B | WITH BLADE TYPE FAUCET HANDLE. SEE
\_ / il Rack Al 1 S
1X4 TRIM TO . ==l

| =C|> P'—EJMB”\‘G DRAWINGS These drawings are instruments of service
7 k I | <o 13 |36 S. STEEL GRAB BAR. PROVIDE BACKING Elnd agepthle property oT Howard Pgtrlman, AA.
\ ” " MATCH ADLJ. / / | \ AT STUD PART'T'ONS‘ MFR: BOBR'CK, owar erman expressly reserves |s‘common
J/27 1" BANELING I | AN . AT T A T A A . NO: B—6806 x 36”. these blare. These piafs.are not to be
S~ -7 ‘l | B e T 7 14 SURFACE MOUNTED TOILET SEAT COVER reproduced, shanged or copied i, any, form
- I o DISPENSER— PROVIDE BACKING AT STUD Sesianed to. any third party, witheut firat
| " ) 1 15 |ACGESSIBLE (ADA) WATER CLOSET- FLOOR o Bkt ool i
| | _ » .

| | di i th d i hall h

MOUNTED, FLUSH VALVE WITH SPLIT FRONT brecedence over scaled dimensions.

— o SEAT, WHITE. SEE PLUMBING DRAWINGS.
16 118" S. STEEL GRAB BAR— PROVIDE BACKING © COPYRIGHT 2019, HOWARD PERLMAN, ALLA.

)y AP 1A Y A )y Am )y an Y om AT STUD PART'T'ONS. MFR: BOBR'CK,
40 2-6 2-6 2-6 2-6 1'-3 NO: B—6806 x 18”.
j' ’f 17 |42” S. STEEL GRAB BAR— PROVIDE BACKING
EQ. FILLER EQ. FILLER

AT STUD WALL PARTITIONS.
MFR: BOBRICK, NO: B—6806 x 42"
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PARTITIONS. MFR: BOBRICK, NO: B—2888
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SCALE. 3/8° = 7-0° SCALE: 3/8° = 17-0" 19 |NOTIFICATION BOARD WITH ALUM. FRAME, SEE
F.F.E. PLAN, PROVIDE BACKING AS REQD
20 |MILLWORK, SEE MILLWORK DETAILS AND FINISH
SCHEDULE
21 |STAINLESS STEEL SINK, WITH FAUCET. SEE
PLUMBING
22 |BLOOD PRESSURE STATION AND BIO—HAZARD
DISPOSAL, BY OWNER. CONTRACTOR TO
COORDINATE WITH OWNER
23 |UNDER—COUNTER REFRIGERATOR, SEE FFE
PLAN.
24 |FURNITURE BY OWNER, SEE FFE PLAN
25 |SERVICE SINK WITH STAINLESS STEEL
BACKSPLASH, SEE PLUMBING
26 |14” FIXED STAINLESS STEEL SHELF
| | 27 |DEDICATED LOCATION FOR TV, O.F.O.l.,
- CONTRACTOR TO PROVIDE BACKING.

COORDINATE WITH OWNER FOR FINAL
\ LOCATIONS AND ADDITIONAL REQUIREMENTS
| | 28 [IN-WALL STEEL SUPPORTS, LOCATION AS

: : NOTED
29 |SHOWER ENCLOSURE, 32"Wx72”H PIVOT HINGE
DOOR WITH SIDE PANEL, TEMP GLASS
| 30 |PLUMBING FIXTURES, SEE PLUMBING
31 |SURFACE MOUNTED STAINLESS STEEL UTILITY
HOOKS. PROVIDE SOLID BACKING
| 32 |HARDWOOD BUTCHER BLOCK BENCH
24”Dx42”Wx18"H, FLOOR MOUNTED.
- 33 |PROVIDE BACKING AT ALL REQUIRED ADA
GRAB BARS. GRAB BARS WILL BE INSTALLED
AT A LATER TIME AS NEEDED.
| 34 |SHOWER CURTAIN ROD ANCHORED AT EACH
END, VERIFY OPENING WIDTH. SHOWER
A A A A e N -dccicict iocisiccs H H H H H H H H H H H H H | CURTAIN HOOKS BY BOBRICK. HEAVY DUTY
AHHHHH A A PAHHH S ! ! - HHHHN BN BN AN AN AN AN AN BN BN BN A N A N AR ! VINYL SHOWER CURTAIN.
| | : 35 |PRECAST TERRAZZO SHOWER BASE, SEE
PLUMBING DRAWINGS

36 |WASHER AND DRYER, SEE FFE PLAN,
COORDINATE W/ PLUMBING PLANS

37 |[CLEAR GYM MIRROR WITH SAFETY BACKING,
SIZE AS NOTED
38 |TYPE Il HOOD (O.F.C.L),WITH CUSTOM

FABRICATED STAINLESS STEEL SHROUD ABOVE
TO CEILING (C.F.C.I.) MATCH HOOD WIDTH AND

TURNOUT - 141 BEVF[)\]TET? COORDINATE WITH APPLIANCE WITH

39 |POT FILLER FAUCET, WALL MOUNTED ABOVE
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SCALE: 3/8° = 1-0" RANGE, SEE PLUMBING
40 |STAINLESS STEEL BACKSPLASH TO UNDERSIDE
OF CABINETS, TO CEILING AT RANGE AND 24”
ABOVE SURFACE AT SINK
41 |60” GAS RANGE WITH 6 BURNERS, GRIDDLE
AND DOUBLE OVENS, SEE FFE PLAN
42 |RESIDENTIAL GRADE REFRIGERATOR /
FREEZER, SEE FFE PLAN
43 |RESIDENTIAL GRADE DISHWASHER, PROVIDE AIR
GAP. SEE FFE PLAN
44 |STAINLESS STEEL SINK INTEGRAL WITH
COUNTERTOP, WITH FAUCET AND GARBAGE
DISPOSAL. SEE PLUMBING
45 |EXPOSED CMU WALL CONSTRUCTION, FINISH
AS SCHEDULED
| 46 |STAINLESS STEEL UTILITY SINK WITH PEDDLE
=% = CONTROLS
47 |24” WALL MOUNTED STEEL LOCKERS WITH
M\ M\ SECURITY DOORS, SEE FINISH SCHEDULE
\ \ \ \ \ \ \ \ | | | | | | | | | | | | 48 |STEEL CABINETRY, SEE MILLWORK DETAILS

\ d AND FINISH SCHEDULE
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1x2 SLEEPERS
| | — 50 |STAINLESS STEEL WALL GUARD PANELS FULL 1ST SUBMITTAL

HEIGHT
i \ ) ] / 51 |SINGLE COMPARTMENT SERVICE SINK WITH Drawn/Checked By
\ / DRAIN BOARD EACH SIDE WALL MOUNTED WITH

LEGS, SEE PLUMBING
B — — 52 |30"D STAINLESS STEEL FLOOR WASH SINK, JLC / JRS

1 L I WALL TO WALL, WITH SPOUT SEE PLUMBING
/ \ 53 |CORNER GUARD, SEE PLANS Date
54 |WARDROBE LOCKERS, SEE FFE PLAN, PROVIDE

| 4 H - N BACKING AS REQ'D 07_17_19
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GYPSUM BOARD, FINISH AND PAINT AS
SCHEDULED

WALL BASE AS SCHEDULED

DUAL HEIGHT ADA DRINKING FOUNTAIN, WALL
MOUNTED, STAINLESS STEEL, SEE PLUMBING
TILE WALL COVERING AS SCHEDULED
RECESSED BABY CHANGING STATION,
STAINLESS STEEL FLANGE. HT. PER MFR.
ALERT SIGNAGE LOCATION

DOOR/ WINDOW SYSTEM AS SCHEDULED, SEE
PLANS FOR WINDOW TREATMENTS

SURFACE MOUNTED PAPER TOWEL DISPENSER,
SEE FFE PLAN, PROVIDE BACKING AS REQ'D
LIGHTING, SEE ELECTRICAL

SURFACE MOUNTED SOAP DISPENSER, SEE FFE
PLAN, PROVIDE BACKING AS REQ'D

SURFACE MOUNTED MIRROR, WITH STAINLESS
STEEL FRAME. SIZE AS NOTED

ACCESSIBLE (ADA) LAVATORY— WALL HUNG
WITH BLADE TYPE FAUCET HANDLE. SEE
PLUMBING DRAWINGS

36" S. STEEL GRAB BAR. PROVIDE BACKING
AT STUD PARTITIONS. MFR: BOBRICK,

NO: B—6806 x 36".

SURFACE MOUNTED TOILET SEAT COVER
DISPENSER— PROVIDE BACKING AT STUD
PARTITIONS. MFR: BOBRICK, NO: B—4221.
ACCESSIBLE (ADA) WATER CLOSET— FLOOR
MOUNTED, FLUSH VALVE WITH SPLIT FRONT
SEAT, WHITE. SEE PLUMBING DRAWINGS.

18" S. STEEL GRAB BAR— PROVIDE BACKING
AT STUD PARTITIONS. MFR: BOBRICK,

NO: B—6806 x 18".

42" S. STEEL GRAB BAR— PROVIDE BACKING
AT STUD WALL PARTITIONS.

MFR: BOBRICK, NO: B—6806 x 42"

SURFACE MOUNTED MULTI-ROLL TOILET TISSUE
DISPENSER— PROVIDE BACKING AT STUD
PARTITIONS. MFR: BOBRICK, NO: B—2888
NOTIFICATION BOARD WITH ALUM. FRAME, SEE
F.F.E. PLAN, PROVIDE BACKING AS REQ'D
MILLWORK, SEE MILLWORK DETAILS AND FINISH
SCHEDULE

STAINLESS STEEL SINK, WITH FAUCET. SEE
PLUMBING

BLOOD PRESSURE STATION AND BIO—HAZARD
DISPOSAL, BY OWNER. CONTRACTOR TO
COORDINATE WITH OWNER

UNDER—COUNTER REFRIGERATOR, SEE FFE
PLAN.

FURNITURE BY OWNER, SEE FFE PLAN
SERVICE SINK WITH STAINLESS STEEL
BACKSPLASH, SEE PLUMBING

14” FIXED STAINLESS STEEL SHELF
DEDICATED LOCATION FOR TV, O.F.O.l.,
CONTRACTOR TO PROVIDE BACKING.
COORDINATE WITH OWNER FOR FINAL
LOCATIONS AND ADDITIONAL REQUIREMENTS
IN-WALL STEEL SUPPORTS, LOCATION AS
NOTED

SHOWER ENCLOSURE, 32"Wx72"H PIVOT HINGE
DOOR WITH SIDE PANEL, TEMP GLASS
PLUMBING FIXTURES, SEE PLUMBING

SURFACE MOUNTED STAINLESS STEEL UTILITY
HOOKS. PROVIDE SOLID BACKING

HARDWOOD BUTCHER BLOCK BENCH
24"Dx42"Wx18"H, FLOOR MOUNTED.

PROVIDE BACKING AT ALL REQUIRED ADA
GRAB BARS. GRAB BARS WILL BE INSTALLED
AT A LATER TIME AS NEEDED.

SHOWER CURTAIN ROD ANCHORED AT EACH
END, VERIFY OPENING WIDTH. SHOWER
CURTAIN HOOKS BY BOBRICK. HEAVY DUTY
VINYL SHOWER CURTAIN.

PRECAST TERRAZZO SHOWER BASE, SEE
PLUMBING DRAWINGS

WASHER AND DRYER, SEE FFE PLAN,
COORDINATE W/ PLUMBING PLANS

CLEAR GYM MIRROR WITH SAFETY BACKING,
SIZE AS NOTED

TYPE Il HOOD (O.F.C.L.),WITH CUSTOM
FABRICATED STAINLESS STEEL SHROUD ABOVE
TO CEILING (C.F.C.I.) MATCH HOOD WIDTH AND
DEPTH. COORDINATE WITH APPLIANCE WITH
OWNER.

POT FILLER FAUCET, WALL MOUNTED ABOVE
RANGE, SEE PLUMBING

STAINLESS STEEL BACKSPLASH TO UNDERSIDE
OF CABINETS, TO CEILING AT RANGE AND 24"
ABOVE SURFACE AT SINK

60" GAS RANGE WITH 6 BURNERS, GRIDDLE
AND DOUBLE OVENS, SEE FFE PLAN
RESIDENTIAL GRADE REFRIGERATOR /
FREEZER, SEE FFE PLAN

RESIDENTIAL GRADE DISHWASHER, PROVIDE AIR
GAP. SEE FFE PLAN

STAINLESS STEEL SINK INTEGRAL WITH
COUNTERTOP, WITH FAUCET AND GARBAGE
DISPOSAL. SEE PLUMBING

EXPOSED CMU WALL CONSTRUCTION, FINISH
AS SCHEDULED

STAINLESS STEEL UTILITY SINK WITH PEDDLE
CONTROLS

24" WALL MOUNTED STEEL LOCKERS WITH
SECURITY DOORS, SEE FINISH SCHEDULE
STEEL CABINETRY, SEE MILLWORK DETAILS
AND FINISH SCHEDULE

PRE—TEMPERED MASONITE PEG BOARD OVER
1x2 SLEEPERS

STAINLESS STEEL WALL GUARD PANELS FULL
HEIGHT

SINGLE COMPARTMENT SERVICE SINK WITH
DRAIN BOARD EACH SIDE WALL MOUNTED WITH
LEGS, SEE PLUMBING

30"D STAINLESS STEEL FLOOR WASH SINK,
WALL TO WALL, WITH SPOUT SEE PLUMBING
CORNER GUARD, SEE PLANS

WARDROBE LOCKERS, SEE FFE PLAN, PROVIDE
BACKING AS REQ'D
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(&) |DESCRIPTION
1 |LOCK BOX, COORDINATE SPECIFIC MOUNTING
LOCATION WITH THE FIRE MARSHAL PRIOR TO
INSTALLATION, SEE DETAIL (3/A12.1)
2 |DOOR BELL PUSH—BUTTON
3 |RING DOWN PHONE ENCLOSURE
4 |"NO SMOKING” SIGN
5 |LIGHT SWITCH
6 |VOLUME CONTROL
7 |INTERCOM CALL—IN BUTTON
8 |FIRE ALARM PULL STATION
9 |DATA/ CABLE OUTLET
10 |DUPLEX RECEPTACLE / 4—PLEX RECEPTACLE
11 |WASHER/ DRYER CONNECTIONS
12 |FIRE ALARM CONTROL PANEL
13 |FIRE ALARM ANNUNCIATOR PANEL
14 |INFRARED SENSOR FOR APPARATUS BAY
DOORS
15 |FIRE EXTINGUISHER CABINET. SEMI-RECESSED
16 |HORN/ ADA HORN/ STROBE COMBINATION
17 | ALERTING SIGN
18 | SPEAKER
19 |AIR AND/ OR WATER WALL MOUNTED HOSE
REEL
20 |FIRE ALARM VISUAL SIGNS
21 |ROOM SIGNAGE — SEE DETAIL 4/A6.1
22 | THERMOSTAT FOR MECHANICAL
23 |WALL HUNG TELEPHONE
24 |EMERGENCY DOOR CONTROL PANEL
25 |BABY SAFE HAVEN SIGNAGE

GENERAL NOTES

MOUNTING HEIGHTS

SCALE: 1/2” = 1'-0"

1. SEE PLANS FOR TYPE AND NUMBER OF ITEMS

SHOWN ON THIS SHEET. ALL ITEMS SHOWN HERE

MAY NOT OCCUR IN THIS PROJECT.
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